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Abstract

A Computational Fluid Dynamics Validation Experiment for Forced and Mixed

Convection on a Vertical Heated Plate

by

Jeff Robert Harris, Doctor of Philosophy

Utah State University, 2014

Major Professor: Dr. Barton L. Smith
Department: Mechanical and Aerospace Engineering

A computational fluid dynamics (CFD) validation experiment is conducted for convection
flow from a heated plate in buoyancy aided and opposed orientations. The design of the
experiment to meet CFD validation completeness standards is described. Previous exper-
iments and simulations have been completed, but none measure or present the necessary
boundary conditions to define the simulation boundary conditions. Experimental measure-
ments of forced and mixed convection are presented, along with measured boundary con-
ditions sufficient to compute simulations for validation purposes. Some simulation results
are described, but a complete validation study is not included. Simulations are conducted
to ensure all necessary boundary conditions are being measured. This document and the
corresponding website will provide sufficient explanation and data to repeat the experiment
and speed the setup of future validation experiments. The data and boundary conditions
are available for download on a website dedicated to validation data dissemination. Along
with the validation data, the response quantities provide some insight into the flow charac-

teristics of the boundary layer for convective flow from a vertical flat plate.

(191 pages)
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Public Abstract

A Computational Fluid Dynamics Validation Experiment for Forced and Mixed

Convection on a Vertical Heated Plate

by

Jeff Robert Harris, Doctor of Philosophy

Utah State University, 2014

Major Professor: Dr. Barton L. Smith
Department: Mechanical and Aerospace Engineering

A computational fluid dynamics (CFD) validation experiment is conducted for flow over
a heated vertical plate. The design of the experiment to meet CFD validation standards
is described. Many experiments and simulations have been completed in past studies, but
none measure or present the necessary boundary conditions to define the simulation. Ex-
perimental measurements of heated flow are presented, along with corresponding boundary
conditions sufficient to define the simulation’s boundary conditions. Some simulation re-
sults are described, but a complete validation study is not included. The simulations are
conducted by the experimentalist to ensure all necessary boundary conditions are being
measured. This document will provide sufficient explanation and data to repeat the exper-

iments and speed the setup of future validation experiments.
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Chapter 1
Introduction

This project is to provide high fidelity experimental validation data for use in com-
putational fluid dynamics simulation validation. Computer simulations are often used to
predict the flow of coolant and heat transfer characteristics in nuclear reactors. Most cost
effective simulations require models to predict the flow characteristics. These models will
yield erroneous predictions if used in scenarios where they are not wholly valid because the
assumptions and approximations inherent in the model are not applicable. Validating the
model with experimental results is necessary for simulation accuracy [5]. This chapter will
describe the motivation for the project, validation of computational fluid dynamics sim-
ulations, and convection. The objectives of the project are discussed in Chapter 2. The
design of the experimental apparatus and the instrumentation are described in Chapter 3.
The procedures used to conduct the tests and the methods of data analysis are included in
Chapter 4. The results from the experiments and discussion of the results are contained in

Chapter 5. Lastly, the conclusions are presented in Chapter 6.

1.1 Motivation

As the next generation of nuclear reactors are designed, numerical analysis of the reac-
tor and its new features must be performed for operating and accident conditions. However,
without experimental validation, a simulation of fluid flow should not be considered as a
reliable prediction of real-world behavior [5].

The Next Generation Nuclear Plant (NGNP) uses a High Temperature Gas-cooled
Reactor (HTGR) to generate the heat. The core and containment buildings have many
surfaces that are cooled by forced /mixed/free convection, depending on the situation. As a

specific example, consider the core and reactor vessel shown in Fig. 1.1. The convection on
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the several vertical surfaces can be simplified to vertical planes for validation purposes. The
core is cooled using buoyancy-opposed forced convection under normal operating conditions.
In the up-comer leading into the core, the flow is buoyancy-aided forced convection. In an
accident situation such as a loss of flow accident (a loss of power to the pumps forcing the
coolant through the reactor), the downward forced flow may stop and the coolant would

transition to natural convection (flowing opposite of the arrows in Fig. 1.1).

Fig. 1.1: A diagram of a HTGR showing the flow directions for convection over a vertical
surface and the relative size of the core design [1].

The Rotatable Buoyancy Tunnel (RoBuT) was constructed to allow for measurement
of all the convection regimes that exist in the core in Fig. 1.1. Both buoyancy aided and
opposed, with the blower speed adjusting to make the convection forced, mixed, natural, or

transitioning between the three. The blower can be programmed to create a transient case



3

where the convection transitions from forced to natural. The design of the test section and
experiments are described in Chapter 3 and Chapter 4.

Simulations are used to predict the flow, heat transfer, and the transition of flow in
an accident scenario, but transient simulations often have high uncertainty. Experimental
data is necessary to validate the models used in the simulations, but it is not feasible to
build a reactor or scale model. The simplified geometry used in the RoBuT is sufficient
for modeling and simulation (M&S) validation purposes. Some basic theory of validation is
presented in the following section. Relevant studies of convection are also presented in the

following sections.

1.2 Validation

The word validation is often used interchangeably with verification. The two terms
mean very different processes in ensuring simulation reliability. The ASME Standard is
useful in providing a background of validation, and additional detail is available in liter-
ature from the ATIAA Guide for the Verification and Validation of Computational Fluid
Dynamics Simulations [2] and Oberkampf, et al. [3,6]. Validation experiments often com-
pare computer simulations to benchmark data or experimental data. The simulation and
experimental system response quantities are compared using a validation metric, which is
an objective mathematical operator [3, pg. 473]. It is important to know the difference

between verification and validation and the ATAA definitions are included below [2,3,6].

Verification: the process of determining that a model implementation ac-
curately represents the developers conceptual description of the model and the
solution to the model.

Validation: the process of determining the degree to which a model is an
accurate representation of the real world from the perspective of the intended

uses of the model.

The present work is focused on validation, so validation is discussed in more detail.

A major component of validation includes quantification and identification of errors and
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uncertainties in the experiment and simulations [6]. When comparing the simulation and the
experimental results, it is assumed that the experiment is “our best measure of reality” [6].
For a comparison of experimental data and computational results to be useful, the errors and
uncertainties of both must be quantified [6]. In very basic terms, a validation study would
include measuring a physical phenomena and at the same time measuring all of the relevant
boundary conditions. A simulation is then conducted based on the measured boundary
conditions. Several different mathematical models would be used in the simulations. Finally,
the simulation response quantities are compared with the experimental response quantities
using validation metrics. The models can be selected based on the quantification of model
error when compared with the experiment.

Because of the complex nature of systems that would benefit from predictive models,
a complete system is separated into several tiers of detail for validation experiments, as
described by Oberkampf and Roy [3]. These tiers are shown in Fig. 1.2 with a summarized
description of each tier. This dissertation describes an apparatus made for Benchmark Tier
validation experiments. All model inputs are measured, most model outputs are measured,
and experimental uncertainty is computed for all measured quantities [3]. Since the heat
transfer and the fluid flow are coupled, this problem cannot be considered as a unit problem.
The unit problem is often referred to as a separate effects test. To meet the requirements
of the benchmark tier in the validation hierarchy, the hardware used in this wind tunnel is
specially fabricated to validate specific aspects of flow over a heated flat plate. The complete
system of interest is the passively cooled high temperature gas-cooled nuclear reactor dis-
cussed above (the accurate simulation of which, in addition to its validation, is extremely
costly). The heated flat plate is meant to represent a component in the reactor and/or
containment building. The wind tunnel and plate then become the simplified hardware
meant to improve understanding of flow physics and the simulation accuracy in predicting
real-world scenarios [3].

The inputs required to define the simulation (boundary conditions) are measured in

the test section walls (tunnel geometry and wall temperature) and flow at the wind tunnel



Fig. 1.2: Graphical description of the validation hierarchy, after [2].

inlet (inlet temperature, inlet velocity). These measurements include uncertainty estimates
and the turbulence quantities at the inlet which can be computed from the inlet velocity
data. The experimental data to be documented to meet the requirements for this tier of

validation include [3]:
1. Detailed inspection of all hardware
2. Characterization of the variability of materials used in the experiment
3. Detailed information concerning assembly of the hardware

4. Detailed measurement of boundary conditions and excitation that were produced by

the experimental apparatus or testing equipment

The hardware inspection and materials variability is included in the measurement of
the boundary conditions. The hardware inspection is done whenever the geometrical bound-
ary conditions are changed. The atmospheric variability is measured, and the conditions
are recorded for each data set, including the data constituting the boundary conditions.

The test section assembly procedures are recorded for repeatability. The last point is the
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measurements themselves, which include the boundary conditions and the system response
to excitation.

The boundary conditions are measured in the experiment at the same time as the
measurement of the system response quantities. The system response quantity (SRQ) is
the quantity used in the validation metric to compare the simulation to the experiment.
Measured and computed SRQ’s are compared to validate the simulation with experimental
measurements where both the simulation and the experiment are based on the same bound-
ary conditions. For the purposes of this project, convection from a vertical heated plate
with several convection regimes (forced, mixed, etc.) is considered. The SRQ’s include the
boundary layer velocity over the heated plate, the heat flux from the plate, and the shear
velocity.

Another aspect of the validation study is determining the SRQ’s to be used in the
validation study. The procedures described by Oberkampf and Roy [3], and Wilson and
Boyack [7] outline methods that can be used to define what aspects of the system should
be used as SRQ’s. Oberkampf and Roy [3] also describe the difficulty spectrum of mea-
surements and computed quantities, as shown in Fig. 1.3. Using SRQ’s from a wider range
on the spectrum will ensure a more robust validation study. For instance, a model in a
simulation that best predicts boundary layer velocity or temperature profile (a dependent
variable) may not predict the heat flux very accurately (a first derivative). Using SRQ’s
from a wide range on the spectrum will aid in determining which simulation and model is
the best predictor of the physical phenomena.

Often, analysts use approximate or idealized boundary conditions in simulations. To
illustrate the importance of using measured boundary conditions in a simulation, we observe
Fig. 1.4. In many CFD simulations, a parabolic or uniform inlet profile is used. For the
wind tunnel considered herein, a uniform inlet velocity assumption is valid for most of the
inlet area, but not in the boundary layer. The parabolic assumption is totally erroneous for
this application.

The turbulence levels at the inlet of the simulation are often assumed to be a percentage



Fig. 1.3: The difficulty spectrum of SRQ’s, after [3]

of the inlet velocity. The profiles in Fig. 1.4 show these assumptions to be invalid for
this wind tunnel. A 10% of free stream turbulence level provides a trend that gives high
turbulence in the center of the test section. However, the peak values are actually in the
boundary layer with very little turbulence in the free-stream. The slight asymmetry of the
inlet turbulence levels would be missed if the incorrect assumptions were made. Without
measurements of the inlet, the assumptions used in simulations for the inlet are likely to
be invalid. This would then make the validation study irrelevant, as the SRQ’s from the
experiment and the simulation are not based on the same boundary conditions.

One purpose of this work is to provide data for CFD validation, but obtaining such
data from a written article is difficult, if not impossible. An online database is better suited
for dissemination of data and documentation of the experiment. Though many validation
datasets are available from several online databases, these normally lack the necessary detail
to provide CFD simulation boundary and inflow conditions. Many such sources are listed at
the CFD-Online website [8], including the National Aeronautics and Space Administration
(NASA) NPARC Alliance Verification and Validation Archive [9] and the European Re-
search Community on Flow, Turbulence and Combustion database [10]. Though valuable,
these databases lack completeness for CFD validation as discussed in [11]. As part of the

present effort, a database was developed to enable users to download the boundary condi-
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Fig. 1.4: A velocity profile for the inlet of the test section is shown, along with a top hat
profile and a parabolic profile. The Reynolds Stress is also plotted along with a line of 10%
of the free stream.

tions, SRQ data, and other relevant information to conduct their own validation studies,
using the same boundary conditions to which the SRQ data correspond [12].

A more detailed outline of required measurements and documentation is found in the
validation experiment completeness (VEC) table [11]. The detailed description of the infor-
mation relating to the completeness level of the data are found on the project website, as it
is too difficult to present all of the necessary data here. The information on the website is
outlined following the layout of the VEC table. Most of the information is also contained
in this dissertation, but the website eases the navigation of the relevant documentation.

As the uncertainty of the SRQ’s is critical for computing the validation metrics, docu-
mentation of the uncertainty is included for both the SRQ’s and the boundary conditions.
The uncertainty of the velocity measurements is computed using the methods described

by Timmins, et al. [13], Warner, et al. [14] and Wilson and Smith [15,16]. Uncertainty of
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dimensions are found using methods presented by Coleman and Steele [17]. The heat flux
uncertainty was provided by the sensor manufacturer. The methods used to quantify the
uncertainties of the measurements (except velocity) are discussed in Chapter 4 and Chapter

D.

1.3 Convection

Many studies have been conducted to measure convective flows over heated flat plates.
Few have used modern non-intrusive measurement techniques, and none have complete
measurement systems sufficient to define a simulation’s boundary conditions. A collection
of studies is included herein, separated into their respective convection regimes (although
some sources cover several of the regimes). Though not an exhaustive treatise of convection
and boundary layer flow, the cited sources are useful in showing the difference between a
discovery experiment (which includes most of the cited works) and a validation experiment

(the proper implementation of which is impossible to find).

1.3.1 Forced Convection

Forced convection is commonly considered as flow with a convection ratio greater than
0.3, or Gry/Re2 < 0.3 [18]. The local Grashof number Gr, = gB(Ts—T4)x> /% and the local
Reynolds number is defined as Rex = U,x/v. Lloyd and Sparrow conducted a theoretical
analysis of forced convection over an isothermal vertical surface and cite experimental data
for the same flow scenario [19]. Another experimental study of convection from a vertical
heated plate is presented by Gryzagoridis [20]. This study (and many experiments of that
time) used hot-wire anemometry to measure the flow velocity. Temperature profiles were
used to find heat transfer rates. The available measurement equipment of the time limited
the measurements rendering them insufficient for CFD validation.

McEligot and Jackson [21] discuss decades of research in convection and appropriate
parameters that should be used when studying turbulent convection. The laminarization
of accelerating flow is discussed. They also present the parameters in a form that can be

used to compare non-circular ducts to circular tubes. These parameters would make more



10

previous research applicable to this study. However, the caveat of turbulent flow at the
inlet is required for their analysis to be valid.

Wang et al. present an experimental study of a vertical plane similar to the one
considered in this work [4]. The velocity was measured using a two-component laser Doppler
anemometry (LDA) system, which provides a point velocity rather than a velocity field.
Temperature measurements were acquired using a thermocouple rake. The optical velocity
measurements are beneficial and measurement of some boundary conditions were acquired,
but the study was not meant for CFD validation and cannot be used for such (though it
does provide much useful insight). The necessary boundary conditions were not all measured
and the measurement uncertainties were not reported. The flow regimes and measurements
reported are similar to those considered in this work.

Finally, a study that uses particle image velocimetry (PIV) to study the flow velocity
is described by Hattori, et al. [22]. The measurements were also acquired using hot-wire
anemometry. The studies focused on the laminarization of the flow and provide valuable
information using PIV measurements and convection data. However, the measurements
obtained are also not intended for CFD validation (and are thus insufficient). Wall shear
stress was also measured using the velocity and temperature data [23] using what appears
to be the same apparatus as the study in [22].

The studies cited (and there are many more) show the depth of knowledge about forced
convection from a heated vertical plate. The studies lack presentation of the acquisition of
the boundary conditions, nullifying their use for simulation validation purposes. In essence,
they are discovery experiments rather than validation experiments, and should not be used
solely for validation purposes.

This flow regime was studied mostly to prove the wind tunnel characteristics and that
the measurements acquired are sufficient to define the simulation boundary conditions. One
reason to study the buoyancy aided forced convection is for the initial characterization of
the new wind tunnel. Buoyancy aided forced convection is a well understood and docu-

mented flow regime. Comparison of the experimentally measured results with previous well
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understood studies is critical if the results for less understood flow regimes are to be trusted.
The buoyancy opposed forced convection is studied to characterize the wind tunnel, and
to provide a solid foundation for the future transient studies. The NGNP reactor normally
operates in buoyancy opposed forced convection. Providing validation data for the tran-
sient from buoyancy opposed forced convection to natural convection is the end goal of the

NEUP project.

1.3.2 Mixed Convection

Mixed convection is commonly considered as flow with a convection ratio greater than
0.3 and less than 16, or 0.3 < Gr,/Re2 < 16 [18], where the Grashof and Reynolds numbers
are defined in Section 1.3.1. Mixed convection is a more interesting flow regime than forced
convection because the buoyancy of the fluid has a larger impact on the flow, making it
more difficult to accurately match the experiment with CFD simulations. Several studies
of mixed convection are referenced by Jackson, et al. [24], but are focused on convection
in tubes. Much of the theory presented is valid for mixed convection from vertical sur-
faces. The turbulent characteristics of the flow changes with buoyancy effects. The studies
of convection in tubes might prove more useful using the theory presented in [21]. Jack-
son also describes many studies of mixed convection for various flow scenarios in vertical
passages [25].

Correlations are presented by Chen, et al. [26] for mixed convection from a vertical plate
for both buoyancy aiding and buoyancy opposing flow. Those correlations are compared
with experimental measurements by Ramachandran, et al. [27]. The measurements provided
valuable data for the correlations, but could not provide detailed information for CFD
validation. The study by Wang [4] is again presented, as mixed convection is studied
therein. Again, this study lacks the detail necessary for CFD validation.

Hattori, et al. [28] present hot and cold wire measurements of convection from a vertical
plate. A study of transition and heat transfer rates is presented. The authors discovered
a transition from random to harmonic fluctuations with laminarization of the flow. Again,

the focus of the study was for discovery, not validation, and presents valuable information
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about convective flow.

The transition to turbulence was studied by Krishnamurthy and Gebhart [29] for mixed
convection from a uniform heat flux vertical surface. Several key parameters are presented
to quantify thermal and velocity transition. The measurements were acquired using a hot
wire and thermocouples, as well as voltage and current to measure the power into the test
section.

Gavara, et al. [30] present a theoretical study of mixed convection for laminar flow.
The study did not include simulations (being laminar flow) so the validation mentioned
therein is not congruent with CFD validation discussed in this paper. Yadav and Kant [31]
describe a validation study of mixed convection. The experiment and analytical solutions
are compared. Again, the complexities of a CFD validation effort is not included in the
scope of this study.

Abedin, et al. [32] discuss a direct numerical simulation for convection from a vertical
plate for both buoyancy aided and opposed convection. The transition point and laminar-
ization of the flow is discussed, comparing the simulation to the experimental data of the
sources previously presented. The mixed convection studies provide much helpful insight
into the response of flow to heating. The studies were all meant as discovery experiments,
thus the measurements acquired are insufficient for CFD validation.

The laminarization of the flow is another topic briefly considered in this study. The
previously mentioned study by Hattori, et al. [28] present relatively recent work in lam-
inarizing flow. An acceleration parameter K, less than 2-3x107% suggests that the flow
would not laminarize [21,33,34]. The heat flux can be suppressed in buoyancy aided flow,
depending on the significance of the buoyancy forces [21]. Some of the data presented in
this dissertation show laminarizing characteristics and its effects on heat transfer. The
observations from the measurements by Shehata and McEligot [35] are comparable to the
results presented herein. The case 635 in [35] has about the same acceleration parameter
as the buoyancy aided mixed convection case considered herein. However, as will be shown,

this flow does show signs of laminarization, unlike the case considered in [35].
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Chapter 2
Objectives

This paper will show the design process for a CFD validation experiment. The valida-
tion of the simulations is not included with the scope of this work. The objectives of this

report include:

e Description and demonstration of experimental design for CFD validation experi-
ments and developed a methodology consistent with validation theory explained by

Oberkampf and Roy [3].

e Acquisition of experimental data sufficient to define simulation boundary conditions
and system response quantity validation for forced and mixed convection in buoyancy
aided and opposed orientations with an isothermal and constant flux heated plate (6

cases). These cases are graphically shown in Table 2.1. Data acquisition includes:

— Inlet velocity profiles for forced, mixed, buoyancy aided, and opposed convection

each with an isothermal or constant flux heated plate

Boundary layer velocity profiles at three streamwise locations for each case

Heat flux from the wall at three streamwise locations

— Pressure drop through the test section for each case

Atmospheric conditions for each case

Experimental setup/settings for each case

Geometric measurements of the test section

— Temperature of all 4 test section walls and wind tunnel inlet for each case

e Dissemination of experimental data (boundary conditions and system response quan-

tities).
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Table 2.1: Convection cases for data acquisition. The bottom row shows the plate conditions
as isothermal or constant heat flux.

Forced Mixed
Aided Opposed Aided Opposed
Isothermal \ q” | Isothermal | Isothermal ‘ q” | Isothermal

e Comparison of generic simulations to experimental data (not a complete validation
study) for demonstration that the described methods are sufficient and the facility is

adequate for CFD validation purposes.

e Development of procedures for data acquisition in the RoBuT to speed future valida-

tion efforts.
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Chapter 3
Equipment

This chapter will describe the equipment available and what is built for this experiment.
Hardware and software integration is necessary for an efficient validation experiment. The
hardware is described with the relevant validation information. The experiment control
software and data processing parameters were fixed for the final data acquisition and are
described in this chapter. The chapter exists for this validation facility to meet the validation

requirements described in Chapter 1.

3.1 Wind Tunnel

The experimental apparatus used for this project is a rotatable wind tunnel (RoBuT),
built under a previous grant from the Department of Energy. The 12 x 12 x 78 in. test
section is fixed to a ferris-wheel like frame that allows the direction of gravity relative to
the wind tunnel to be changed. Fig. 3.1 shows the RoBuT and the coordinate system for
the measurements and simulations. The origin is at the center of the leading edge of the
heated plate. The x coordinate runs the length of the plate, y is the coordinate away from
the plate, and z is the coordinate normal to x and y. The velocity components u, v, and w

The wind tunnel is shown in Fig. 3.2, and the components are labeled for future ref-
erence. There are flow straighteners and turbulence screens at the inlet of the contraction.
The contraction has trips magnetized into its outlet, 4.58 in. upstream of the heated plate

leading edge. The blower is on the downstream end of the test section.

3.1.1 Structure
The framework was designed and built by Engineering Design Laboratories [36]. The

ferris-wheel is 20 ft. in diameter. Four 4 x 4 in. steel beams were installed off of the
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Fig. 3.1: The RoBuT showing the structure, wheel frame on the left. The right image shows
the inlet and the coordinate system for the measurements.

corners of the test section and parallel to the direction of flow. These beams exist to mount
the camera, laser, and other measurement equipment anywhere in along the test section.
Ideally, a traverse stage would be mounted to these beams to ease x direction placement
of the PIV equipment. However, the cost was too great for installation. These beams are
visible in Fig. 3.1, with a close up of part of one beam on the far right of the right image.
A drawing of the design is provided in Appendix B and was provided by the manufacturer.

Several mounting structures were designed to mount to those beams to hold traverse
stages, camera, and laser while attenuating vibration caused by the flow inducing fan.
Fig. 3.3 shows the completed traverse mounts. The mount toward the bottom of the image
(the one with the blue camera and two traverse stages) is vibration dampening and easily
removable to move the camera in the x direction, thus overcoming the lack of traverse stages
in the x direction. The traverse stages allow the camera to be precisely moved in the y and
z directions.

The laser traverse (top, center of Fig. 3.3) allows the laser to be precisely moved in
the z direction. The laser traverse is fixed to a cart on rails and linked to the y direction
camera traverse. Thus, when the camera is moved in the y direction, the laser moves with

it. This linkage speeds data acquisition capabilities by only requiring one calibration at an
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Fig. 3.2: A schematic of the wind tunnel, with nomenclature and coordinate system.

x position. This is most useful when measuring the inlet profile of the test section.

A hoist was also designed to remove the test section from the wind tunnel. Some
features of the hoist include the capability to lift the test section and instrumentation from
the wind tunnel to the center of the room. The test section can then be set on service stands,

or moved to another location while another experiment is placed in the wind tunnel.
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Fig. 3.3: A photograph of the traverse mounting equipment allowing for synchronized move-
ment of the camera and laser in the y and z directions.

3.1.2 Test Section

The test section is made of three optically clear Lexan® polycarbonate walls, 0.5 inches
thick. The walls will be referenced using the coordinate system in Fig. 3.1, where the heated
plate is at y = 0, the left and right walls are at z = —6 in. and z = 6 in. respectively, and the
top wall is at y = 12 in. The top wall is split into three sections, with the two ends being
fixed into the mounting brackets and the center section removable for cleaning purposes
(olive oil tends to build up in the test section over time, making optical measurements less
reliable). The drawings for the test section components are included in Appendix C.

The fourth wall is the heated plate and its several components. The design for this
plate was not completed as part of this work, and credit for its design goes to Blake Lance.
However, it is necessary to understand its construction. The aluminum top plate is plated
with nickel to decrease the thermal radiation heat transfer. Fig. 3.4 shows the heated plate
assembly and the layout of the insulating layers surrounding the heated plate. The heated

plate is surrounded with a layer of Teflon® to allow for thermal expansion and to increase
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the thermal resistance between the heated plate and the plastic side walls. The silicone
rubber gasket at the outlet of the test section is to force pressure on the plate assembly to
push it toward the inlet, minimizing gaps at the inlet. Springs are also inside the Teflon®
liners at the outlet to push the liners against the inlet. A layer of insulation is under the
heaters to maximize the heat from the plate into the test section and resist the heat from
being wasted out the backside of the plate. The position of the instrumentation will be

discussed in Chapter 3.2 (See also Appendix C).

Fig. 3.4: The test section, heated plate and its several layers are shown. The plate is
separated from the plastic sidewalls by a layer of Teflon®.

A more zoomed in diagram of the heated plate is shown in Fig. 3.5. The schematic
of the layers are scaled relative to each other. The wire leads for a thermocouple and heat
flux sensor are shown going through the layers to the outside of the test section (which is

to the right).

3.2 Instrumentation

The instrumentation and control systems are run with a .vi code in LabVIEW [37].
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Fig. 3.5: The heated plate and its several layers are shown to relative scale with instrumen-
tation wire leads going out of the test section to the right.

The Master VI is a Labview code that runs all of the hardware except the PIV system. It
samples all of the temperatures, controls the room and plate temperatures, the seeding for
the PIV, the blower speed, records the boundary conditions and the room conditions. This
is a significant contribution to the success of the experiment, but there is no way to include
it in this document. The National Instruments hardware includes 5 NI-cDAQ-9188 chassis
that hold 20 NI-9213 16 channel thermocouple modules. All thermocouples and heat flux
sensors were plugged into the modules for measurement. All thermocouples were calibrated
before installation to a 0.03 degree source using a medium IsoTech Fast-Cal Temperature
Calibrator. Another module and chassis control the larger voltage equipment, including the
three power supplies for the six plate heaters and the room temperature control system.

Fig. 3.6 shows the test section assembly and the layout of the heaters and heat flux sensors.
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Fig. 3.6: The wind tunnel and control system showing the heaters and power supplies.

Pressure measurements are also acquired with the validation data and boundary con-
dition acquisition. A Baratron 1-Torr pressure sensor with a MKS 270D signal conditioner.
The wind tunnel manufacturer installed two pressure taps at the inlet and outlet of the
contraction. These taps are used to measure the pressure drop through the contraction.
Two more taps were installed at the test section inlet and outlet to measure pressure drop
through the test section. These 4 taps are used to characterize the wind tunnel and to aid

in measuring boundary conditions.

3.2.1 Atmospheric Conditions

The temperature of the room housing the RoBuT is kept constant using a control
system in LabVIEW, a steam heater, and an air conditioning unit. The Master VI reads
the ambient room temperature near the wind tunnel and adjusts the fan speed on the steam

heater to compensate. The air conditioning unit holds the temperature at a comfortable
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level during the summer months, but cycles such that the room temperature fluctuates
several degrees. The heater and control system compensate for the fluctuations from the
air conditioner.

The air properties in the room are computed using the room temperature, humidity,
and atmospheric pressure. The temperature and humidity are measured using Omega’s
HX92A which is accurate to 0.6°C and 2.5% relative humidity. The atmospheric pressure
was sampled using a Barometric Pressure Sensor SB100 from Apogee Instruments, which
is accurate to 1.5% of the reading for atmospheric conditions.

A separate .vi was written that samples and records the room air properties every
minute. The properties are uploaded to a website in real time for reference purposes. The
air properties can be pulled for any specific data acquisition. The code writes .lvm files that
can be opened with a text editor. The columns include a date/time stamp, the temperature,

pressure, and relative humidity.

3.2.2 Inlet Temperature

The inlet temperature is measured in the flow straightening honeycomb (see Ap-
pendix B). Figure 3.7 shows the inlet honeycomb on the downstream side (the contraction
has been removed and the wind tunnel is in the buoyancy opposed orientation). There are
3 thermocouples installed by the manufacturer to control the inlet heat exchanger. The
EFDL installed 15 thermocouples spaced uniformly in the honeycomb, as shown. These
thermocouples were epoxied into position, leaving the thermocouple joint exposed to the
inlet air flow. The position of the thermocouples are included in Appendix E. These thermo-
couples were fitted with Type K extension wire and plug ends for easy test section removal.
The inlet stays fixed when the test section and instrumentation are removed, necessitating

the connection between the thermocouples and the extension wire.

3.2.3 Wall Temperatures
Heating the plate is an important feature of the Master VI. There were 160 type K

thermocouples are embedded from the underside of the plate to within 0.06 inches from
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Fig. 3.7: The inlet honeycomb flow straightener viewed from the downstream side and
showing the inlet thermocouples.

the surface of the plate using Dow Corning® 3-6751 Thermally Conductive Adhesive. The
holes drilled into the plate are measured with a large micrometer several times to account
for the uncertainty of the hole depth (and therefore, the position of the thermocouple). The
thermocouples were all labeled for sorting after test section assembly, then installed. The
epoxy was inserted with the thermocouple using a syringe. The plate was heated to 100°C
for 30 minutes to cure the epoxy. Figure 3.8 shows the installation of the thermocouples
into the heated plate.

The holes for the clear side walls are drilled in similar fashion to the ones in the heated
plate. The thermocouples in the clear walls require an epoxy that would cure at room
temperature. Weld On 40" from IPS Corporation is used to fix the thermocouples into the
clear side walls.

The thermocouples are in the clear walls are at x =0.0, 33.66, 62.55, 96.84, 123.8,
166.4, 192.4 cm. On the two side walls, at those x positions, the thermocouples are placed
at y =19.05, 95.25, and 247.7 mm. On the top wall, the thermocouples are placed at
z =-76.2, 0.0, and 76.2 mm and x =0.0, 33.66, 76.2, 103.2, 137.5, 166.4, 192.4 cm.

Six custom flexible silicone rubber heaters from Tempco are used to heat the plate.
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Fig. 3.8: The installation of the plate thermocouples using a syringe to place the epoxy to
hold the thermocouples in place.

The heaters under the plate were powered with 3 HP power supplies. More detail regarding
the heaters is found in Appendix D.

The plate temperature is controlled in LabVIEW using a PID control system. For
the isothermal cases, the temperature is set by the user. For the cases considered herein,
the set point is 150°C. The control system parameters (gain and integral constants) were
tuned using the LabVIEW software, with gain of 0.5 and the time integral of 2.5 minutes.
The isothermal control system can hold the temperature to within the accuracy of the
thermocouples (less than 1°C). The constant flux case uses the same control system, but is

driven by the measured heat flux.
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Several heat flux sensors are embedded under the surface of the heated plate at positions

5.868, 30.118, and 54.868 inches from the heated plate leading edge. These sensors are
centered in the z direction. Three RdAF Corporation heat flux sensors, model 20457-3, are
used, with each sensor having manufacturer specified properties and uncertainty of 5%.

Table 3.1 shows the properties for each sensor.

Table 3.1: The heat flux sensor properties provided by the manufacturer. The x position

of the heat flux sensors will be used in later analysis.

Heat Flux Output Thermal Resistance | Heat Capacity | Response Time
Sensor uV/BTU /ft2hr °F/BTU/ft?hr BTU/ft?hr /°F second
P1 = 5.87 in. 11.5 0.012 0.05 0.400
P2 = 30.12 in. 12.0 0.012 0.05 0.400
P3 = 54.87 in. 11.3 0.012 0.05 0.400

The heat flux measurements of sensor 2 show evidence of higher uncertainty than the
manufacturer specifications. Figure 3.9 shows that for constant power to the heaters, the
second heat flux sensor reads a lower heat flux than the other two sensors. The dip in
heat flux is not driven by a drop in temperature because the temperature of the plate is
smooth. The heat flux measurements in Fig. 3.9 are shown with 5% of reading uncertainty
bands. As the second heat flux sensor is 10% lower than what it is expected to read, a 10%
uncertainty is used in the reported heat flux SRQ for sensor 2. The first and third heat flux

sensor readings are reported with the manufacturer specified uncertainty of 5%.

3.2.5 Particle Image Velocimetry

PIV is a major data acquisition component of the validation experiment. The equip-
ment and processing parameters are included herein. For background purposes, PIV is
a velocity measurement technique that uses a digital camera and a laser to take images
of particles in a flow. The images are specially timed and correlated with each other to
compute the velocity field. More detail on PIV can be found in Adrian and Westerweel’s

book [38], or in Raffel, et. al [39].



26

’o Experiment Flux =—— Wall Temperature
T T T T T T T — 400
1,400 |-
o | =
= 1,200] 1350 2
5 :
» 1,000 |- i ®
= : ¢ ]
F r § 3
$ 800| 1300 =
R | s’
600 |-

! | ! | ! | ! | ! | | | ! | ! | 250

Fig. 3.9: The heat flux for a constant power forced convection case along with the z = 0
heated wall temperatures.

The PIV camera is an Imager Intense 12-bit digital camera from LaVision [40]. The
CCD sensor is 1376x1040 pixels with a pixel size of 6.45 um square. Two cameras can be
used to acquire stereo PIV data, but the method proved infeasible for this project. The
laser is a New Wave Research Solo PIV III 15. Two lasers at 50 mJ/pulse and 532 nm can
fire up to 15 Hz with data acquired at 4 Hz in double-pulse mode.

Two different lenses are used on the camera, depending on what measurement is being
acquired. A 105 mm. lens with an extension tube is used when acquiring images for the
boundary layer flow over the heat flux sensors. A 28 mm. lens is used when acquiring images
for the inlet boundary condition. In both cases, a filter is placed over the lens to decrease
reflections allowing only 532 nm light is passed through the filter.

The data was acquired and processed using DaVis 8.1.6 [41]. A ruler was used to
calibrate the camera for the inlet data, and a single plane calibration plate was used to
calibrate and dewarp the images for the SRQ data using a pinhole model. The calibration
plate uses laser etched circles on an anodized aluminum plate. The dots are 0.980 mm
(0.03 in) in diameter and spaced 3.175 mm (0.125 in) apart. The particle displacements
were generally around 12 pixels in the free stream, with the particle diameters of 2 pixels.

This diameter is near the optimum for small RMS errors due to particle diameter [39]. The
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uncertainty method accounts for the variation in particle diameter and displacements.
The images for the SRQ data used the entire imaging chip (1376x1040 pixels). The

inlet data region of interest was generally 1376x256 pixels, with the focus being at the inlet

of the test section. The images were processed using the following steps after the acquisition

of the images:

1. The images were corrected for small vibrations and rotation using the wall as a ref-
erence (making the wall straight up and down and in the same position for every

image).

2. The average image was subtracted from all of the images to decrease the background

noise.

3. PIV Processing using 64 x64 window with 1 pass, then decreased to a 32x32 windows
with 75% overlap for 2 passes (the SRQ images were processed with image correction,

per the dewarping calibration).

4. The PIV data were post-processed with an allowable vector range of 5 m/s (+ 5 m/s)
in v and 0 m/s (£1 m/s) in v (w was not measured for the validation data). The
vectors were deleted if the peak ratio was less than 2. A median filter was used to
remove vectors for which the difference to the average was greater than 1.75xRMS of
its neighbors and inserted (or reinserted) if the difference to the average was less than
2.5xRMS of its neighbors. Also, groups with less than five vectors were removed and

the allowable vector range was computed again.
5. The average and standard deviation (RMS or u/u/, v'v’) were also computed.

The laser was mounted such that only a spherical lens and cylindrical lens were used to
focus the laser into a thin sheet. The cylindrical lens was selected to provide the maximum
intensity to the laser sheet. Meaning, the sheet was just wide enough to obtain the inlet
profiles and SRQ data. As measuring the laser sheet thickness inside of the test section was

impossible, some simple qualitative sheet thickness techniques were used just outside of the
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test section (z > 0.1651 m.). Laser burn paper was used to aid in focusing the laser sheet.
The sheet focal point was near the center (y ~ 0.127 m.) of the test section for the inlet
profile measurements. The focal point was near the heated wall for the SRQ measurements.

PIV measurements require seed particles to be distributed in the flow. Compressed air
is let into canisters using an electronically controlled pressure regulator (controlled using
the Maser VI). The canisters are filled to a certain level with olive oil, covering small holes
in the inlet pipe by 0.5 in. Olive oil is vaporized using the air and a Laskin nozzle style
atomizer to make seed particles that are around 0.8 pm in diameter. The seeder is built
similar to the description by Kéhler [42], and more details can be found in the literature.
Several of these seeding canisters are shown in Fig. 3.10. The particles are blown into a
system of PVC pipe that is fixed to the inlet of the wind tunnel. The system is laid out in
a grid pattern allowing for even dispersion of the seed particles.

The PVC grid is placed in a framework that is mounted to the wind tunnel frame.
Pegboard and clear vinyl are used to disperse the seed uniformly and allow mixing before
entering the contraction. The air/seed mixture then passes through a heat exchanger, flow
straightener, and turbulence screens before the area contraction and finally entering the
test section. The inlet temperature thermocouples are placed in the flow straightening
honeycomb.

There were initially several optical problems with the PIV images. The first was high
reflections from the laser light off of the Teflon”. Bulldog” Adhesion Promoter was used
to treat the non-stick surface of the Teflon”". After the treatment, Rhodamine paint was
applied to the Teflon” surfaces, allowing the reflections to be filtered out optically.

The second problem with the images was an optical distortion resulting from a change
in air properties near the heated wall (like the familiar heat waves observable from car
surfaces exposed to sunlight). This was corrected by moving the camera in the positive y
direction and looking at the region of interest from an angle of several degrees (this angle
changes slightly for each setup). The angle required a dewarping of the images and a small

calibration target was designed for the calibration. As the calibration target is not a part
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Fig. 3.10: A photograph of a seeding canister, similar to a Laskin nozzle.

of this dissertation, it’s attributes are included in Appendix A.

The camera and laser were both fixed to Velmex [43] traverse stages that allow for
synchronized motion in the y and z directions. The traverses were each independently con-
trolled with LabVIEW and allow for sub-millimeter displacements. To move the equipment
in the x direction, the hardware was designed to mount easily at increments of 5 in. (127
mm), with mounts for the laser and camera providing more accurate placement.

Additionally, the room conditions are monitored and logged continuously, including
temperature, pressure and relative humidity. These are used to determine the air properties

for each run.
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3.3 RoBuT Test Section Assembly

To meet the validation requirements, the assembly of the test section is described. The
plate assembly is completed first, as shown in Fig. 3.4. The top plate is set upside down (with
a protective semi-adhesive layer) on a level, smooth surface. Appropriate thermocouples
are then threaded through the heaters and the 6 heaters are placed in position on the
bottom surface of the top plate. Then the thermocouple wire is threaded through a layer
of insulation, Kapton, and the aluminum support plate holes, see Fig. 3.5. Then the leads
can be inserted into the appropriate channels in the thermocouple modules. With the plate
assembly completed, the assemblage can be carefully turned upside up and set on the test
section service stand.

The instrumentation is to be kept from being pinched, severed, or otherwise damaged
during the assembly process. The plate assembly is set on a stable support constructed
for this specific purpose. The Teflon® side pieces are fixed into place with long furniture
clamps, with care taken to not damage the smooth nickel surface of the heated plate. The
clear walls (previously assembled with the mounting brackets) can then be lowered onto
the plate assembly, moving the clamps as needed. Weather stripping is used between the
Teflon® and the clear side walls to help seal the wind tunnel. All instrumentation is tested
before installation into the wind tunnel. After installation, all seams are checked for leakage.

As the installation or removal of the test section is a delicate task, the hardware required
to do so was carefully designed and constructed. The hardware (hoist, test section stand,

etc.) is documented in manuals and videos in the Experimental Fluid Dynamics Laboratory.
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Chapter 4
Approach

This chapter summarizes the calculations done for the design of the experiment, during
the experiment, and after the results were obtained. Discussion of the simulations is also
included in this chapter. The results and discussion from the calculations are included in

Chapter 5.

4.1 Apparatus Design

The general design of the rotating framework for the wind tunnel was completed pre-
viously. The contraction inlet and the test section itself are both designed to enhance the
accuracy and spacial resolution of the measurements, thus making the simulation boundary
conditions more reliable and the experiments more repeatable. The specifics regarding the
equipment are described in Chapter 3 and in the appendices.

The measurement of the SRQ’s were also considered in the test section design. The
measurement of the boundary conditions could not interfere with SRQ measurements, so
thermocouples and wires are strategically placed to not interfere optically with the PIV
system. Since the velocity SRQ is at the same position as the heat flux sensor, thermo-
couples should not be in the way of the camera and laser on the three clear walls. To
ensure the thermocouple placement in the test section walls would not interfere with PIV
measurements, simple geometric calculations were conducted. The possible orientations of
the PIV equipment was considered to enable the system to see the boundary layer flow at
the heat flux sensor positions without obstruction. Another feature of the test section is a
removable section on the top (y =12 in.) lid. This allowed for parallel experiments to be
conducted without removing the entire test section. The removable lid also allowed for test

section cleaning, rhodamine repainting, and other minor maintenance procedures.
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The radiative properties of the nickel-coated aluminum plate were considered. A high
emissivity of the plate would correspond to elevated levels of measured heat flux going to
radiative heat transfer rather than convection. Ideally, all of the heat flux would transfer to
the air through convection. However, a quantification of the radiative contribution to heat
flux is necessary.

To ensure the radiative heat transfer from the plate is small, two methods are used
to predict the emissivity of the nickel coated plate. First, from Howell [44], the normal

emissivity is
an

[CESVERE i

€n =

where n = 5.76 and k = 27.34 are material constants for nickel plated aluminum at 413 K
(A = 7.0um). Eqn. 4.1 gives a normal emissivity of 0.029. More thorough documentation
of of n and k can be obtained from the Handbook of Chemistry and Physics [45]. The
uncertainty of the emissivity using this method is not obtainable from the sources in the
literature.

The second method uses an energy balance on the surface of the nickel plate, written
as

q" = WTs — Teo) + €,0TE — eoT} (4.2)

where all quantities are measured (or reasonably estimated) to find the nickel plate emis-
sivity. The emissivity of the Lexan €y, is set to 0.9. Using data from a natural convection

state, the emissivity of the heated plate is 0.034.

Table 4.1: Parameters for computing the plate emissivity using an energy balance in a state

of natural convection.
q’ h T Too Ty, €

400 W/m? | 6.36 W/m?K | 410 K | 294 K | 296 K | 0.034

The radiation heat flux is 10% of the total heat flux measured from the plate in natural
convection. If the same radiation flux is assumed for forced convection, then radiation is 3%

of the forced convection flux. The h for natural convection is computed from a correlation
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presented by Incropera [46], and is

2
0.387Ral/6

v o

h=k/L |0.825+ (4.3)

The energy balance in Eqn. 4.2 is solved for ¢, and the Taylor series expansion to find

the uncertainty of the emissivity of the nickel coated plate is

den \ 2 den ) den \ 2
2 " -n - -
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The uncertainty and derivative terms in Eqn. 4.4 are
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aq¢"  oT*’ a %, (4.5)

Oen,  —4q"0T3  3hoT? —4AhTooT?  —4efTHTS

o, (02 o T (erhE T qm (4.6)

fé; B a;s‘l’ (4.7)

gZZ - ﬁ (4.8)

% = TOZ;LT . Un= \/<ng2>2 + (UL(‘;Z)Q 4 (URa;&)Z' (4.9)

Uy, is the uncertainty of the thermal conductivity of air, and Uy = U, = 1/32 in. is the
uncertainty of the plate length. The uncertainty of temperature is Ur, = U, = 1°C.

Equation 4.9 has further uncertainty and sensitivity terms that are

ORa\ 2 ORa\ 2 ORa \ 2 ORa\ 2
[72 U U U U
Ra < - ) < L 815> < Tw@loo> ( T ox > ’ (4.10)
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Equation 4.10 requires further definition of uncertainty terms and these are presented
below. The kinematic viscosity is a function of dynamic viscosity and the air density. Thus,

the uncertainty of the kinematic viscosity can be expressed as

U, = \/(UMD2 + (Ufpé‘)z. (4.14)

The dynamic viscosity p is found from a polynomial fit to data contained in [45]. As a

function of the temperature in Celsius, the viscosity is
p=1.714 x 107° +4.879 x 10787 — 4.5675 x 107172 4-7.3469 x 107173, (4.15)

The uncertainty of the viscosity is governed by the uncertainty of the air properties in [45].

The density is found from the ideal gas law p = P/(T Rq;,) and the air density uncertainty

= UP ’ _PRair 2 —PT 2
Up = \/(TRMT> + (UT(TRM'T)Z> + (URMT(TR(W)Q> (4.16)

where the air gas constant is found from Rg;, = 8.31434/M,,;, and

is

w 1
Moo = (1 ). 4.1
(1+w)/ (18.02 * 28.97> (417)
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The humidity ratio w is found as a function of the measured relative humidity, pressure,

and temperature and is defined as

0.622
w=—f— (4.18)
¢Psat o 1

with Psg; = 0.57574 + 0.05547 + 4.1195 x 107472 + 6.0733 x 10~°73. The uncertainty of
the air gas constant is negligible. The uncertainty of temperature Ur = 0.6°C and the

uncertainty of pressure Up = 1.5% of reading. The last few sensitivities in Eqn. 4.10 are

ORa  —gB(Ts — Tw)z’a

ov (var)? ’ o
gl;:? _ 95;3’ (4.20)
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Using these equations and data from the experiment, the uncertainty of the emissivity

is on the order of the emissivity itself. Thus, the energy balance yields €, = 0.03 & 0.03.

4.2 Wind Tunnel Characterization

Being a brand new wind tunnel, the flow characteristics should be determined [47].
Several components that characterize the wind tunnel flow are included in this section.
Further analysis of the characteristics of the flow and boundary layers are included in

Chapter 5, as they are only understood after an analysis of the SRQ data.

4.2.1 Pressure Drop

The test-section flow calibration is completed using pressure taps in the contraction
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and PIV for velocity measurements. The wind tunnel manufacturer did a similar procedure
using a pitot probe, but the test section has been replaced and the inlet modified, requiring
an updated calibration. The wind tunnel manufacturer completed a characterization that
is in closer harmony to that outlined in [47].

Bernoulli’s equation is used at the contraction (see Fig. 3.2) to compute the velocity
at the inlet of the test section. For Bernoulli’s equation to be valid, the flow in the con-
traction must be steady, incompressible, and with negligible frictional losses. As the flow
in this experiment is steady, subsonic, and the contraction is smooth, these are reasonable
assumptions and Bernoulli’s equation is a reasonable energy balance along streamlines. The
pressure taps are at the contraction inlet and the contraction outlet. The pressure is known

at the contraction inlet and outlet as well as the area ratio. Bernoulli’s equation is
Lo L o
P+ §pU1 + pgz1 = Py + §pU2 + pgza. (4.23)

P, — P, = AP is measured with a Baratron 1-Torr pressure sensor. The air density is found
by using the air properties in the room. Pressure taps were also placed the the test section
inlet (several inches downstream of the contraction outlet) and test section outlet. These
are used to compute the test section pressure drop.

The pressure drop through the inlet contraction and the test section are measured for
the wind tunnel in a horizontal configuration (this eliminates any gravitational effects).
Figure 4.2.1 shows the measured and predicted pressure drop for the test section and the
inlet contraction.

The test section pressure drop is calculated using the Haaland equation [48] with no
surface roughness. The test section frictional losses are computed using

L u?

APy =S5 (4.24)
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Fig. 4.1: Pressure drop in the contraction and test section with the wind tunnel horizon-
tally oriented. The measured pressure drop is compared with calculations using Bernoulli’s
equation and frictional losses.

where the friction factor was found using

f= [—0.782 In (i{gﬂ _2. (4.25)

(S

The contraction pressure drop agrees with the Bernoulli prediction using PIV velocity mea-

surements. The frictional losses agree with the predicted loss from Eqn. 4.24.

4.2.2 Geometry

The test section as-built geometry was measured using a micrometer capable of mea-
suring 12 inches with an accuracy of 0.0005 inches. As the test section when built is too long
to measure using human arms, an apparatus was built to hold the micrometer in position
and a string turned the micrometer until the measurement could be taken. Figure 4.2 shows
a student holding the micrometer apparatus while a measurement is taken.

The as-built dimensions were defined as the height at z = -5.75, 0.0, and 5.75 in. and
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Fig. 4.2: Photograph of as-built geometry measurement procedure.

width of the test section at y =0.25, 6.0, and 11.75 in. At each position, the micrometer
was reset and the measurement repeated 3 times, providing an estimate of the repeatability
of the measurement. Table 4.2 summarizes the last test section as-built measurements and

Table 4.3 shows the uncertainty of those measurements.

Table 4.2: The measured as-built dimensions for the test section in inches.

Height Width
Position z | -5.75 [ 0.00 | 5.75 | 11.75 [ 6.00 | 0.25

00.000 11.982 | 11.995 | 11.991 | 11.996 | 12.001 | 12.005
13.285 12.020 | 12.019 | 12.020 | 12.023 | 12.007 | 12.003
24.635 12.029 | 12.017 | 12.023 | 12.018 | 12.027 | 12.013
38.135 12.003 | 12.023 | 12.028 | 12.035 | 12.035 | 11.996
48.775 12.040 | 12.041 | 12.034 | 12.036 | 12.042 | 12.018
65.525 12.044 | 12.046 | 12.025 | 12.014 | 12.038 | 12.001
75.810 12.002 | 12.018 | 12.019 | 12.005 | 12.025 | 11.992

These data are used to construct a virtual test section for the simulation geometry

definition (see Section 4.4). The measurement geometry and the simulation geometry are
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Table 4.3: The measured as-built dimensions uncertainty for the test section in inches.

Height Width
Position z | -5.75 0.00 5.75 11.75 6.00 0.25

00.000 +0.004 | £0.001 | £0.004 | £0.004 | £0.001 | £0.007
13.285 +0.001 | £0.004 | £0.004 | £0.002 | £0.004 | £0.007
24.635 £0.012 | £0.002 | £0.013 | £0.001 | £0.005 | £0.002
38.135 £0.001 | £0.007 | £0.006 | £0.004 | £0.005 | £0.009
48.775 +0.004 | £0.002 | £0.001 | +£0.007 | £0.007 | £0.007
65.525 +0.007 | £0.002 | £0.008 | £0.005 | £0.002 | £0.007
75.810 +0.001 | £0.001 | £0.000 | £0.001 | £0.003 | £0.017

then in agreement, within the stated uncertainty. These measurements are taken any time
the test section is taken apart and/or removed. The removable lid does not introduce
significant errors in the wall dimensions. A previous study for this project showed that the
difference between the as-built geometry and the as-designed geometry was insignificant in

the simulation [49].

4.2.3 Temperatures

The thermocouples in the walls, inlet, and room are used to quantify the wall temper-
atures, inlet temperatures, and atmospheric temperature for the simulations. The air prop-
erties are defined by measuring the air temperature, humidity, and atmospheric pressure,
as described in Chapter 3.2.1. Every PIV measurement has a corresponding measurement
of temperatures.

For example, data for the forced, isothermal case has 12 instances of independent PIV
measurements (9 inlet measurement planes and 3 SRQ planes). Each of these has recorded
wall temperatures and atmospheric conditions. The average of the atmospheric conditions
and the average of the wall temperatures is computed to define the corresponding simulation
boundary conditions. This method also provides data to compute the precision uncertainty
of those boundary conditions, where the systematic uncertainty is defined in Chapter 3.2.
The code that accomplishes this is included in Appendix F.

The temperatures are recoded in .csv files that are easily imported into StarCCM+
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to define the temperature of the walls and inlet. The files also contain the uncertainty of
the temperatures. An example of the wall and inlet temperatures in StarCCM+ is shown
in Fig. 4.3 for the buoyancy aided mixed convection constant heat flux case. The flow in

Fig. 4.3 is from left to right.

Fig. 4.3: The wall temperatures and inlet temperature viewed in StarCCM+-.

4.2.4 Inlet Treatment

The PIV system is used to measure the inlet velocity on 9 planes, measuring » and v.
These planes of data are used to define the simulation inflow conditions. The turbulence
parameters for a specific model is derived from the measured velocities. An example of the
measured inflow is shown in Fig. 4.4.

Rather than measuring the u and v velocities, then moving the PIV gear to measure u
and w for every case, as shown in Fig. 4.5, a simplifying assumption can be made requiring
the measurement of all three components only once. Data is acquired in Orientation A to
obtain u and v at the inlet. The equipment is moved to Orientation B to obtain u and w
at the inlet using the same spacial resolution. The results for the center profile of the two

orientations are shown in Fig. 4.6.
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Fig. 4.4: The inlet velocity magnitudes using the 9 PIV planes.

In Fig. 4.6, several conclusions can be made. First, v and w are the same over the width
of the test section and in the boundary layer. Another observation is that the streamwise
fluctuations are significantly higher than the cross-flow fluctuations in the boundary layer,

v/ > v = ww' and v'v) = w'w’ < 0.240.017m/s. At this location, v/v’ = 1.8 £0.17m/s

justifying an approximation that v/v/ = w'w’ ~ 0. These conclusions can be used to simplify

the definition of the turbulence dissipation rate [18, p. 64], shown as

/ /
ou; Ou;,

al‘j 8a:j '

(4.26)

€E=V
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(a) (b)

Fig. 4.5: The orientation of the camera and laser for PIV inflow data acquisition. The laser
and camera are traversed across the test section to obtain several planes of velocity data
The flow direction is out of the page. (a) shows the nominal setup that is also used to
obtain the velocity over the heat flux sensors. (b) shows the inlet profile specific orientation
to obtain the w component of velocity.

Equation 4.26 can be written in the form

2 — 2
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where o/, v/, are the fluctuating values. We can measure G, By 9r0 By

w
measurements have shown that v = w and v/ = w’ at the inlet of the test section. Using
these facts, Eqn 4.27 can be rewritten as
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Fig. 4.6: Center profiles for two orientations showing justification for several assumptions
at the inlet of the test section.

However, Since v'v/ = w'w’ < w'u’ we can derive an equation for € for our specific case

— 2 — 2 — 2
o\  owd o
e:y{2<£>+az +£}. (4.29)

The turbulence kinetic energy is also found from the measured inlet data. The definition

as

of the turbulence kinetic energy [18, p. 64] is

k=< (Wu + 0 +w''). (4.30)

N | —

It is assumed that v/v" = w'w’, simplifying the equation to

k= (v +200) . (4.31)

N
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However, further simplification eliminates the v/v’ term making the turbulence kinetic en-
ergy a function of w// only. To be slightly more accurate, the small values of v/v/ are left
in for the computation, as they are measured with u/u’ at no extra cost.

The procedure for acquiring the inlet data is described in the following list. For the
inlet data, 9 planes of 2-component PIV data are acquired in Orientation A. Orientation B
is only acquired to prove that it is not a necessary measurement at the inlet. So, 9 planes

are acquired at Orientation A. Orientations A and B are shown in Fig. 4.5.

1. Setup laser, camera, and respective traverse stages, and align with the calibration

target.
2. Calibrate camera and match laser plane to calibration plane.
3. Set acquisition timing for sufficient particle displacements.
4. Set seeder flow rate.
5. Set laser intensity.
6. Set f-stop (which impacts particle image intensity and size).
7. Stabilize room, wall and flow conditions.

8. Record PIV data, temperatures, heat flux, equipment position, blower speed, heater

and seeding settings, camera and laser settings, and room conditions.

9. Move to next plane and repeat.

After the inlet data are acquired, several computer codes were written to analyze
the inlet data and prepare them for use in simulations. The computer code would take
the mean velocity data from each inlet plane and combine them into a common .csv file
with the corresponding z coordinate for each plane. The turbulence parameters discussed
above are also computed in this code, but an analyst should independently compute the
necessary model parameters. This code is included in Appendix G. This code defines the
inlet conditions for the CFD simulations. Post-processing the results from this code is

required to use this inlet velocity profile in StarCCM+-.
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4.2.5 Boundary Layer

In the results obtained, there are several parameters that are used to describe the flow
phenomena. These are not necessary considered as SRQ in this study, but some studies
might consider them as such. Such parameters include the momentum thickness Jo with
the corresponding momentum thickness Reynolds number Res,, the displacement thickness,
and the boundary layer thickness. These parameters are reported along with the SRQ’s in
Chapter 5.

The boundary layer thickness is computed as [46]
§ = 0.372Re; /. (4.32)

This equation is valid for local Reynolds number less than 108. Although this is just an
approximation, it is useful for the comparison of turbulent boundary layer thickness growth.
Other common boundary layer thickness quantities are discussed below. The approximation
in Eqn. 4.32 is used because many of the measurements of the boundary layer velocity do
not measure the free-stream velocity. Thus, a simple 99% of the free-stream is not feasible
in all cases.

The momentum thickness is computed using its definition [18]

5y = / 7 (1—“) dy, (4.33)
0 Poolco Uoo

with an assumption. The density of air at the inlet is the same as the density of air in the

boundary layer (p = poo). The density at the inlet of the test section is nominally 1.01 kg/m?
and the boundary layer density for air at the heated plate temperature is 0.9 kg/m3. Using
these two extremes, the ratio of densities is 0.9. Thus, the ratio of the densities is near unity
for most of the boundary layer. For increased accuracy, the momentum thickness presented
in this report should be corrected with the inlet density and boundary layer density profile.
Future experiments will include measurement of the temperature profiles, providing data to

compute the density ratio. A Matlab intrinsic trapezoidal integration is used and the code
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is included in Appendix I.

Another boundary layer quantity of interest is the displacement thickness [18]

o1 = / (1 __up ) dy. (4.34)
0 Uoo Poo

The ratio of the momentum thickness and the displacement thickness defines a boundary

layer shape factor [18]. This is discussed in more detail later, when the boundary layer
profiles have been presented. Again, the same assumption is made regarding the density

ratio for the displacement thickness as was made for the momentum thickness.

4.3 Measurement of System Response Quantities

The measurement of the system response quantities is now described in more detail.
Each SRQ section addresses the measurement of the SRQ, the analysis corresponding with
the measurement and the uncertainty of the SRQ. Details and discussion of the results are
included in Chapter 5 after the results are presented. The PIV equipment for each of these

setups was described in Chapter 3.

4.3.1 Experimental Procedure
The procedure for acquiring the SRQ boundary layer velocity data is described in the

following list. The SRQ data are all acquired using Orientations A (see Fig. 4.5).

1. Setup laser, camera, and respective traverse stages, and align calibration target.
2. Calibrate camera and match laser plane to calibration plane.

3. Set acquisition timing for sufficient particle displacements.

4. Set seeder flow rate.

5. Set laser intensity.

6. Set f-stop (which impacts particle image intensity and size).

7. Stabilize room, wall and flow conditions.
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8. Record PIV data, temperatures, heat flux, equipment position, blower speed, heater

and seeding settings, camera and laser settings, and room conditions.

9. Change boundary conditions (i.e. change flow rate from mixed to forced, or isothermal

to constant flux), wait for stabilization of conditions, and take another data set.

As the design of the experiment was under consideration, the validation system response
quantities were defined. Three heat flux sensors are embedded under the surface of the
plate and the heat flux at their respective positions is used for three SRQ’s. The sensors
are described in more detail in Section 3.2.4.

The velocity field over the plate at the three heat flux sensor positions is used for
another set of SRQ’s. The velocities include @, 7, w//, v'v/, and w/v’. These velocities are
measured using PIV at a high resolution using the calibration and analysis described in
Chapter 3.2.5.

The friction velocity u,, which is defined as u, = \/m where v is the kinematic

viscosity, is also a SRQ. In summary, the SRQ’s measured are:
1. Boundary layer profiles at three z locations, including @, 7, v/«/, v/v/, and uw/v'.
2. The heat flux at the same x locations.

3. The friction velocity ..

4.3.2 Boundary Layer Velocity

The first SRQ is the boundary layer velocity profile at the three heat flux sensor
positions. The @, T, v/u/, v'v’, and w/v’ velocities are measured and used for SRQ’s. For many
common turbulence models, a CFD simulation may not compute the Reynolds stresses. In
such cases, the turbulence kinetic energy is used for validation purposes. The turbulence
kinetic energy is easily obtained from the experimental SRQ data.

The measurements are acquired using the steps outlined abaove and in Chapter 3.2.5.
The camera and laser are setup in Orientation A (see Fig. 4.5), with the camera at an

angle about = of around 5°. The small calibration plate is used to scale and dewarp the
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images. The plate is heated to 150° and the flow conditions are allowed to stabilize. Details
regarding the equipment and measurement of velocity and the analysis of the PIV data was
outlined in Chapter 3.2.5.

Uncertainty of all SRQ’s must be reported. The repeatability of the boundary layer
measurements is discussed in Chapter 5.4, as this analysis is only performed after data ac-
quisition. The method used to determine the uncertainty of the PIV velocity measurements
is outlined in the literature using an uncertainty surface method [13,14]. The uncertainty

of the position is discussed later.

4.3.3 Heat Flux

The heat flux is more difficult to both compute and measure than the velocity. It was
selected to provide a wider range in the difficulty spectrum for validation [3]. The heat flux
is measured using the heat flux sensors at the positions described previously. The sensors
are embedded a small distance from the surface of the plate.

A possible limitation of this design is the assumption that no axial conduction takes
place. The heat flux sensor has some material between it and the plate surface where
conduction could move measured heat flux to another location. The measured heat flux is
assumed to be the entire heat flux into the flow (convection/radiation). To mitigate this
error, thermal gradients in the plate are kept small and all of the data presented herein is
steady-state. Correlations are used to compare with the experimental measurements and

CFD computations. These are described for each case in Chapter 5.

4.3.4 Friction Velocity

The friction velocity u, is obtained in one of two ways. The first is to use a linear fit
of the first several data points of the velocity in the boundary layer near the wall to obtain
Ou/dy. This method has many limitations, including a high susceptibility to position error.
That position error can come from error in wall position (which is normally specified by the
experimentalist), or an error from non-uniform seeding in interrogation regions in the PIV

processing.
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The second method used to obtain the friction velocity is to use a fit to a Spalding
profile, as outlined by Kendall and Koochesfahani [50]. The quantities u,, k, B, and y can
be found by fitting the measured PIV profiles to the Spalding profile and optimizing the fit
to compute the friction velocity, and other relevant parameters, including the wall position.

The equation for the Spalding profile is

+)2 +)3
yT =u" +exp(—kB) |exp(kut) — 1 — ku — (m; ©_ (mg ) (4.35)

where y* = (y — yo)u, /v and v = s, /.

The Spalding fit method outlined in [50] is only valid for fully turbulent flow. In the
forced convection regime where buoyancy forces are insignificant compared to inertial forces,
the fit is more applicable than in situations where the buoyancy forces are more dominant.
These ratios were discussed in Chapter 1.

The uncertainty of the wall shear velocity u, based on examination of the gradient
at the wall is found using the Taylor Series Method [17] and the data reduction equation
Uy = \/m The uncertainty of the shear velocity is

2 2
Uy = (Udu/dyﬁ> + (vadumy> , (4.36)

2\/du/dy 2\/v

where U, is the uncertainty of the kinematic viscosity, Eqn. 4.14, and Uauy,, is the uncer-

tainty of the velocity gradient

Uy \ 2 U\ 2 ul —u2\ 2
= 4] [ 2L Zuz - 4.
st \/( dy ) i < dy ) Vg (437

where the velocity uncertainties are computed using the methods described in [13-16] and

the velocities are data points in the velocity profile. The dy term is the vector spacing of
the data and the uncertainty of dy is explained below.
The dynamic viscosity p was defined in Eqn. 4.15 and it’s uncertainty described, along

with the air density computation and it’s uncertainty. The uncertainty of temperature
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Ur = 0.6°C and the uncertainty of pressure Up = 1.5% of reading.

The uncertainty of the position of the PIV data can be a significant contributor to
the uncertainty of the friction velocity (and velocity itself). The most obvious method for
setting an origin is to locate an non-moving object (such as the wall) in the raw PIV images.
However, the laser source commonly generates a wide flare in the camera image at the wall
making it difficult to pinpoint its location. An example is shown in Fig. 4.7 which shows a

small part of the image. The wall is the white band near the left side of the image.

Fig. 4.7: An image of the wall, with the image width being 2.25 mm.

This estimate can be improved upon using information from the turbulent flow along a
wall. The error in the wall location was found first by fitting theoretical (Spalding) velocity
profiles to the hundreds of streamwise time-averaged velocity data points (some of which
are located in the viscous sublayer, and most of which are in the log layer), and using the
wall location as a parameter of the fit. In addition, the wall location is found by fitting a
line through the three velocity values closest to the wall. These should behave linearly and
go to zero at the wall. It was found that replications of this process, with the measurement
system set up from scratch each time, resulted in large variations in the wall location error.

Seven replications are shown in Fig. 4.8. The error dy of each method relative to the
wall location based on inspection are shown. For both methods, the variations in the wall
position error were on the order of 16 pixels. The average of these samples could be viewed
as the bias of each method relative to the wall location by inspection. Unfortunately, we

have no evidence that any one of these methods is clearly superior to any other, but these
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data are sufficient to provide a reasonable uncertainty estimate of the wall location.
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Fig. 4.8: The error of the wall location computed using three methods with the image
estimate being the basis for the error and a scale factor of around 84 pixels/mm.

4.4 CFD Simulation Procedure

The CFD simulations are conducted using STAR-CCM+ from CD-adapco [51]. A best
estimate for the appropriate turbulence models is used, since the validation of the models is
not in the scope of this work. Use of these models is based on preliminary simulation work

done by Iverson [49].

4.4.1 Geometry and Mesh

The geometry was modeled using the as-built measurements of the test section. The
7 planes of measured dimensions were used to define the air volume of the wind tunnel.
This volume was exported as a parasolid. The parasolid file was imported to STAR-CCM+
and the regions defined as necessary (inlet, outlet, heated wall and 3 walls). The as-built
dimensions are shown in Table 4.2. The assumptions that are used in building this geometry
include: the heated plate is flat, the 7 reference cross-sections are lined up on that flat plate,
the corners nearest the heat plate are right angles.

The mesh was generated using the directed mesher function in StarCCM+. The square
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test section allowed for a simple mesh to be created using the directed mesher. The patch
mesh (the source of the mesh that is extruded through the volume) uses a two sided hyper-
bolic distribution with end spacing define as in Table 4.4.

Three meshes were constructed on the geometry, and the parameters are shown in
Table 4.4, where the Average Volume is the average cell volume of the cells nearest the
heated plate. These meshes were constructed based on the y™ computed using the mixed
buoyancy opposed boundary conditions. The M2 mesh was defined to keep the wall y+
below 1, then the other two meshes were defined such that the cell height ratio between the
near wall cells was 2. The means that dyn1 = 2dyme = 4dyns, where dy is the cell height
of the near wall cell.

Table 4.4: The mesh properties for the three meshes used in the GCI analysis. The mesh

cell count, average volume of cells, near wall cell height, and several GCI parameters and
heat flux results are tabulated.

Mesh Cells | Avg. Vol. dy r yT 4 qy a5
M1 12600000 | 5.61E-10 | 0.0358 mm | r9;=2.00 | 0.44 | 1609.6 | 1099.6 | 1070.4
M2 1575000 | 4.52E-09 | 0.0716 mm | r32=2.02 | 0.87 | 1641.1 | 1142.7 | 1103.6
M3 191660 | 3.73E-08 | 0.1432 mm 1.75 | 1110.2 | 1175.9 | 1128.1

These meshes are all used to compute the grid convergence index (GCI) based on
the heat flux at the three heat flux sensor positions (although the measured heat flux has
nothing to do with this GCI analysis). Following the procedure outlined by the Journal of
Fluids Engineering [52], the GCI was computed. First, the length scale dy was defined as
the height of the near wall cells which was computed from the cube root of the average near
wall cell volume. The ratio between dy for the several meshes was 2. Second, the resultant
heat flux at a certain position (such as the first heat flux sensor) was recorded from the
simulations at each mesh refinement (M1, M2, and M3). Third, Eqns. 4.38, 4.39, 4.40,
and 4.41 are used to compute the GCI in Eqn. 4.42. In Eqns. 4.38 and 4.40, €21 and €39

are simply the difference between the resultant heat fluxes from the respective simulations

(€21 = dhyra — Tip1)-
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(4.38)

(4.39)

(4.40)

(4.41)

(4.42)

Equation 4.42 represents the discretization error on the fine mesh based on the heat

flux computed. It is noted that iterative convergence is achieved in these simulations as

each equation’s residuals decrease more than four orders of magnitude [52]. Table 4.5 shows

the GCI results for this study.

Table 4.5: The GCI results using the methods described above for heat flux at the first

sensor position.

Position | p q e2! e32 GCI?!' | GCI*?
P1 4.01 | -0.03 | 31.6 | -530.9 | 0.002 | 0.026
P2 0.39 | -0.01 | 43.0 | 33.2 | 0.158 | 0.116
P3 0.46 | -0.01 | 33.2 | 24.5 | 0.103 | 0.073

4.4.2 Boundary Conditions and Physics

The boundary conditions for the walls are defined from the measured boundary condi-

tions. Each of the four walls was set to the temperatures measured in the experiment, as

described in Chapter 3.2. The temperature from the experiment was recorded in a .csv file

that is imported into StarCCM+. The columns of the file are z, y, 2z, and the temperature.
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The inlet temperature was defined in a similar fashion, along with the relevant turbulence
model inputs (such as k, €, or w).

All of these boundary conditions are necessarily interpolated spatially (the measure-
ments are much too coarse to be used directly in the simulation, and STAR-CCM+ does
not interpolate the boundary condition tables). The interpolation codes are included in
Appendix H. One code interpolates the inlet velocity components, turbulence kinetic en-
ergy, and turbulence dissipation rate e. The second code interpolates the plate temperature
and the inlet temperature. The variation in the other three wall temperatures is small, so
interpolation is unnecessary.

Since a few turbulence models are considered, there are several physical parameters in
the simulations that are all consistent. The consistent physics settings for the simulations

include:
1. Steady State - the simualations included herein do not change in time
2. Coupled energy/momentum - the heat transfer contributes to changes in momentum
3. Ideal Gas - we assume air is an ideal gas
4. Turbulent - we assume that all flow scenarios presented are turbulent

5. Gravity - the models include body forces due to gravity

4.4.3 Models

The selected models are based on the work done in [49]. For the mixed convection
buoyancy aided flow, the Standard k-e Low Reynolds number is used, with an all y+ wall
treatment [53]. This model is better than the standard k-e model because it utilizes damping
functions which allow the solver to compute in the viscous-affected region near the heated
wall [51].

The forced convection buoyancy aided flow simulations use a Standard (Wilcox) k-
w model [54]. These simulations also use an all y+ wall treatment. In these buoyancy

aided solutions, the Courant Number was increased to decrease solution computation time.
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Mostly, the default settings were used in these models. In all cases, the residuals started at

unity and decreased more than 6 orders of magnitude.

4.5 Quality Assurance
To ensure the experiment design, data acquisition, and analysis are sufficient to meet
project funding agency requirements, the NEUP QA Requirements are used [55]. A sum-

mary of the requirements is included below:

e Equipment Calibration and Documentation

Specified requirements of accuracy, precision of equipment

Measurement uncertainty is documented

All equipment is controlled

Equipment calibration is recorded
e Analysis/Modeling V&V

— Documented software used in analysis

— Modeling uses software packages that have received V&V, with referenced soft-

ware version
e Records

— Regularly used laboratory notebook to record project work activity

— Electronic records kept and backed up
e Data Acquisition and Analysis

— Testing of data acquisition equipment before data collection
— Investigation of data anomalies

— Define the assumptions stated in data analysis, methods used to identify and

minimize uncertainty, and the analytical models used
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4.6 Data Recording, Storage, and Backup

All data are written to removable hard drives in the PIV computer. When the drive is
full, it is moved to another location for future use. As all of the data are recorded digitally,
it is necessary to back up the data to another site. A system is built in a different building
that houses several hard drives. The PIV data and other relevant recordings are uploaded to
those hard drives as a second copy. All data are stored in a hard drive in the Experimental
Fluid Dynamics Laboratory and backed up to a remote location in the main Engineering

building at USU.
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Chapter 5

Results

The results from the experiment are presented and discussed in this chapter. The
boundary conditions acquired for the cases are presented here, and the data are available
on the project website. The SRQ results are presented along with the SRQ results from
the simulations. Some discussion and comparison is provided. Finally, the uncertainty
of the measurements are presented. In the discussion, several cases are referred to using
the heating condition “constant heat flux.” This nomenclature is used because the three
heat flux sensors are used to fix the heat flux at a specified value. However, the second
sensor is known to have a higher uncertainty than the other two sensors, invalidating it’s
nomenclature as constant heat flux. The case is valid as a different heating condition than
the isothermal cases, but it should be understood that constant heat flux is not exactly the

heating condition on the plate.

5.1 Boundary Conditions

The boundary conditions are measured every time PIV data are acquired. For each
case, there are 9 PIV inlet planes and 3 PIV SRQ measurements, making 12 boundary
condition data sets for each flow scenario. For instance, the isothermal forced convection
buoyancy aided case has 12 measurements of the boundary conditions. The 12 sets of
boundary conditions are averaged together and used for the buoyancy aided isothermal
forced convection boundary conditions. The sample size requires a Student-t distribution
to quantify the precision uncertainty of the boundary conditions [18].

The spanwise centerline z = 0 temperature profiles are shown in Fig. 5.1 for the cases
under consideration. The isothermal cases (forced and mixed) are quite similar, as the

control software compensates for the change in flow rate to hold the near-uniform temper-
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ature. The discrepancy of 1.7° at the first thermocouple is due to the nature of the power
supplied to the heaters, as discussed in the following paragraph. The constant flux cases
have an average temperature difference of 1.2%. This figure should be referred to when the

difference in plate temperature is referenced in later discussions.

—— Aided Mixed Constant Flux — Aided Forced Constant Flux
—— Aided Mixed Isothermal —— Aided Forced Isothermal

- - - Opposed Mixed Isothermal --- Opposed Forced Isothermal
450

400

350

Plate Temperature (K)

300 L | L | L | L | L | L | L | L | L |

Fig. 5.1: The centerline (z = 0) temperature profiles for the buoyancy aided cases.

The forced convection isothermal case cools the first heated section more than the
mixed convection case, therefore decreasing the temperature. This is observed in the heat
flux trends discussed later. The power supplied to heaters 1 and 2 are governed by the
temperature at the center of heater 1, x = 5.87 in. (see Fig. 3.6). The limited power
allowed to the heaters kept the forced convection case cooler than the mixed convection
case at the first heater. The power supplied to the first two heaters was at maximum for
the forced convection case but not for the mixed convection case. The plate temperatures
would be identical if the heaters could safely provide more power. This is also apparent in
Fig. 5.2 where the constant power to heaters 1 and 2 create a cooler leading edge and a too

warm region over heater 2.
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Fig. 5.2: The temperature contour for the aided isothermal forced convection case, showing
the hot spot at the second heater. The segments show the heaters.

The centerline plate temperature for the buoyancy aided and buoyancy opposed isother-
mal cases are nearly identical when comparing the mixed aided to the mixed opposed, and
similarly for the forced aided to forced opposed ceterline temperatures. The buoyancy aided
and opposed cases were acquired several months apart, with a rotation of the wind tunnel
180° in between. The plate temperature showing this repeatable boundary condition for
forced isothermal convection is shown in Fig. 5.1.

It is noted that the cases labeled “constant heat flux” are not actually constant heat
flux. The second heat flux sensor is suspected to have elevated uncertainty compared with
the other two sensors. Since this is one of the control parameters for driving the heated wall
boundary conditions, it cannot be considered as “constant heat flux.” However, the case is

still valid as a comparison with a different temperature profile on the heated wall.

5.2 System Response Quantities

A summary of the cases is included in Table 5.1. The hydraulic diameter is 12 inches.
The CFED results presented are calculated from the models outlined in Chapter 4.4.3. The
system response quantities in this study include the boundary layer velocity profiles near
the heated wall and the heat flux from the wall. At the same location as the heat flux
sensors, the boundary layer profiles are measured with the PIV system, and the uncertainty
is quantified using the uncertainty surface method described in Section 1.2. A third SRQ

to consider is the friction velocity, w.
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Table 5.1: The several cases considered in the study.

Case Rep,

Aided Forced Isothermal 75,900
Aided Mixed Isothermal 44,100
Aided Forced Constant Flux | 75,800
Aided Mixed Constant Flux | 44,400
Opposed Forced Isothermal | 77,900
Opposed Mixed Isothermal | 44,600

5.2.1 Isothermal Buoyancy Aided Forced Convection

The first system response quantity for the buoyancy aided isothermal forced convection
case is the boundary layer velocity. The measured velocity profiles with uncertainty bands
are shown in Fig. 5.3. The % component of velocity and the Reynolds normal stress v/ with
95% confidence are shown in Fig. 5.3(a). The y direction velocity v is shown in Fig. 5.3(b)
with the other two measured components of the Reynolds stress v/’ and u/v’.

In Fig. 5.3(a), the velocity profile at the first position appears to be higher in magnitude
than the other two positions. This is because the flow is developing, and the profile at the
first position is not fully developed. The second and third positions show a more developed
velocity profile. The Reynolds normal stress has the standard trend expected for boundary
layer flow. It is noted that at the first position, the Reynolds stress decreases as the flow
approaches the free stream. The free stream is not measured in the other two positions,
so the Reynolds stress at P1 and P2 show a different slope. The Reynolds stresses at P2
and P3 are nearly the same. The first position again shows a different trend than the more
developed second and third position’s Reynolds stress.

Figure 5.3(b) shows the cross-stream velocity component and two other measurable
quantities of the Reynolds stress. The velocity in the boundary layer has a slight trend
toward the wall at all three positions. However, the values are very small compared to the
streamwise velocity component (around 1% of the streamwise velocity). The uncertainty of
7 is about the same order as the ©. This does give further justification for our treatment

at the inlet of the test section for this buoyancy aided isothermal forced convection case.
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Fig. 5.3: The boundary layer velocity profiles for buoyancy aided forced convection with
isothermal heating. (a) shows the streamwise component of velocity and Reynolds Stress.
(b) shows the cross-stream component of velocity and the two other measured components
of the Reynolds Stress. Recall that P1 is z = 5.87 in., P2 is z

xr = 54.87 in.

30.12 in., and P3 is
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Note that the third position velocity profile is calibrated using a linear scale, rather than
the calibration plate that is used in the other cases.

The SRQ’s presented in Fig. 5.3 are compared in Fig. 5.4 with the corresponding
SRQ’s from the CFD simulation that use the measured boundary conditions for this case.
Figure 5.4(a) shows the boundary layer streamwise velocity component for both the exper-
imental and CFD. The turbulence kinetic energy k (TKE) is shown in Fig. 5.4(b). The
turbulence kinetic energy is used for comparison (instead of u/u/ etc.) as the CFD models
employed do not compute the Reynolds stresses directly (some discussion relating to the
Reynolds shear stress is included in Section 5.3.4). The k for the experimental measure-
ments are calculated using the definition of the turbulence kinetic energy and assuming
that v/v/ = w'w’. Note that these plots do not represent a validation study. They simply
demonstrate that the measured boundary conditions are sufficient for the CFD simulations.

In Fig. 5.4(a), the first position CFD simulation is furthest from the measured velocity
profile. The other two positions are more consistent, but still show noticeable error from the
measured velocity profile. It appears that the CFD simulation free stream velocity might be
more accurately predicted than the boundary layer velocity, based the converging trend of
each profile with it’s CFD computed profile. Figure 5.4(b) shows that the CFD simulation
predicts the TKE to within the measured uncertainty near the wall for the second and
third positions. The first position is poorly predicted by the CFD. However, the CFD TKE
is within the experimental uncertainty for most of the boundary layer velocity profile for
the third position. The first and second position CFD TKE profiles are not within the
measurement uncertainty.

Non-dimensional plots of the boundary layer velocity are presented in Fig. 5.5 using
the standard wall coordinates y™ and u™. The quantities required to compute the wall
coordinate profiles, namely u,, , Yo, and B can be found using the method described by
Kendall and Koochesfahani [50]. A curve fit to the Spalding profile yields shear velocities
shown in Table 5.2, where the Spalding profile is given in Eqn 4.35. Two results are shown

for each profile: one using the standard values k = 0.41 and B = 5.0 and a second where
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Fig. 5.4: The boundary layer velocity profiles for buoyancy aided forced convection with
isothermal heating compared with CFD results using the same boundary conditions. (a)
shows the streamwise component of velocity. (b) shows the turbulence kinetic energy pro-
files.

and B are found in the fitting process along with the wall position 3 and friction velocity.
Care was taken to exclude wake region data for the curve fit. The simulation u, is found

by plotting the density and shear stress as a function of x on the heated wall with z = 0.
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Then the friction velocity is computed using it’s definition, u, = y/7s/p. A linear fit to the

first three valid vectors is also used to compute the shear velocity.

-P1 ——P1 Spalding
-P2 —— P2 Spalding
-P3 ——P3 Spalding
20 T T T

0
109 10! 102 103

Fig. 5.5: The wall coordinate boundary layers for the three heat flux sensor positions for
buoyancy aided isothermal forced convection flow and the Spalding fit profiles for compar-
ison.

The profiles shown in Fig. 5.5 show that the curve fit does not match the data in every
region of the boundary layer. The most reliable velocity data to use for the Spalding fit is
inside of the wake region and outside of the viscous sublayer. Since the fit excludes the data
in the linear and wake regions, the fit and the data are unmatched in the those regions.
This slight discrepancy between the data and the fit has little impact on the resulting shear
velocity, but does change the trend of the wall coordinate profiles.

Table 5.2 shows that there is a range of friction velocities that can be computed using
the methods outlined. For this case, the CFD and the Spalding fit are in closer agreement
than the linear fit friction velocity, particularly at the second and third positions. Using
the shear velocities shown in Table 5.2, the wall coordinate profiles for velocity at the heat
flux sensor positions are shown in Fig. 5.5. Each profile is compared with its respective

Spalding profile using the 4 parameter fit. The code to fit the data to the Spalding profile
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is included in Appendix J.

Table 5.2: The von Karmén constant, intercept, shear velocity from the Spalding fit, and
the shear velocity from a linear fit near the wall at the heat flux sensor positions for the
buoyancy aided isothermal forced convection case. The computed friction velocity from the
CFD simulation is also tabulated.

Position H K \ B \ ur Spalding H u, Linear H ur CFD

P1 0.41 | 5.00 0.248
P1 0.36 | 5.49 0.298 0.2334+0.004 || 0.215
P2 0.41 | 5.00 0.233

P2 | 0.405 | 5.61 0.993 0.216+0.004 | 0.231

P3 0.41 | 5.00 0.235
P3 0.40 | 5.23 0.229

0.216+0.004 0.233

The values of the shear velocity in Table 5.2 show a range of magnitudes. For forced
convection, the Spalding fit is assumed to be more correct than a linear fit. The velocity
data points nearest the wall are the most uncertain, so it seems reasonable that using more
data points with the Spalding fit is more accurate. The CFD shear velocity presents the
wrong trend entirely, increasing along the streamwise direction. A high value of the shear
velocity at the first position is expected to correspond to the highest value of heat flux
from the plate. The shear velocity is based on the velocity gradient, and a high gradient
near the wall often means a thinner boundary layer. The temperature gradient in the thin
boundary layer corresponds to a higher heat flux. The drop in shear velocity from P1 to
P2 is expected to decrease the heat flux. The shear velocity trend from P2 to P3 does not
decrease significantly for either of the Spalding or linear fits. This suggests that the heat
flux should not decrease from P2 to P3. This is shown in Fig. 5.6, where the heat flux at
P3 is actually greater than that at P2.

The measured heat flux at the three heat flux sensors is shown in Fig. 5.6. The measured
heat flux is the reading from the sensors described in Chapter 3.2.4 and is an ensemble
average of the 12 acquisition cases for the forced isothermal condition. The trend labeled
Kays is the heat flux predicted by Eqn. 5.1 [18, pg. 249]. The Incropera trend is based

on the correlation for convection over an isothermal flat plate, shown in Eqn. 5.2 [46, pg.
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411]. The Stanton number is the Nusselt number divided by the product of the Reynolds
and Prandtl numbers. Once the Nusselt number is computed, the heat flux can be found

as ¢ = Nuxk(T, — Two)/z. Tt is noted that these correlations may have an error as high as

25% [46].

Nu, 0.0287Re; "2
St = = 01 (51)
RexPr  0.169Rex " (13.2Pr — 9.25) + 0.85
Nuy = 0.0296Re?/°Pr!/? (5.2)
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Fig. 5.6: The heat flux compared with a CFD simulation and two correlations for the
buoyancy aided isothermal forced convection case. The shear velocity from the several
methods is also plotted.

Figure 5.6 also shows the computed streamwise variation in heat flux from the CFD
simulation along the center (z = 0) of the heated plate. The experimental measurements and
the CFD computation have very similar heat flux responses at the first and third positions.
The second position is quite different with the heat flux, being outside of the measurement

uncertainty. The correlations show a similar trend to the results and simulation, but have
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noticeably different magnitude.

In this case (and all of the isothermal cases) the plate is heated to a nominally isother-
mal condition of 150°C. The controller seeks isothermal heating, but the boundary condition
thermocouples are much more resolved spatially than the PID controller (which uses only
three temperature readings), limiting the ability to actually achieve isothermal heating.
The corner of the leading edge is 30°C cooler than the hottest spot in the entire plate. The
plate temperature contour for this case is shown in Fig. 5.2.

The heat flux, Reynolds number, surface temperature, and Grashof to Reynolds squared
ratio are shown in Table 5.3, along with several of the boundary layer thicknesses and the
momentum thickness Reynolds number. The flow at the location of the third heat flux
sensor is nearing the boundary of forced convection based on [18]. Kays and Crawford show
that the critical momentum thickness Reynolds number is 162 [18], which is exceeded at all
three positions.

Table 5.3: The buoyancy aided isothermal forced convection heat flux results along with

the Grashof to Reynolds number ratio (showing the cases are forced convection) and the
momentum thickness Reynolds number.

x Position Flux Temp.

) | v | R | | /R ) | (om) | (um) | Ren
P1 =5.87 1917 40,300 403 0.026 7.18 2.2 1.4 357
P2 = 30.12 1170 194,000 413 0.131 25.2 3.3 2.2 554
P3 = 54.87 1356 347,000 410 0.232 40.2 34 2.3 564

The development of the boundary layer from position 1 to 2 to 3 is shown in Fig. 5.3,
where it appears that positions 2 and 3 have nearly the same boundary layer. This is
confirmed by the momentum thickness Reynolds number Res, in Table 5.3, where the second
and third positions are higher in magnitude than the first position momentum thickness

Reynolds number.

5.2.2 Isothermal Buoyancy Aided Mixed Convection

The measured boundary layer velocity profiles for the buoyancy aided isothermal mixed
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convection case are shown in Fig. 5.7. The streamwise velocity and Reynolds normal stress
profiles are shown in Fig. 5.7(a) and the cross-stream velocity and Reynolds stress profiles
are shown in Fig. 5.20(b). The effects of buoyancy on the flow is observable when comparing
the trends in Fig. 5.7(a) with the forced case shown in Fig. 5.3. The trends shown in Fig. 5.7
suggest a laminarization of the flow at this flow speed and plate temperature. Figure 5.7(a)
shows that the first and third positions have nearly the same boundary layer velocity profile.
The trend from the first to the second suggests a thickening of the boundary layer, as was
the case in Fig. 5.3. However, the trend from P2 to P3 shows that the flow has reverted
to a similar boundary layer velocity profile as the one at P1. The cross-stream profile of
velocity and Reynolds cross-stream normal and shear stress are shown in Fig. 5.7(b). The
v component of velocity is negative, suggesting an average flow toward the plate. However,
the values are very small with particle displacements in the y direction of less than 0.3
pixels. The streamwise particle displacements are around 16 pixels. The two measured
quantities of Reynolds stress are practically zero for this case suggesting a lack of turbulent
mixing.

The boundary layer velocity profiles in Fig. 5.7 are compared in Fig. 5.8 with CFD
simulation results for this case. The boundary conditions measured during the SRQ data
acquisition were used in the CFD simulation. The CFD simulation fails to compute the
boundary layer velocity profiles within the measurement uncertainty. The laminarization
trend does not exist in the CFD simulation and the boundary layer velocity profiles from
the CFD show a more turbulent boundary layer velocity profile than the measurements
show. The CFD model fails to accurately predict the TKE at the first heat flux sensor
position. The TKE at the other two positions are closer to the measured trends than the
first position, but still not within the measurement uncertainty.

Flow laminarization is discussed by Kays and Crawford [18], McEligot and Jackson [21],

and Perkins et al. [34]. In the literature, an acceleration parameter is defined as

duoco
K=2% (5.3)

= ——.
uz, dz
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Fig. 5.7: The boundary layer velocity profiles for buoyancy aided mixed convection with
isothermal heating. (a) shows the streamwise component of velocity and Reynolds Stress.
(b) shows the cross-stream component of velocity and the two other components of the

Reynolds Stress.

This parameter is found using the relation

. K udP/dx
©(ep/2)32 p1/273/2

p

(5.4)
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Fig. 5.8: The boundary layer velocity profiles for buoyancy aided mixed convection with
isothermal heating compared with CFD results using the same boundary conditions. (a)
shows the streamwise component of velocity. (b) shows the turbulence kinetic energy.

and the definition of the pressure gradient parameter p™.
The pressure drop through the test section (dP/dz) is measured when the SRQ data

are acquired using the installed pressure taps. The shear stress is found using the gradient
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of the velocity data near the wall and the air properties are found using the measured
atmospheric conditions. For the mixed isothermal buoyancy aided case, the acceleration
factor K is computed to be 2 x 1076, This is near the suggested laminarization point of
K =3 x 1075, so we would expect some laminar-like behavior of the flow [18, pg. 211].

The friction velocity analysis for the mixed convection cases was inconclusive. Several
methods were attempted to compute the shear velocity, but none were physically sound. The
velocity profiles near the wall are not linear, negating the validity of the linear approximation
for computing the velocity gradient. Thus, the measured shear velocity as a SRQ is not
available.

The measured heat flux for the buoyancy aided isothermal mixed convection case is
shown in Fig. 5.9, compared with the CFD heat flux and two correlations. The correlations
are based on the theory presented in the literature where the mixed convection Nusselt
number is the sum or difference of the forced convection and natural convection Nusselt
numbers [18,46]. The natural convection Nusselt correlation was shown in Eqn. 4.3.

The mixed convection Nusselt number is shown in Eqn. 5.5, where the sum is used
for buoyancy aided flow and the difference is for buoyancy opposed. The forced convection
Nusselt number Nup is provided in Eqns. 5.1 and 5.2. In Fig. 5.9, the Kays correlation
is the combination of Eqn. 5.1 and Eqn. 4.3. The Incropera correlation in Fig. 5.9 is the
combination of Eqns. 5.2 and 4.3.

Nud. = Nud 4+ Nud (5.5)

A laminar correlation is plotted in Fig. 5.9 as well showing the heat flux is in between

the laminar regime and the fully turbulent. The laminar correlation is [18]

Nu, = 0.332Pr!/3Re!/2. (5.6)

As is shown in Fig. 5.9, the correlations are a poor representation of the heat flux as they

predict nearly double the measured heat flux at the third position. The CFD simulation is
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Fig. 5.9: The heat flux for the buoyancy aided isothermal mixed convection case.

closer to the measured values, but there are still large discrepancies between the experiment
and the simulation. However, we reiterate that validation of the CFD model is not the scope
of this dissertation. The data provide for a more robust validation study in the future. The
correlations are not expected to be accurate for this flow because of the laminarization.
The correlations were developed for either laminar or turublent flow. The CFD also has
difficulty predicting the heat flux for this laminarizing flow, but is more accurate than the
correlations.

The heat flux results and several other relevant parameters are tabulated in Table
5.4. The local Reynolds number and the ratio of buoyant forces to viscous forces is also
presented. The results in Table 5.4 show that this case is in the mixed convection regime for
most of the length of the plate. The fact that the first section (at least up to the first heat
flux sensor) is forced convection is shown by the low ratio at the first position. This could
be a contributing factor to the error in the flux computation from the CFD simulation.

Another observation from Table 5.4 is that the momentum thickness Reynolds number
at the first and third positions is very near the critical momentum thickness Reynolds

number specified in [18]. That means that the flow at P1 and P3 is near the transition to
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Table 5.4: The buoyancy aided isothermal mixed convection heat flux results along with the
Grashof to Reynolds number ratio, several boundary layer thicknesses, and the momentum
thickness Reynolds number.

x Position Flux Temp. 1) 01 O

) | owmry | e | | GRS ) | ) | () | RO
P1 = 5.87 1113 23,400 406 0.08 8.0 2.6 1.3 183
P2 = 30.12 584 113,000 414 0.39 28.1 3.2 1.7 247
P3 = 54.87 688 202,000 411 0.69 44.8 2.5 1.2 174

turbulence, with a more fully turbulent flow at P2. This further suggests that the flow is

undergoing a relaminarization (although not fully laminarizing).

5.2.3 Isothermal Buoyancy Opposed Forced Convection

The boundary layer velocity SRQ’s for the buoyancy opposed isothermal forced con-
vection case are shown in Fig. 5.10. To compare the gravitational (and therefore buoyancy)
effect on the boundary layer, one compares Fig. 5.10 to Fig. 5.3. As can be observed, the de-
velopment of the boundary layers are different between the cases, suggesting that buoyancy
forces affect the boundary layer flow for the forced convection isothermal cases. Revisiting
Table 5.3, the ratio of Gr,/Re?2 is near the onset of mixed convection at the third position.
This means that the third position is somewhat influenced by the buoyancy forces, being
nearly in the mixed convection regime. So, it is expected that the profile at the third heat
flux sensor will be different depending on the orientation of gravity. Figure 5.23 shows the
buoyancy aided and opposed isothermal forced convection cases plotted for comparison, and
will be discussed in more detail later.

The boundary layer velocity profiles in Fig. 5.10(a) show a developing boundary layer
that is not fully developed even at P3. A fully developed boundary layer profile would
have a slightly lower magnitude than the P3 trend in Fig. 5.10(a), causing the boundary
layer to increase in thickness. The profiles of the Reynolds normal stress in Fig. 5.10(a)
also show that the boundary layer is developing. Again, the trend is due to the change in

gravity direction and is discussed in Section 5.3.1. The T component of velocity is shown in
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Fig. 5.10: The boundary layer velocity profiles for buoyancy opposed forced convection
with isothermal heating. (a) shows the streamwise component of velocity and Reynolds
normal stress. (b) shows the cross-stream component of velocity and two other measured
components of the Reynolds Stress. Recall that P1 is x = 5.87 in., P2 is x = 30.12 in., and
P3 is x = 54.87 in.
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Fig. 5.10(b) and has a positive magnitude. This shows that the flow is away from the heated
plate, opposite from the ¥ component in the buoyancy aided isothermal forced convection
case. Again, the values are much smaller than the streamwise component of velocity, and
the uncertainty is about the same magnitude as the measurement.

The boundary layer velocity flow field for this case is compared with CFD in Fig. 5.11.
The TKE is also plotted for comparison between the simulation and the experiment. The
streamwise mean velocity trends of the simulation and the experiment are similar, with the
simulation at the second position being nearly within the experimental uncertainty. The
TKE trends show a different behavior, with the experiment and simulations being very
different at the first position. The second and third positions’ simulation TKE is nearly
within the experimental uncertainty for the entire profile.

The friction velocity at each heat flux sensor position for this case are tabulated in
Table 5.5. A linear fit of the first three vectors is used to compute the velocity gradient
term in the SRQ u,. This linear fit also has a corresponding uncertainty shown in the table.
The method to compute the friction velocity uncertainty was described in Chapter 4.3.4.
The Spalding fit is also used to find the friction velocity, as shown in the table. The von
Karman constant and intercept are shown for the two different Spalding fits, where one fit
uses the classical values and the other fit includes the constants in the optimization. The
CFD computation of the u, SRQ is also tabulated in Table 5.5.

Table 5.5: The von Karman constant, intercept, shear velocity from the Spalding fit, and the
shear velocity from a linear fit near the wall at the heat flux sensor positions for the buoyancy

opposed isothermal forced convection case. The resultant u, from the CFD simulation is
also tabulated. Note that x = 0.41 and B = 5.0 are classical values not included in the fit.

Position H K \ B \ u, Spalding H u, Linear H u; CFD

P1 0.41 | 5.00 0.244
P1 039 | 5.17 0.937 0.184+0.016 || 0.269
P2 0.41 | 5.00 0.220

P2 0.448 | 440 0.240 0.176+0.015 0.236

P3 0.41 | 5.00 0.210
P3 0.499 | 6.16 0.221

0.137+£0.017 0.233
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Fig. 5.11: The boundary layer velocity profiles for buoyancy opposed forced convection with
isothermal heating compared with CFD results using the same boundary conditions. (a)
shows the streamwise component of velocity. (b) shows the turbulence kinetic energy.

Table 5.5 shows that the friction velocity magnitude is smaller than the friction velocity
for the buoyancy aided isothermal convection case, shown in Table 5.2. This is due to

the smaller near wall velocity gradient in the buoyancy opposed case. This suggests that
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buoyancy has a slight contribution to the boundary layer flow, even in forced convection.
The difference in boundary layer development is also observed in Figs. 5.3 and 5.10. The
linear method underpredicts the other methods for the computation of the shear velocity.
This is likely because the data do not resolve the viscous sublayer as much as the buoyancy
aided case. Only 3 to 4 velocity vectors could be considered within the viscous sublayer. As
the data are so close to the transition layer, the linearity of the data must be questioned.
The heat flux SRQ is shown in Fig. 5.12. The measurements are compared with the
Kays correlation from Eqn. 5.1 and the Incropera correlations from Eqn. 5.2. The similarity
between this case and buoyancy aided isothermal case is obvious when comparing with
Fig. 5.6. However, the simulation predicts a higher heat flux trend during the first 0.25 m.

of the test section comparing Figs. 5.6 and 5.12.
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Fig. 5.12: The measured heat flux for the buoyancy opposed isothermal forced convection
case is compared with the two correlations previously presented and the corresponding CFD
simulation for this case.

The correlations and the CFD simulation are also closer together in the resultant heat
flux SRQ than the buoyancy aided case. The difference between the correlations and the
simulation is not as consistent through x as the buoyancy aided case. The simulation is

further from the experimental measurements for this buoyancy opposed case.
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The heat flux and several relevant boundary layer and dimensionless parameters are
tabulated in Table 5.6. The convection ratio Gr,/Re2 shows that this case is in the forced
convection regime at the three positions. The momentum thickness Reynolds number at
all three positions is higher than the critical momentum thickness Reynolds number. This
means that this case can be considered turbulent flow throughout, but it is noted that the
flow is developing along the length of the plate. This is shown by (among other quantities)
the momentum thickness Reynolds number increasing at each x position.

Table 5.6: The buoyancy opposed isothermal forced convection heat flux results along with
the Grashof to Reynolds number ratio and the momentum thickness Reynolds number.

x Position Flux Temp.

) |owmd) | * ) | %R | ) | () | (um) | RO
P1 = 5.87 1947 41,400 360 0.02 7.1 3 1.8 466
P2 = 30.12 1241 199,000 386 0.12 25.1 59 2.8 713
P3 = 54.87 1442 357,000 391 0.22 40.0 7.3 3.2 813

5.2.4 Isothermal Buoyancy Opposed Mixed Convection

The velocity SRQ’s for the buoyancy opposed isothermal mixed convection case are
shown in Fig. 5.13. A comparison of these data with those shown in Fig. 5.7 reveals the
significant difference in the boundary layers when the direction of gravity is the only change.
This discussion is deferred to Section 5.3.1.

The velocity profiles presented in Fig. 5.13(a) show the streamwise component of the
velocity at the three heat flux sensor positions. The flow is affected by gravity (as expected)
and shows drastically different boundary layers at the first position when compared with the
second and third positions. The free stream velocity can be seen at the first position, but
not at P2 nor P3. The ¥ component of the velocity in Fig. 5.13(b) shows a positive (away
from the plate) velocity, just as the buoyancy opposed forced convection case but unlike
the buoyancy aided isothermal mixed convection case. The other two measured quantities

of the Reynolds stress are small.
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Fig. 5.13: The boundary layer velocity profiles for buoyancy opposed mixed convection

with isothermal heating.

(a) shows the streamwise component of velocity and Reynolds

normal stress. (b) shows the cross-stream component of velocity and two other measured
components of the Reynolds Stress.

Figure 5.14 shows the boundary layer velocity profiles and TKE compared with the

corresponding CFD simulation for this case. The CFD simulation predicts the streamwise
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component of velocity reasonably well near the free-stream. Near the wall and at the other
two streamwise positions, the streamwise velocity is not as well predicted. The CFD simula-
tion boundary layer velocity profiles are not contained within the measurement uncertainty.
It is interesting that the CFD simulation for this case predicts the same viscous sublayer
velocity profile for all three positions. The TKE presented in Fig. 5.14(b) shows that for
the first position and near the wall, the CFD simulation under-predicts k by nearly 50%.
The simulation matches the experiment further away from the wall near the free-stream.
The CFD simulation TKE is nearly within the experimental uncertainty for the other two
positions.

The heat flux from the plate at the three heat flux sensor positions is plotted in Fig. 5.15.
The CFD resultant heat flux and two correlations are also presented in Fig. 5.15. Comparing
the heat flux presented in Fig. 5.9 and that in Fig. 5.15, we see that buoyancy effects on
the heat flux, correlations, and CFD simulation are not negligible. It is interesting that the
correlations are not consistently higher than the experiment for this case (as it was in the
isothermal aided mixed convection case).

The heat flux, dimensionless numbers, and relevant boundary layer parameters are
tabulated in Table 5.7. The convection ratio shows that most of the plate can be considered
as mixed convection. The momentum thickness Reynolds numbers show that the flow is in
the turbulent regime, and still developing.

Table 5.7: The buoyancy opposed isothermal mixed convection heat flux results along with
the Grashof to Reynolds number ratio and the momentum thickness Reynolds number.

x Position Flux Temp.

) |owmd) | * ) | 9% | m) | () | () | RO
P1 = 5.87 1180 23,700 366 0.08 7.14 4.2 1.7 248
P2 = 30.12 932 114,000 390 0.38 25.1 5.9 3.1 459
P3 = 54.87 1055 204,000 395 0.67 44.7 7.3 3.7 535

5.2.5 Constant Heat Flux Buoyancy Aided Forced Convection

The measured boundary layer velocities at the three heat flux sensor positions for the
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Fig. 5.14: The boundary layer velocity profiles for buoyancy opposed mixed convection
with isothermal heating compared with CFD results using the same boundary conditions.
(a) shows the streamwise component of velocity. (b) shows the turbulence kinetic energy

profiles.

buoyancy aided constant heat flux forced convection case are shown in Fig. 5.16. These

profiles are compared to those in the buoyancy aided isothermal forced convection case
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Fig. 5.15: The heat flux for the buoyancy opposed isothermal mixed convection case com-
pared with several CFD models with the k-¢ Low Re being the standard model for the
mixed cases in this study.

shown in Fig. 5.3 and it is observed that the trends are practically the same. The change in
plate temperature appears to have no influence on the profiles. A more thorough comparison
is included in Fig. 5.28 and is discussed in detail in Section 5.3.1.

The streamwise boundary layer velocity profiles presented in Fig. 5.16 are plotted with
the CFD results for the same boundary conditions in Fig. 5.17(a) and the TKE comparison
is plotted in Fig. 5.17(b). The first position velocity and TKE are poorly predicted using
this CFD model. The CFD simulation streamwise velocity boundary layer at the second
and third positions are somewhat similar. The TKE near the wall is poorly predicted by the
CFD at all positions. This is an example of using several SRQ’s in the difficulty spectrum
of Fig. 1.3. A model may predict a quantity (such as the streamwise velocity) reasonably
well, but fails to predict another quantity (such as the turbulence kinetic energy and heat
flux). Also, the TKE may be computed in the simulation accurately for the free-stream,
but not near the wall.

The friction velocity SRQ for the buoyancy aided constant heat flux forced convection

case is shown in Table 5.8. The shear velocity w, is comparable to the isothermal heating
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Fig. 5.16: The boundary layer velocity profiles for buoyancy aided forced convection with
constant heat flux from the plate. (a) shows the streamwise component of velocity and
Reynolds normal stress. (b) shows the cross-stream component of velocity and two other
measured components of the Reynolds stress.

case for buoyancy aided forced convection, shown in Table 5.2. It is worth noting that

the shear velocity resulting from the Spalding fit is much more consistent between these
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Fig. 5.17: The boundary layer velocity profiles for buoyancy aided forced convection with
constant heat flux compared with CFD results using the same boundary conditions. (a)

shows the streamwise component of velocity. (b) shows the turbulence kinetic energy pro-
files.

cases than w, resulting from the linear fit near the wall. Since the buoyancy aided forced
convection cases have practically the same flow field (the plate temperature has little effect

on the flow), the shear velocities should be nearly identical when comparing the isothermal
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and constant flux cases.

Table 5.8: The von Karmén constant, intercept, shear velocity from the Spalding fit, and
the shear velocity from a linear fit near the wall at the heat flux sensor positions for the
buoyancy aided constant heat flux forced convection case.

Position H K ‘ B ‘ u, Spalding H u; Linear H u; CFD
P1 0.41 | 5.00 0.249
P1 0.39 | 4.50 0.251
P2 0.41 | 5.00 0.228
P2 0.46 | 5.79 0.234
P3 0.41 | 5.00 0.223
P3 0.41 | 7.37 0.207

0.220+0.011 0.200

0.22740.012 0.203

0.233£0.015 0.206

The wall coordinate velocity profiles using the optimized von Karman constant and
intercept are shown in Fig. 5.18. This case shows a slight acceleration at the third position.
This suggests that buoyancy effects are not completely insignificant even at this Reynolds
number. However, the fit at the second position and discussion in Section 5.3.1 suggests
that the fit method is not reliable enough to presume that the trend shows an acceleration
or deceleration of the flow.

The measured heat flux for the buoyancy aided constant heat flux forced convection case
is shown in Fig. 5.19. This can be compared with Fig. 5.6 as the only difference between
the two data sets is the plate temperature. The CFD resultant SRQ heat flux is also
plotted with the experimental measurements, showing a drastic difference between the two.
Again, the importance of using several SRQ’s in the difficulty spectrum is emphasized. The
computed boundary layer velocity might be within the validation error limits, but derivative
or integral quantities could be far from within the allowable limits. The correlation for the
Incropera trend is given in Eqn. 5.7, showing only a slight difference from the isothermal

correlation given in Eqn. 5.2.

Nuy = 0.0308Re’/°Pr!/3 (5.7)

The measured heat flux is tabulated in Table 5.9, along with the local Reynolds number,
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Fig. 5.18: The wall coordinate boundary layers for the three heat flux sensor positions
for buoyancy aided constant flux forced convection flow and the Spalding fit profiles for
comparison.
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Fig. 5.19: The heat flux for the buoyancy aided constant heat flux forced convection case
compared with the CFD results for the same boundary conditions.

surface temperature, the ratio of the Grashof number to the Reynolds number squared, and

the momentum thickness Reynolds number. The ratio Gr,/Re2 in Table 5.9 shows that this
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case is also in the forced convection regime, but that the buoyancy forces become somewhat
significant at the third heat flux sensor position. Table 5.9 also shows that the flow is

turbulent and developing along =x.

Table 5.9: The buoyancy aided constant heat flux forced convection heat flux results along
with the Grashof to Reynolds number ratio and the momentum thickness Reynolds number.

x Position Flux Temp. ) 01 09

) | owvmd | P ) | %R ] m) | () | () | R
P1 = 5.87 1119 40,200 404 0.015 7.18 2.3 14 357
P2 = 30.12 1126 193,000 413 0.104 25.2 3.6 2.3 574
P3 = 54.87 1118 346,000 410 0.193 40.2 3.6 2.3 Hh&2

5.2.6 Constant Heat Flux Buoyancy Aided Mixed Convection

The measured boundary layers at the three heat flux positions for the buoyancy aided
constant flux mixed convection case are shown in Fig. 5.20. These profiles are compared to
those in Fig. 5.7 in Section 5.3.1. The streamwise velocity profile at the first position clearly
captures the free-stream velocity and near zero Reynolds normal stress. The second and
third positions are nearly the same, but shows a slight relaminarization trend at the third
position. The ¥ component of velocity is negative for this case (flow toward the plate), and
the two other measured components of the Reynolds stress are nearly zero.

It is observed that the velocity profiles develop differently than the isothermal case.
This is due to the different heating conditions. The isothermal case has a higher plate
temperature than the constant flux case (see Fig. 5.1). This higher temperature in the
isothermal case drives an elevated heat flux when compared to the constant flux case. The
increased flux to the flow increases the buoyancy effects and changes the velocity profile
and development. This fact also suggests that the constant flux case does not laminarize as
much as the isothermal case.

The comparison with the simulations for the constant heat flux buoyancy aided mixed
convection case is shown in Fig. 5.21, with the streamwise velocity profiles shown in Fig. 5.21(a)

and the TKE shown in Fig. 5.21(b). The models employed fail to predict most aspects of
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Fig. 5.20: The boundary layer velocity profiles for buoyancy aided mixed convection with
constant flux heating. (a) shows the streamwise component of velocity and Reynolds Stress.
(b) shows the cross-stream component of velocity and two other measured components of
the Reynolds Stress.

this flow. The velocity profiles have significant differences and the TKE also has large error.

The models are similar to those shown in Fig. 5.8 and have similar issues in predicting the
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experimentally measured SRQ’s. The first position CFD simulation is particularly different

from the measured quantities.
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Fig. 5.21: The boundary layer velocity profiles for buoyancy aided mixed convection with
constant heat flux heating compared with CFD results using the same boundary conditions.
(a) shows the streamwise component of velocity. (b) shows the turbulence kinetic energy.

The measured heat flux for the buoyancy aided constant heat flux mixed convection
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case is shown in Fig. 5.22. This can be compared with the measured flux in of the isothermal
buoyancy aided mixed case from Fig. 5.9, as the only difference between the measurements
in the plate temperature. This temperature difference is shown in Fig. 5.1. The measured
heat flux is also compared with the CFD computed SRQ of heat flux along the z = 0
centerline. The simulation trend is similar to the isothermal case, but the constant flux
case has a steeper gradient. The experiment and the simulation are in near agreement at

the third position.
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Fig. 5.22: The heat flux for the buoyancy aided constant heat flux mixed convection case.

The measured heat flux is tabulated in Table 5.10 along with the local Reynolds num-
ber, the convection ratio, the momentum thickness, and the momentum thickness Reynolds
number. The ratio Gr,/Re2 shows that after the second heat flux sensor position, the flow
is in the mixed convection regime. The leading section of the plate including the first heat
flux sensor is considered to be in the forced convection regime. Table 5.10 also shows that
the first position is near the critical momentum thickness Reynolds number, suggesting
a transition near that point to turbulent flow. The third position momentum thickness
Reynolds number is lower than the second position, suggesting a relmainarization of the

flow.
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Table 5.10: The buoyancy aided constant heat flux mixed convection heat flux results along
with the Grashof to Reynolds number ratio and the momentum thickness Reynolds number.

x Position Flux Temp.

) | owmd | P ) | R ] ) | () | () | R
P1 = 5.87 662 23,600 407 0.049 8.0 2.4 1.2 181
P2 = 30.12 656 113,000 413 0.315 28.1 3.2 1.8 268
P3 = 54.87 658 203,000 410 0.560 44.8 3.1 1.6 233

5.3 Discussion of SRQ’s

The system response quantities presented above are compared and discussed in more
detail in this section. Several comparisons are made between the buoyancy aided and buoy-
ancy opposed cases, and the isothermal and constant heat flux cases. Classical boundary
layer theory is also presented and compared with some of the boundary layer velocity profiles

previously presented.

5.3.1 Gravity and Temperature Effects

Figure 5.23 shows the boundary layer velocity profiles for the buoyancy aided and
opposed isothermal forced convection. Figure 5.23 shows that not only is the flow at position
3 affected by gravity (as previously stated), but also at position 2. The difference between
the aided and opposed cases at the second position is smaller than the difference between the
cases at the third position, suggesting that the effects of gravity affect the development of
the boundary layer in forced convection. The difference at the first position is the smallest,
as shown in Fig. 5.23.

The relative difference for the isothermal forced convection is also shown in Fig. 5.23,
with the difference being attributed to the effects of the change in the direction of gravity.
The relative difference in this forced convection case due to a gravity change is denoted
Aur . The relative difference was computed by taking the difference between the buoyancy
aided and opposed and dividing by the buoyancy opposed velocities.

The effects of gravity direction on measured heat flux for isothermal forced and mixed

convection is presented with Fig. 5.24. The measured heat flux for the forced convection
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Fig. 5.23: The boundary layer velocity comparison for the isothermal forced convection
buoyancy aided and opposed cases. The relative difference between the cases is also plotted
as Atupg.

cases are similar. The buoyancy opposed forced convection case shows a slightly elevated
heat flux compared to the buoyancy aided forced convection at the second and third posi-
tions. The heat flux at the first position for the forced convection is practically the same.
The heat flux measured at the first position for the mixed cases is also nearly the same.
The mixed convection buoyancy opposed case has much higher heat flux then the buoyancy
aided case at the second two positions.

The convection ratio Gr,/Re2 for the isothermal cases is shown in Fig. 5.25. Both
cases show that the convection ratio is not influenced by the change in gravity. This is not
surprising because the free-stream air temperature and the wall temperature between all of
the cases are the same. This makes the properties and other terms in the computation the
same.

The effects of the direction of gravity on the momentum thickness is shown in Fig. 5.26.
For both forced and mixed convection, the momentum thickness at the first position is not

significantly affected by the direction of gravity. The buoyancy opposed cases show an



93

—e— Forced Aided —4— Forced Opposed
—o— Mixed Aided —4— Mixed Opposed

2,000

1,500 |

Heat Flux (W/m?
—
f)
o
o
T

500 - 1

Fig. 5.24: The heat flux comparison for isothermal forced and mixed convection comparing
the buoyancy aided and buoyancy opposed conditions.

—e— Forced Aided —4— Forced Opposed
—o— Mixed Aided —4— Mixed Opposed
1 T T T T T T T

0.8} |

0.6 | |

Gr/Re?

0.4 .

0.2

Fig. 5.25: The convection ratio comparison for isothermal forced and mixed convection
comparing the buoyancy aided and buoyancy opposed conditions.

increase in the momentum thickness as a function of z. The buoyancy aided cases show a
constant momentum thickness (forced) or a decrease in the momentum thickness (mixed)

from the second to third positions.



94

—e— Forced Aided —— Forced Opposed
—o— Mixed Aided —a— Mixed Opposed

4 T T T T T T T
3 i
/g = i
E 2 1
Q8 | |
10 |
0 L | L | L | L | L | L | L | L | L |
0 02 04 06 038 1 1.2 14 16 18

Fig. 5.26: The momentum thickness comparison for isothermal forced and mixed convection
comparing the buoyancy aided and buoyancy opposed conditions.

Figure 5.27 shows the comparison of the boundary layer velocity profiles between the
buoyancy aided and opposed isothermal mixed convection cases. As expected, the trends are
significantly different. The aided case shows the laminarization (as discussed previously).
The opposed case shows a developing boundary layer that appears to never fully develop.
Even the first position boundary layers are different between the two cases. The mixed
convection flow is influenced strongly by gravity. It is also interesting that the measured
free stream at the first position for both cases is the same. This is shown by the near zero
relative difference in Fig. 5.27.

The boundary layer velocities plotted in Figs. 5.3 and 5.16 are plotted for comparison
in Fig. 5.28 to compare the effects of isothermal and constant flux heating for buoyancy
aided forced convection. The slight change in heating conditions has little effect on the
boundary layer velocity flow for buoyancy aided forced convection. The trends in Fig. 5.28
are nearly indistinguishable. This is shown by computing the relative difference between
the data, plotted as Aupyr. The magnitude of the difference is much smaller than that

presented in Fig. 5.23. As previously stated, the forced convection flow is influenced by
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Fig. 5.27: The boundary layer velocity profile comparison for the isothermal mixed convec-
tion buoyancy aided and opposed cases. The relative difference due to gravity effects for
isothermal mixed convection is denoted Ay g.

buoyancy, shown in Fig. 5.23. However, the change in buoyant forces due to the change in
heating conditions does not significantly influence the boundary layer velocity profiles. The
effects due to gravity changes are much more significant.

Figure 5.29 shows the boundary layer velocity for the buoyancy aided mixed convection
cases comparing the constant heat flux and isothermal heating effects on the boundary layer
velocity. The third position is influenced most heavily by the change in heating conditions.
The first position is not influenced significantly. The second position shows some difference
due to the different heating. As with the forced convection case mentioned above, the
effects due to gravity changes are more significant than the changes resulting from the plate
temperature. Although this is only for the plate temperatures outlined in Fig. 5.1.

The data presented in Figs. 5.23, 5.27, 5.28, and 5.29 show that the boundary layer
velocities are more significantly effected by gravity than by the wall temperature, all other
boundary conditions being practically the same. The mixed convection cases are more

significantly effected by the change in buoyant forces than the forced convection cases (as
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Fig. 5.28: The boundary layer velocity comparison for the forced convection buoyancy
aided cases, comparing the isothermal and constant flux heating conditions. The relative
difference between the cases is denoted Aur 7.
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Fig. 5.29: The boundary layer velocity comparison for the mixed convection buoyancy aided
cases comparing the isothermal and constant heat flux conditions. The relative difference
between the cases is denoted Ay 7.
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expected). The forced convection cases do show some influence from buoyancy on the

boundary layer velocity profiles.

5.3.2 Comparison of Classical Boundary Layer Shape Factors

The classic literature provides some insight into what one can expect in the measured
boundary layer velocity. The shape factor H, which is the ratio of the displacement thickness
and the momentum thickness, is plotted in Fig. 5.30. The displacement thickness ¢; and the
momentum thickness do where presented earlier. The shape factor is plotted as a function

of a second shape factor, n, which is defined as [56]

n=1—<MH»2. (5.8)

Uoo

The u(H) term in Eqn. 5.8 is the measured velocity at a distance H from the wall. The

expected trend is for n as a function of H is [56]

H_l)TF1 (5.9)

e [H(HH

It is noted that for n > 0.46 a pressure rise exists in the flow, which is also called
an adverse pressure gradient [56]. From Fig. 5.30, we see that all of the buoyancy aided
cases are in the adverse pressure range. The experimental measurements also match trends
shown in the data presented by Schlichting and others (see Fig. 22.6 in [56]). The cases at
the higher magnitudes of 1 are nearer the expected trend than those at lower values of n
for the buoyancy aided cases. The text also states that separation occurs near 7 =~ 0.8. The
data show no signs of separation, however.

To ensure that the flow in this wind tunnel can be considered valid for the shape
factor analysis, an unheated case is desired. The unheated shape factor should fit the
expected trend. Thus, an additional two data sets are now considered but are not part of
the validation data presented. They include an unheated and heated flow at a Reynolds

number (based on hydraulic diameter) of 13400. This flow is much slower than the cases
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Fig. 5.30: A comparison of the classic shape factor with the expected trend as a function
of the second shape factor n (see Eqn. 5.8).

considered previously, having a free stream velocity of 0.7 m/s. The buoyancy effects on
the flow are significant for this flow rate. The velocity profiles for these additional cases are
presented in Fig. 5.31. It is obvious that the heating accelerates the boundary layer when
compared with the unheated case. In both cases, the Reynolds normal stress is small.

The corresponding shape factor correlation is included in Fig. 5.30 labed as Heated,
Unheated, and Heated Max Velocity. Notice that when the free stream velocity is used to
compute 7 in the Heated case (filled in red square), the resultant point is far different from
an expected trend. The free stream velocity is used in the literature and the other cases
previously presented. However, if the maximum velocity is used (Heated Max Velocity,
hollow red square), the point is closer to expected values. The unheated case is near the
expected trend as well (filled in black square). This suggests that the boundary layers
considered in this flow behave similarly to unheated boundary layers considered in the
classical literature. Also, when discussing this shape factor trend, the maximum velocity

should be used, particularly when significant accelerations are in the flow. The maximum
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velocity is higher than the free stream velocity for the very slow flow case shown by Fig. 5.31.
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Fig. 5.31: The boundary layer velocity profiles for an unheated and heated low Reynolds
number flow.

5.3.3 Buoyancy Influence on Heat Flux

Now we consider the buoyancy influence on heat flux from the plate. Wang et al. show
data comparing the effects of buoyancy on heat transfer for buoyancy aided and opposed
flow [4]. The Nusselt number is divided by a forced convection Nusselt number and plotted

as a function of the special buoyancy parameter

N Gr*
Bo® = o (5.10)

This is shown in Fig. 5.32 and is compared with the data presented in [4].
In this analysis, the Nusselt number Nu characteristic length is the hydraulic diameter
of the test section (12 in.). The developing, variable property forced convection Nusselt

number Nuy is

T —0.34
Nu; = C x 0.0228Re’Pr%4 <T> (5.11)

[e. 9]
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with
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5520 / x \ 7
0.69 - 5.12
" Re (Dh> ] (512

—e— Forced Aided Isothermal —e— Mixed Aided Isothermal
—e— Forced Aided Flux —o— Mixed Aided Flux

- 4- Forced Opposed Isothermal - 4- Mixed Opposed Isothermal
—=— Wang Aided —=— Wang Opposed

1.4

1.2

Nu/Nuf
—
T

0.8 |

0.6 - i

T O T Y B A WA BT

- 107 107° 107® 1007 10°% 107° 107*
Bo*

Fig. 5.32: A plot of the Nusselt number ratio versus the special buoyancy parameter for the
data in this study and the data presented in [4].

It is shown in the Wang et al. data and study [4] that the buoyancy aided data
experiences a suppression of heat transfer followed by a recovery of the heat flux for an
increase in buoyancy effects. The data obtained in this study shows a similar trend. For
example, the mixed buoyancy aided isothermal case shows a decrease in the Nusselt number
ratio from position 1 to 2 and an increase again from 2 to 3 (right to left in Fig. 5.32).
The forced aided isothermal trend shows a similar heat flux suppression, but with smaller
magnitude than the mixed convection aided isothermal case. The constant heat flux cases
show a flat trend, not giving any significant suppression of the heat flux due to buoyancy.
The buoyancy opposed forced case shows an impairment of heat flux similar to the buoyancy

aided case. However, the buoyancy opposed mixed case shows an improvement of heat flux
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due to the effect of buoyancy.

5.3.4 Shear Velocity and Shear Profile

There is another method that can be used to compute the shear velocity from the data.
The total shear stress is the sum of the Reynolds stress (—pu/v’) and the viscous stress,
7(y) = —pu/v' + pdu/dy [57]. The total shear stress is linear in fully developed pipe and
channel flow due to the absence of streamwise acceleration [57]. The intercept at y = 0 is
the total shear stress at the wall, and is used to find the friction velocity tabulated in the
previous sections. Those tables are repeated for discussion in this section.

Figure 5.33 shows the total shear stress for the buoyancy aided isothermal forced con-
vection case. This case has negligible streamwise acceleration and the second and third
positions appear to be is fully developed. The trends closely match the linear fit, except
nearest the wall. The shear stress is expected to be zero in the free stream. As is shown, the
first position nearly reaches the free stream shear stress, but the second and third positions
do not. The velocity profiles in Fig. 5.3 show that the free stream velocity is not measured
except nearly at the first position. This is why the second and third positions shear stress
do not go to zero within the bounds of the plot.

Figure 5.34 shows the total shear stress trends for the buoyancy aided isothermal mixed
convection case. The flow is not fully developed and has significant acceleration effects from
buoyant forces, causing disagreement with the theory that the shear stress profile should be
linear. The first position trend is the most different from the linear fit. As the trends are
all near zero at the furthest points from the wall (y ~ 14 mm), the free stream velocity is
measured in these profiles. This is confirmed by reviewing Fig. 5.7. The non-linear nature
of the shear stress profile suggests that this is a poor method for estimating the friction
velocity in the mixed convection regime.

Figure 5.35 shows the total shear stress for the buoyancy aided constant flux forced
convection case. This figure shows similar trends to the isothermal case in Fig. 5.33. As was
previously discussed, the boundary layer velocity profiles are very similar, so the similarity

in the shear stress is not unexpected. It is worth noting that the data near the wall (inwards
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Fig. 5.33: The total shear stress profile with a linear fit for the buoyancy aided isothermal

forced convection case.
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Fig. 5.34: The total shear stress profile with a linear fit for the buoyancy aided isothermal

mixed convection case.

from 2 mm.) shows a slightly different trend than the isothermal forced convection case.

Also, the data for position 2 and 3 do not cross in this case, as they do in the isothermal
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case (Fig. 5.33).
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Fig. 5.35: The total shear stress profile with a linear fit for the buoyancy aided constant
flux forced convection case.

The total shear stress for the buoyancy aided constant heat flux mixed convection
case is shown in Fig. 5.36. The trends are not similar to the isothermal counterpart in
Fig. 5.34. At each streamwise location, the constant heat flux case has similar wall shear
stress, whereas the isothermal case does not. They both do exhibit a non-linear profile,
particularly at the first position. Again, this is no surprise, as the linearity is only expected
in fully developed turbulent flow, and the mixed cases are neither fully developed nor fully
turbulent.

The shear stress at y = 0 is used to find the friction velocity. For the forced convection
cases, the wall shear stress is used directly to compute u,. However, for the mixed convection
cases, this value is not accurate since the trends are not linear.

Table 5.11 shows the previously presented friction velocities, with the addition of the
friction velocity resulting from the total shear stress linear fit for the buoyancy aided isother-
mal forced convection case. With the exception of the first position, this method is near the

other methods for predicting the friction velocity. The first position gives a high estimate
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Fig. 5.36: The total shear stress profile with a linear fit for the buoyancy aided constant
flux mixed convection case.

of the shear velocity using the total shear method. It is interesting that this method is most

closely matched with the Spalding fit method using the classical parameters of x and B.

Table 5.11: Shear velocity from the Spalding fit, and the shear velocity from a linear fit
near the wall at the heat flux sensor positions for the buoyancy aided isothermal forced
convection case. The computed friction velocity from the CFD simulation is also tabulated,
along with the friction velocity from the total shear velocity. The two Spalding fit shear
velocities correspond to the two cases with different fit parameters described previously (see

Table 5.2).

Position ‘ u, Spalding

u, Linear ‘ u, CFD ‘ u,; Total Shear

P1 0.248
P1 0.228 0.233+£0.004 | 0.215 0.252
P2 0.233
P9 0.923 0.2164+0.004 | 0.231 0.225
P3 0.235
P3 0.219 0.216+0.004 | 0.233 0.220

The shear velocity is again tabulated in Table 5.12 for the buoyancy aided constant

heat flux forced convection case with the addition of u, from the total linear shear stress
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method. The linear shear stress method provides a similar shear velocity to the other
methods for this case, but slightly under-predicts the value compared to the other methods
for the second and third positions. The total shear method over-predicts the friction velocity
at the first position compared to the three point linear fit and the CFD, but under-predicts
when compared to the Spalding fit at the first position.

Table 5.12: Shear velocity from the Spalding fit, and the shear velocity from a linear fit
near the wall at the heat flux sensor positions for the buoyancy aided constant heat flux

forced convection case. The two Spalding fit shear velocities correspond to the two cases
with different fit parameters described previously (see Table 5.8).

Position ‘ u, Spalding ‘ u, Linear ‘ u; CFD ‘ u; Total Shear

P1 0.249
P1 0.251 0.220+0.011 0.200 0.247
P2 0.228
P9 0.934 0.2274£0.012 | 0.203 0.211
P3 0.223
P3 0.198 0.233£0.015 | 0.206 0.217

The two components that make up the total shear inspire another question; can the
components of the total shear be used for validation? The two components that are summed
to compute the total shear stress previously presented are pdu/dy and pu/v’. These compo-
nents are plotted for the three positions of the buoyancy aided isothermal forced convection
case and compared with the CFD computation of the same. One assumption necessary
for the CFD components is that —u/v/ = ep;0u/dy. The eddy diffusivity is ey and @ is
the measured average streamwise velocity. The models used for the forced convection case
compute a turbulence viscosity p; that is related to the eddy diffusivity by u; = peps [18].

Figure 5.37 shows the shear stress components for the buoyancy aided forced isothermal
case at the first position comparing the CFD computation to the experiment. As is shown,
the CFD under-predicts the Reynolds stress compared to the experiment. Also, the CFD
trend for the Reynolds stress is non-linear. The assumptions that make for a linear total

shear stress are not valid for this case, as the flow is not fully developed. However, the

experimental data show that the total shear stress is linear, but the CFD prediction is not
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linear.
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Fig. 5.37: The total shear stress profile with a linear fit for the buoyancy aided isothermal
forced convection case at the first position. The y+ = 10 value is at y = 0.73 mm.

Figure 5.38 shows the shear stress components for the second position in the buoyancy
aided forced isothermal case, comparing the CFD and experiment. The total shear stress
at this position is linear, but the simulation still under-predicts the experiment Reynolds
stress. The viscous stress is similar when comparing the CFD and the experiment, giving
further credence to the limitations of the model to predict the Reynolds shear stress. The
difference between the CFD simulation and the experiment in the viscous shear stress and
the Reynolds shear stress within the viscous sublayer is significant.

Figure 5.39 shows the the shear stress components for the third position in the forced
isothermal case, comparing the CFD and experiment. The total shear stress at this position
is linear, but the simulation still under-predicts the experiment Reynolds stress. It is in-
teresting that the near wall trends at the second and third positions are very similar (both
experimentally and in the simulation). The viscous shear stress in the viscous sublayer does

not follow the trend predicted in the experiment, as was the case at the second position.
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Fig. 5.38: The total shear stress profile with a linear fit for the buoyancy aided isothermal

forced convection case at the second position. The y+ = 10 value is at y = 0.87 mm.
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Fig. 5.39: The total shear stress profile with a linear fit for the buoyancy aided isothermal

forced convection case at the third position. The y+ = 10 value is at y = 1.13 mm.
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5.4 Uncertainty and Repeatability

To quantify the uncertainty of the measurements, several methods are used. The PIV
position uncertainty is found using three different methods to compute the wall position.
The position of the wall is the primary source of uncertainty for the position, since all
spatial dimensions in the PIV data are derived from the wall location. For a discussion
of this component of uncertainty, refer to Chapter 4.3.4. The PIV data uncertainty is
quantified as outlined in the literature mentioned earlier.

The repeatability of the velocity measurement is considered as suggested by Oberkampf
and Trucano [6]. Figure 5.40 shows the boundary layer velocity for several repeats of
the buoyancy aided forced isothermal data at each position. The velocity profile for the
boundary layer over the first heat flux sensor (P1 r1-r3) is repeatable. The profiles over the
second and third heat flux sensors are repeatable as well. These cases were recorded several
months apart, with a disassemble and remount of the PIV equipment between r2 and r3

cases. The free stream velocity T, for these cases is 4.487 m/s.

—Plrl=—P2r1—P3rl
===Plr2--=-P21r2---P31r2

0.8 .

0.6 - .

U/ U
L

0.4 .
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Fig. 5.40: The boundary layer streamwise velocity profiles for the flow over the three posi-
tions for three repeats of the isothermal forced aided flow measurement.

Figure 5.41 shows these profiles as a difference from the mean of the data, also called
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the velocity residual Au. We note that between replications, the camera was removed,
replaced, and recalibrated. The mean of the profiles at the first position is used to compute
the residual at the first position, and similarly for the other two positions. It is shown
that 3 repeats of the boundary layer velocity over the first heat flux sensor have an average
residual level of 0.05 m/s with larger values near the wall. The PIV data near the wall has
larger uncertainty. The large residual here could also result from an error in the y position
in the presence of the large velocity gradient. The fact that the P2 and P3 trends are
equal and opposite in Fig. 5.41 is because there are only two data points to compute the
average. This suggests that the repeatability of the boundary layer velocity measurement
is approximately 0.05 m/s, with the error as high as 0.18 m/s.

The Reynolds normal stress residual Au/v/ is similarly plotted in Fig. 5.42. The peak
Reynolds normal stress residual is 0.04 (m/s)?. The average Reynolds normal stress residual
magnitude is 0.015 (m/s)?. This suggests that the Reynolds normal stress is repeatable to

within 0.04 (m/s)? with an average repeatability of 0.015 (m/s)?.
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Fig. 5.41: The boundary layer streamwise velocity residuals for the flow over the three
positions for three repeats of the isothermal forced aided flow measurement.
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Fig. 5.42: The boundary layer streamwise velocity Reynolds normal stress residuals for the

flow over the three positions for three repeats of the isothermal forced aided flow measure-
ment.
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Chapter 6
Conclusions

Validation of CFD simulations is an important aspect of pre-production analysis for
many complicated systems, including nuclear reactors. The design of a validation experi-
ment is presented. This design allows for simultaneous measurement of the boundary con-
ditions and system response quantities. The boundary conditions measured include: the
wall temperatures, flow inlet temperature, inlet velocity with statistical quantities sufficient
to quantify turbulence model parameters, and atmospheric conditions. These measured
boundary conditions were designed with a gaol of Level 2 Completeness in the Validation
Experiment Data Completion table [11].

The boundary condition treatment is outlined, with uncertainty quantification. It is not
prudent to present the boundary conditions in a report such as this, so a website was created
to disseminate the boundary conditions and system response quantities. This website also
contains the details necessary for an external party to conduct validation studies of their
own. They simply gather the necessary details from the pages describing the experimental
apparatus, material properties, boundary conditions, and system responses. They can use
the boundary conditions to compute their own simulations. Then they can compare their
simulation system responses to those on the website (which are the ones presented in this
work). A validation study is mostly useless unless the data are made available for model
developers around the world to use.

The repeatability of the measurements are discussed in Chapter 5.4, where it is shown
that the boundary layer measurements are repeatable. To properly quantify that repeata-
bility, the velocity residuals were also presented. The worst case error of repeatability is
shown to be 0.2 m/s, with an average repeatability error of 0.05 m/s. The repeatability

error could be combined with the velocity uncertainty to provide a more accurate estimate
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of the total velocity uncertainty.

Another aspect of the uncertainty of the velocity measurements is the position uncer-
tainty. As there are several methods that can be employed to find the wall position, only a
few of these methods were used to estimate the wall position and uncertainty, and therefore
the overall velocity position uncertainty. It was found that the position uncertainty can be
as high as 0.2 mm, with an average of our cases below 0.1 mm, depending on the method
used to find the wall position.

The system responses presented also provide much insight into the behavior of convec-
tive boundary layer flow. Forced convection flow is usually considered to have no influence
from buoyant forces. However, the unique capability of this experimental apparatus to
change gravity without changing other boundary conditions shows that this is not always
true. Even when the Gr,/Re2 ratio is in the forced convection regime, the effects of buoy-
ancy are still present. This is even more prevalent in the mixed convection case, but this
was expected. The isothermal heating and constant flux heating did not effect the boundary
layer profiles as much as the effect of buoyancy from gravity changes. The heat flux SRQ
was changed significantly with the change in heating conditions, however.

The mixed convection buoyancy aided case shows a laminarizing flow. The flow inlet
starts with a laminar-like profile, and develops into a more turbulent profile before re-
turning to the laminar-like flow. The heat flux trend also provides some insight into this
phenomenon, where the flux at the second position is lower than expected. The impair-
ment of the heat flux is further quantified by using a Nusselt number ratio and a special
buoyancy parameter. It is shown that buoyancy tends to suppress the heat flux and then
improve it, depending on the flow rate and orientation. It is noted that the Gr/Re? ration is
nearly identical for the forced convection buoyancy aided and opposed cases, as well as for
the mixed buoyancy aided and opposed cases. The momentum thickness is also compared
as a function of the direction of gravity. The laminarizing flow shows a decrease in the
momentum thickness during the onset of laminarization.

The classical boundary layer shape functions were also presented. It was found that
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even this convective flow behaves as an unheated boundary layer, so long as similar pressure
gradients are in effect. It was also found that when the flow rate is very slow (buoyancy
effects are large), the shape factors agree with expected trends so long as the maximum
velocity is used instead of the free stream velocity.

Several simulations were conducted using models that were expected to be reasonably
accurate for these flow conditions. The simulations are presented simply to show that the
measured boundary conditions are sufficient to define the boundary conditions in the models
presented. The simulation response quantities show that the models may predict the flow

reasonably well, but Reynolds stress or heat flux may not be as well predicted.
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Appendix A
Small Calibration Target

The calibration plate uses laser etched circles on an anodized aluminum plate. The

dots are 0.980 mm (0.039 in) in diameter and spaced 3.175 mm (0.125 in) apart.

Fig. A.1: An image of the calibration target built to dewarp the SRQ data images.
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Appendix B
Rotatable Buoyancy Tunnel Schematic

The schematic of the wind tunnel, provided by Engineering Laboratory Design, Inc.

and used with permission.
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Appendix C
Test Section Schematics
Schematics of the test section walls. The order of the drawings is

1. Left Wall

2. Right Wall

3. Top Wall 15¢ Section

4. Top Wall 2°¢ Section

5. Top Wall 3'4 Section

6. Inlet Floor



| 40| L33HS Em_u\s_ ELAN

HPZC HIDW 3PIS 43T JWWN J114

XXXX% 1d € XXX= 1d ¢
SXXF STIONY
SYILINITIIA NI 38 SNOISNIWID

A _ ON M0 MNN,,M (0314173dS 3SIMY3HLO SSTINN
dddv dOW
- ¥ddv I3
mm_um_ pnos 2SO/ 1043 ﬁ_mzﬁw“m
310 NN
€0C
a gﬂ o (-] o (-] o (-] (-] o o o o o h.mer «‘
N v rs96 ﬁ
| ) 672
f |
|
’
- g€
1'96
2T
99T
0¢6T
— : : : -
| |
| m m,
008'6 N X
k oow.m 1 w,
JumW o o o o o -] o o o o o o o o (-] W *

Er I T NOILdR3530 [

A4OLSIH NOISIAZY




L 40 | 133HS 1HIIIM ELLAN XXXX= 1d € XXX% 1d
HPZZ W 3PIS JUDIY FWYN 3114 XX* STTINY vall\vAREl
" SIHINI NI 8Y SNOISNIWIC So0H 1 v ooV L3
. | |
e onama | 7S 0314173dS ISIMYIHLO SSTINN S 8 ON 10J HUISD AR 0S8
7 3pIS 1By Nﬁﬁﬁ NIUL 1143 1.991'0 @) 61 ON
J1LIL

m | 03¥J3H3 + 0S) — ﬂ | —
110M 39PIS 1UDIY 21020 | INTIRr NMVID 05e| lo |
. . 001l

3LV T | E& "
05z .
900

GZ Im
0¥.29/
06129
02EY9
= 0CEYS
= 0CErY
= 0CEYE
02EYE ———=

=t

000rhfoszel |

|=—
s

0.8 L

sejoy G|

(dsaq .0 IIPM SpISU| WO} .00

9|0OH m_QDOQOC\Cmﬁ._. Nel

se|0y 9
[deaQ /€ 0) [IOM SPISU| WOy ,£00
s|oH 8|dnodouusay] ,91/|




| 401 133HS LHOIIM ELAN XXXXE 1d € XXX* 1d
1P U01433s Z Yo}y do] JWvN 114 X XF STTONY
v SIHINI NI 34 SNOISNIWID
A3 onama | 371 0314173dS 3SIMYIHLO SSTTNN 00011
| ol doy dddv 9N 0SZ6
i ddd¥ N3 0008
03Y23H)
| Uol}33§ 3]01d m_o._. ENZIE0 | INTHIr NMYD 05C9 ———=
. ET JWN 0S/ Y — =
0GZ'€ — _
—={ }=—02C€’ 009l
| T.nm. =T O—— -0 : =4 1
SHasul psppaly] $2-01| 104
niyy do| g2-ONN 91 8/€
deaq,62°0 'IIPM 8pISU| Wod) ,£0°0
. 8|0H 8|dnooowliay] , 9|/
000Gl 0SLY1 LYIgzey 00S 7l
deaq ., 7€0 1IPM 8PISU] WO} ,£0°0
° k= 9|0H 8|dnoooudiay] , 91/ c
3PIS SIY Wodj g S0y
0ZE Y dseQ ,881'0 doL 92-ONN -0l
= — ||||| T — — — |n.\\| -_ 7w — — —/— —/ 7 |H
& GSY | ~——1©° o o o | GIg
1 —=—0.€ |85/ _ _ Y
=005




| 401 L33HS [ HOIIM EIAN XXXXF 1d € XXX* 1d Z
HPZ U01433s Z MDj dof JWNN 314 X XF STTONY

v SIHINI NI 34v SNOISNIWID

A3 onama | 371 0314133dS ISIMYIHLO SSIINN
, wos dog ddd¥ JIW
. - dddv N3
] 03Y3H]
N _._o_ﬁ_mm m_ﬁEn_ m_o._. SNZIEO [  INTHar NMYAO

V0 IWWN

1. .

[ M [

ow_.u

opIS 1oY)0 0] O1IIOWIUIAS

9pIS Sy} Wody sa10H JL D \

S9[0H 0

deeq .50 dol gz-ONN ¥2-0lI

ov.cS

nJy| 8|oH ajdnoooudiay] ,9|/] 0¥9'.¢ 000 L]
0Sc ,
7 00¢ tﬁH
P S8I0H 6 'dea(d,./¥0 °
R [IOM SpIsU] Wod} €00 0521
. a 0056 a|0H ajdnooowilay] 9/l "
* 008
: 0009 \ ' A
. @.Ne : : . . |losi E
0co'¢
~—— 0262 ——=
0co6cc
0cbce
: 0cocy
vccs
06v ¢S
0SS




L 401 133HS LHIIIM T3S XXXXE Td € XXXE W Z
HPag U013s 7 ol do] “JWyN 114 XXF SITINV
v SIHINI NI TdY SNOISNIWID
3 vl 1z 0314173dS 3SIMYIHLO SSTINN
¢ uoas oy dddv 4T
_ | ¥ddv ON3
03YI3H)
m co_tmm E.d._n_ m_o._. SAZIE0 [  INTHIr NMYO
. 31V0 JWWN
00072
iR
‘3PIS SIY} WOJY S30H L TIHD 05¢9 e ]
00 = |=— = 0S¢Eg=l=—o 005
- O O n_v _ O
w T T T 1T
. - - Se|oy G =1
05¢ Iv_ —~ deaq ,881'0 dol gZ-ONN ¥2-0l
desd, /€0 'lIoM 8pIsu| Wol} ,£00
9|0H 8|dnooowllay] , 91/
4zAl
S50l . seloy ¥ S8t 0l
0000l deaq .50 dol gz-ONN #2-0
desq 620 'lIoM 8pIsSu| WO}, €00
9|OH m_QjooOCtmg._. Nel
S}esul pepoely| g-0| 404
+ nJy} do| gz-ONN 91 8/€
o = 3
T 05/ -II,IFAII ||__||/a||| O 1 ooc
02€ = t=— +\ﬁ . 005 ]
. 0S5/ ——=
00€ — 0008
0001




L 40 ) 133HS L HIIIM T3S XXXXF 1d € XXXF 1d
1pJoo1d 431U] JWN 3114 X XF STTONY
v SIHINI NI 34¥ SNOISNIWID
A3 onama | 371 0314133dS ISIMYIHLO SSTINN
ool 131 Ydd¥ YOW
- ¥ddv ON3
] TENRE
.._oo._u_ ._.m__.__ SNZIEO [  INTHar NMYAO
31V0 JWWN
ﬁ G/ECI A
Ex T ] =g
8c6
8816
SSI°H v O aro
deeQ Gz90 dol 92-ONN 2€-8

qlgl

< e o ¢ ¥

I [o 59/ \ // +

' og— sa|0y G .T 1
desq,881'0 doL §Z-ONN ¥Z-0l

[IOM SPISUl Woly €00
8|0H &|dnooowliay] , 9|/

»

I
L

M




130

Appendix D
Custom Silicon Heater

The schematic of the heater from Tempco Electric Heater Corporation. Each heater
cost $158.90 and one time charge of $60.00 to setup the manufacturing. The heaters have
Teflon leads of 24 inches. The heaters have a capacity of 580 Watts and 60 Volts. Failure

temperature is above 260°C, but continuous use should stay below 200°C.
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Appendix E
Inlet Thermocouple Positions

The positions of the inlet thermocouples are shown in Fig. E.1. North is up in the

figure and the thermocouples are numbered as in the Master .vi.

Fig. E.1: A sketch showing the positions of the inlet thermocouples. With the test section
in the buoyancy aided orientation (inlet down), up in the image is north.
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Appendix F

Boundary Conditions Statistics

lear all; close all; clc;format long;

% Shaun Harris wrote this code Dec. 19, 2013

email: shaun.r.harris@gmail.com

feel free to contact if you have many questions

% User Input

put a 0 if you have 6 .csv files in one folder for your case or

put a 1 if you have 5 temperature files in one folder and the heat flux

iletype=input (['Put a 0 if you have all 6 .csv files in one folder \n'...
' Put a 1 if you have 5 temperature files in one spot and the heat'...
' flux files in another \n'l);

if 0... input after running code is a O

5 temperature .csv files under one folder and flux .csv files somewhere else

Selecting files: This program will ask you to select 2 seperate folders

First folder: Select the folder that is above a series of folders that

contain the 5 temperature .csv files

Should be named HeatedWallTemp.csv, InletTemp.csv, RightWallTemp.csv,

LeftWallTemp.csv and TopWallTemp.csv

Second folder: Select a folder that is above a series of .csv heat flux

files that you want the stats for. Make sure no other .csv files are in

there
% if 1... input after running code is a 1
6 .csv files in the same folder

This code will ask you to select one folder. Select the folder that is
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% above a series of folders that contain the 6 .csv files HeatedWallTemp.csv,

\o

¥ InletTemp.csv, and etc. in each of the folders. Make sure no other folders

% are in the folder.

o

% After running code. The variables can be identified

o°

oe

HW_Mean_Temp is the heated wall average temperatures at each of the

oe

positions x y and z of multiple laser positions

o\

HW_SD is the heated wall standard deviation at each of the positions x y

o\

and z of multiple laser positions

o\

HW_PU is the heated wall precision uncertainty at each of the positions x
% vy and z of multiple laser positions...v is used for the precision

% uncertainty claculation

o°

% Select files
% This section will bring in the all the temp data into your workspace
tempName={'\HeatedWallTemp.csv'; '\InletTemp.csv';'\LeftWallTemp.csv'; ...
"\RightWallTemp.csv'; '\TopWallTemp.csv'};% Specific Temp file names
sprintf('$s', "' Select the case you want to use')
if Filetype
folder=uigetdir('',
'Select Temperature .csv folder above the series of folders they are in');

o

% find folder that contains all different positions
dirListing=dir (folder); % array of all the names of the files in the folder
FlxName=uigetdir (folder, 'Select Heat Flux .csv folder for the case');
%find folder that contains the flux files
dirListingFlux=dir (fullfile (FlxName, '+xcsv'));
% cell array of all names of the flux files in the folder
elseif "Filetype
tempName={"'\HeatedWallTemp.csv';'\InletTemp.csv'; ' '\LeftWallTemp.csv'; ...
"\RightWallTemp.csv';'\TopWallTemp.csv'};% Specific Temp file names
flxName={'\HeatFlux.csv'};
folder=uigetdir; % find folder that contains all different positions
dirListing=dir (folder); S%array of all the names of the files in the folder
dirListingFlux=dirListing;
FlxName=folder;

else



)

sprintf('%s', ['You need to read the introduction for this

'code and input a 1 or 0 for the Filetype'l])
end
tic
% initialize a few arrays
b=0;
for d=3:1length(dirlListing)

if dirListing(d) .isdir

b=b+1;

end

c=0;
if Filetype
for d=1l:length(dirListingFlux)
if "dirListingFlux(d) .isdir
c=c+1;
end
end
else
for d=3:length(dirlListingFlux)
if "dirListingFlux(d) .isdir
c=c+1;
end
end
end
fluxName=cell (1,c);
M_flux=cell(l,c);
fileName=cell (5,Db);
M_temp=cell (5,b);
%% loop through files and open and save in workspace as
if Filetype
% corresponding fileName and M_temp arrays
j=1;
k=1;

for d=3:b+2
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if dirListing(d) .isdir $ if file in selected file is a folder.
$ If it is then run if statement
for i=1:5
fileName(i,k)={strcat(fullfile(folder,...
dirListing(d).name),tempName(i))};
% full file name for each of the temp/flux files 2 below selected file
[Num]=csvread (fileName{i, k}{1,1},1,0);
M_temp{1i, k}=Num;
Jj=3+1;
end
k=k+1;
else
k=k+0;
end
end
How_Many_Folders_Opened=k—1; % show how many folders in the selected file
How_Many_Data._Temp_Sets=3j—1; % show how many temperature files you've opened
% loop through for flux files
k=1;
for d=1l:c
if "dirListingFlux(d).isdir % if file in selected folder is a .csv file
fluxName (1,k)={fullfile (FlxName,dirListingFlux(d) .name) }; % for flux
[Numb]=csvread (fluxName{1l, k}, 0,0);
M_flux{l, k}=Numb;
k=k+1;
end
end
How_Many-Flux_Files_Opened=k—1;

clear j 1 k d Num ans Numb; % clear extra variables

elseif "Filetype

j=1;
k=1;
for d=3:b+2

if dirListing(d) .isdir $ if file in selected file is a folder.
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$If it is then run if statement
fluxName(l,k)z{strcat(fullfile(folder,dirListing(d).name),...
flxName (1)) }; % for flux
[Numb]=csvread (fluxName{1l,k}{1,1},0,0);
M_flux{l, k}=Numb;
for i=1:5
fileName (i,k)={strcat (fullfile (folder, ...
dirListing(d) .name), tempName (1)) };
% full file name for each of the temp/flux files 2 below selected file
[Num]=csvread (fileName{i, k}{1,1},1,0);
M_temp{i, k}=Num;
J=3+1;
end
k=k+1;
else
end
end
How_Many_-Folders_Opened=k—1; % show how many folders in the selected file
How_Many_-Data_-Temp-Sets=j—1; % show how many temperature files you've opened
clear j i d Num ans Numb; % clear extra variables
else
sprintf ('%s', 'Seriously.... read the introduction')
end
%% Computing Temp Data next 3 sections also
% Mean temperature/Standard Deviation/Precision Uncertainty .csv files
[T,pl=size(M_temp); % size of array of temp files
[T,r]=size(M_flux); % size of array of flux files
% average temperature x y z temperature
[m, "]=size(M_temp{l,1}); % sizes of all walls
[m2, "]=size (M_temp{2,1});
[m3, "]=size (M_temp{3,1});
[m4, "]=size (M_temp{4,1});
[m5, "]=size (M_temp{5,1});

[",n2]=size(M_flux{l,1}); % size of flux file
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% initialize a few more arrays
HW_temp=zeros (length(l:m), length(l:p));
I_temp=zeros (length(l:m2), length(l:p));
LW_temp=zeros (length (1:m3),length(l:p));
RW_temp=zeros (length(l1:m4), length(l:p));
TW_temp=zeros (length(l:m5), length(l:p));
HF=zeros (length(l:r),length(1:n2));
for j=1l:p %loop for matrices for each wall temperatures cooresponding to positions
HW_temp (l:m, j)=M_temp{l, 3} (:,4);
I_temp (1l:m2,j)=M_temp{2,3}(:,4);
LW_temp (1:m3, j)=M_-temp{3, 3} (:,4);
RW_temp (1:m4, j)=M_temp{4, j}(:,4);
TW_temp (1:m5, ) =M_temp{5, 3} (:,4);
end
clear j;
for j=1l:r
HF (§,1:n2)=M_flux{1l,3}(1,:); %and flux
end
%% average value of each wall and flux
HW_Mean_Temp=mean (HW_temp, 2) ;
I_Mean_Temp=mean (I_-temp,2);
LW_-Mean_Temp=mean (LW_temp, 2) ;
RW_Mean_Temp=mean (RW_temp, 2) ;
TW_Mean_Temp=mean (TW_temp, 2) ;
HF _MEAN=mean (HF) ;
% average temperature for each case for plots
HW_Mean_Case=mean (HW_temp) ;
I_Mean_-Case=mean (I-temp);
LW_Mean_Case=mean (LW_temp) ;
RW_Mean_Case=mean (RW_temp) ;
TW_Mean_Case=mean (TW_temp) ;
%% standard deviation
HW_SD=(std (HW_temp,0,2));

I_SD=(std(I-temp,0,2));



LW_SD=(std (LW_-temp,0,2));
RW_SD=(std (RW_-temp, 0,2));
TW_SD=(std (TW_-temp, 0,2));

HF_SD=std (HF) ;

%% precision uncertainty with 95% confidence interval = v*SD/sqgrt (N)

o)

mu=p—1; % mu is N—1

)

% table of mu values

v=[1:20;12.706 4.303 3.182 2.776 2.571 2.447 2.365 2.306 2.262 2.228 2.201...

2.179 2.160 2.145 2.131 2.12 2.11 2.101 2.093 2.086]";
% precision uncertainty equations for each wall
HW_PU=v (mu, 2) *HW_SD/sqgrt (p) ;
I_PU=v (mu,2)*I_SD/sqgrt (p);
LW_PU=v (mu, 2) *LW_SD/sqgrt (p) ;
RW_PU=v (mu, 2) *RW_SD/sqrt (p) ;
TW_PU=v (mu, 2) *TW_SD/sqgrt (p) ;
HF_PU=v (mu, 2) *HF _SD/sqrt (r) ;
clear 3 1 mm2 m3 m4 mb5 n n2 m6; % clear extra variables
%% Output
% write headers
% open files to write text headers to
fileIDHW=fopen (fullfile (folder, 'Heated_-Wall MEAN_SD_PU.csv'), 'w');
fileIDI=fopen (fullfile(folder, 'Inlet MEAN_SD PU.csv'),'w'");
fileIDLW=fopen (fullfile (folder, 'Left Wall MEAN_SD PU.csv'),'w");
fileIDRW=fopen (fullfile (folder, 'Right Wall MEAN_SD PU.csv'"),'w');

fileIDTW=fopen (fullfile(folder, 'Top_-Wall MEAN_SD PU.csv'),'w'");

fileIDHF=fopen (fullfile (FlxName, 'HF MEAN_SD PU.txt"),'w');

% print headers
Head={'x','Y','2','"Tave','SD.T',"'P_.T'};
Head2={'X','Flux','SD,Flux','P,Flux'};

fprintf (fileIDHW, '%s, %s, %s, %s, %s,%s\n',Head{l, : });
fprintf (filelIDI, '%s, %s, %s, %s, %s, %$s\n',Head{1, : });
fprintf (fileIDLW, '%s, %s, %s, %5, %s, %$s\n',Head{1, : });
fprintf (fileIDRW, '%s, %s, %s, %s, %s, %$s\n',Head{1, : });

fprintf (£fileIDTW, '%s, %s, %s, %5, %s, %$s\n',Head{l, : });
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fprintf (fileIDHF, '$s\t%s\t%s\t%s\n',Head2{1, : });

o

% close files

fclose('all');

)

% First get the master arrays

HW_Master_MeanTemp_SD_PU=[M_temp{l,1}(:,1),Mtemp{l,1}(:,2), ...
M_temp{l,1}(:,3),HW _Mean_Temp, HW_SD, HW_PU];

I_Master MeanTemp.SD_PU=[M_temp{2,1}(:,1),M temp{2,1}(:,2), ...
M_temp{2,1}(:,3),I_Mean_Temp,I_SD,I_PU];

LW_-Master_-MeanTemp-SD_PU=[M_temp{3,1}(:,1),M temp{3,1}(:,2), ...
M_temp{S,l}(:,3),LW-Mean_Temp,LW-SD,LW_PU];

RWW_Master_MeanTemp_SD_PU=[M_temp{4,1}(:,1),Mtemp{4,1}(:,2), ...
M_temp{4,1}(:,3),RW-Mean_Temp, RW_SD, RW_PU];

TW_-Master_MeanTemp_SD_PU=[M_temp{5,1}(:,1),M temp{5,1}(:,2),...
M_temp{5,1}(:,3), TW-Mean_Temp, TW_SD, TW_PU];

HF Master_MeanTemp_SD_PU=[.1617,.7777,1.3936; HF _MEAN; HF_SD; HF _PU]"';

% includes x coordinates for heat flux sensors

o

% then write them to files

dlmwrite (fullfile (folder, "Heated_-Wall MEAN_SD_PU.csv'),HW_-Master_MeanTemp_-SD_PU, ...

'—append', 'precision',7); % for heated Wall
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dlmwrite (fullfile (folder, 'Inlet MEAN_SD_PU.csv'),I_Master_MeanTemp_SD_PU, ...

'—append', 'precision', 7);

dlmwrite (fullfile (folder, 'Left Wall MEAN_SD PU.csv'),LW_-Master_MeanTemp_SD_PU, ...

'—append', 'precision', 7);

dlmwrite (fullfile (folder, '"Right Wall MEAN_SD PU.csv'),RW_.Master_MeanTemp_SD_PU, ...

'—append', 'precision', 7);

dlmwrite (fullfile (folder, 'Top-Wall MEAN_SD_PU.csv'),TW-Master_-MeanTemp_SD_PU, ...

'—append', 'precision',7);

dlmwrite (fullfile (F1lxName, 'HF _MEAN_SD_PU.txt'),HF_Master_MeanTemp_SD_PU, ...

'delimiter','\t', '—append', 'precision',7);

%% Plot Average Temperature for each of the cases

o

figure ('Name', 'Heated Wall Average Temp For Each Case');

¥ xaxis=case# yaxis=Temp_average or HFSreading Used to find outliers of

cases
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plot (l:p, HW_.Mean_Case, "x', '"MarkerSize',12)
xlabel ('Case Name'),ylabel ('Average Temperature in Kelvin')
title('Heated Wall Average Temp')

set (gca, 'XTick',1:p);set (gca, 'XTickLabel',{dirListing (3:p+2) .name}, 'FontSize',8)

figure('Name', 'Inlet Average Temp For Each Case');

plot (l:p, I_Mean_Case, 'x', "MarkerSize',12)

xlabel ('Case Name'),ylabel ('Average Temperature in Kelvin')
title('Inlet Average Temp')

set (gca, 'XTick',1l:p);set (gca, 'XTickLabel',{dirListing(3:p+2) .name}, 'FontsSize', 8)

figure ('Name', 'Left Wall Average Temp For Each Case');

plot (1:p, LW_-Mean_Case, 'x', '"MarkerSize', 12)

xlabel ('Case Name'),ylabel ('Average Temperature in Kelvin')
title('Left Wall Average Temp')

set (gca, 'XTick',1:p);set (gca, 'XTickLabel',{dirListing (3:p+2) .name}, 'FontSize', 8)

figure ('Name', 'Right Wall Average Temp For Each Case');
plot (1l:p, RW_-Mean_Case, 'x', '"MarkerSize', 12)

xlabel ('Case Name'),ylabel ('Average Temperature in Kelvin')
title('Right Wall Average Temp')

set (gca, 'XTick',1l:p);set (gca, 'XTickLabel',{dirListing(3:p+2) .name}, 'FontSize',8)

figure('Name', 'Top Wall Average Temp For Each Case');

plot(l:p, TW.Mean_Case, 'x', '"MarkerSize',12)

xlabel ('Case Name'),ylabel ('Average Temperature in Kelvin')

title('Top Wall Average Temp')

set (gca, 'XTick',1:p);set (gca, 'XTickLabel',{dirListing (3:p+2) .name}, 'FontSize', 8)
% Flux plot

figure ('Name', '"Heat Flux Sensors per case')

plot(l:r,HF (:,1),"'0o', "MarkerSize',12)

hold all

plot(l:r,HF (:,2),'d', "MarkerSize',12)

plot(l:r,HF (:,3),'x', "MarkerSize',12)
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xlabel ('Case Name'),ylabel ('HFS reading in W / m”"2'),title('Heat Flux Sensors')
legend('HFS 1', "HFS 2', 'HEFS 3'")
if Filetype
set(gca,'XTick',l:r);set(gca,'XTickLabel',{dirListingFlux(l:r).name},'FontSize',B)
else
set (gca, 'XTick',1l:r);set (gca, 'XTickLabel',{dirListingFlux (3:r+2) .name}, 'FontSize', 8)
end
%% clear extra variables
clear fileIDHW fileIDI fileIDLW fileIDRW fileIDTW fileIDHF ans Head
clear Head2 p mu r FlxName HF_Mean HF_PU HF_SD HW_Mean_-Temp HW_PU HW_SD
clear I_-Mean_-Temp I_PU I_SD LW_-Mean_-Temp LW_PU LW_SD RW_-Mean_-Temp RW_PU
clear RW_SD TW_-Mean_-Temp TW_PU TW_SD tempName b c k

toc



Appendix G

Inlet Analysis Code

clear all; close all; clc;

%% User input

proloc =23; % j—index for epsilon profile (increasing from top)

Serial="'4.3"; %Name of the sheet to be used for the excel file for the Ustats
z = —0.0762; % Z—coordinate in meters

% 3in=0.0762m, 5in=0.127m, 5.35in=0.13589m, 5.7in=0.14478m

Export = 0; % Export data in x.csv files? (1 for Yes/0 for No)

BL = 65; % The number of data points from each edge to write

TrimTop = 1;
TrimBottom = 1;
TrimLeft = 1;

TrimRight = 1;

sprintf ('%c', 'Select the MatLab Stats file')
[f1l,p] = uigetfile('.mat'); % Ask user to choose velocity file
load (strcat (p, f1));

% sprintf ('%c', 'Select the Tecplot file for the RMS (Standard Deviation):'")

tic;

x=X"'; x=x(:);

y=Y'; y=y(:);

vxl=v_ave'; vxl=vxl(:);vxl (isnan(vxl))=0;
vyl=u_ave'; vyl=vyl(:);vyl(isnan(vyl))=0;
vx2=uut'; vx2=sqgrt (vx2(:));vx2(isnan(vx2))=0;

vy2=vvt'; vy2=sqrt (vy2(:));vy2(isnan(vy2))=0;

143



nu = 1.632E-5; % kinematic viscosity at 1400 m elevation

[h,w]=size (u_ave);
$w=length (vx1); % width

%$h=length (vx2); % height

%% Allocate and initialize
x_2D=zeros (w,h);
y-2D=zeros (w, h) ;
u=zeros (w, h) ;

v=zeros (w,h);

Uz=zeros (w,h);
Uxy=zeros(w, h);
SDx=zeros (w, h) ;
SDy=zeros (w, h);
SDz=zeros (w, h) ;

SDxy=zeros (w, h) ;

du.-dx = zeros(w,1);
du-dy = zeros(w,1l);
dv.dx = zeros(w,1);
dv_dy = zeros(w,1l);

%% Run through data and sort
xcount=0;
for i=1:h
for J=1:w
xcount = xcount+1l;
x_2D (j,1)=x(xcount) ;

yv-2D (j,1) =y (xcount) ;

u(j,1i)=vxl(xcount)$% u,

v(j,1i)=vyl (xcount);

Uz (j,1)=vxl (xcount) ;

Uxy (j,1)=sqgrt ( vxl(xcount) "2 + vyl (xcount) "2 + vxl(xcount) "2

SDx (j,1)=vx2 (xcount) ;

v are in the x, y direction according to DaVis
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SDy (J,1)=vy2 (xcount) ;
SDz (j,1)=vx2 (xcount) ; % Assume SDz=SDy
SDxy (J,1)=sqgrt ( vx2(xcount) "2 + vy2(xcount) 2 + vx2(xcount) "2 );

end

end

%% Adaptive trimming to masked area
[imin, imax, jmin, jmax] = TrimToMask (v');
% lupper is the y index at the upper boundary (lowest index)
ilower = imin — TrimBottom;

% ilower is the y index at the lower boundary (highest index)

iupper = imax + TrimTop;

jlower = jmin + TrimLeft;

jupper = Jmax — TrimRight;

xlower x_-2D (jlower,1);

xupper x_2D (jupper, 1) ;

ylower = y_2D(1,ilower);

yupper y-2D (1, iupper) ;

xshift x_2D (jlower,1);
x_2D = x_2D — xshift; % Shift x_2D array so y=0 1is at the left
xlower = xlower — xshift;

xupper = xupper — xshift;

%% Calculate epsilon based on gradients of fluctuating terms

% dx = abs( x.2D(1,1) — x.2D(2,1) );%Spacing between vectors in mm given by DaVis
dx = 305./ (jupper—jlower+2); % Spacing between vectors in mm given by geometry

for i=1:w

du_dy (i) = 1000.x( SDx(i,proloc+l) — SDx(i,proloc—1) )/ (2.*dx);



dv_dy (i)
end
for i=2:w—1

du_dx (1)

1000. * (
dv_dx (1) = 1000.=*(

end

SDx (i+1,proloc)

SDy (i+1,proloc)

du_dx (1) = 1000.x( —SDx(3,proloc) +

1000.x( SDy(i,proloc+l) — SDy(i,proloc—1)

— SDy (i—1,proloc)

— SDy (i—1,proloc)

4.%xSDx (2,proloc) — 3.%*SDx(1l,proloc) )/ (2.xdx);

du_dx (w) = 1000.%( 3.xSDx(w,proloc)

4.xSDx (w—1,proloc)

+ SDx (w—2,proloc) )/ (2.%dx);

dv_dx (1) = 1000.x( —SDy(3,proloc) +

4.%SDy (2,proloc) — 3.%xSDy(1,proloc) )/ (2.*dx);

dv_dx (w) = 1000.*( 3.xSDy(w,proloc)

4.%xSDy (w—1,proloc)

)

+ SDy (w—2,proloc) )/ (2.*dx);

epsilon = nux( 2.*xdu.dx.”2 + 2.xdv.dy. 2 +

3.+xdudy."2 + 3.xdv.dx.”2 + 2.xdudy.xdv.dx );

%% Calculate the Turbulence Kinetic Energy

TKE = 0.5%3Dxy (:,proloc)'."2;

%% Transpose
x_2D=x_2D";
y_-2D=y_2D"';
u=u';

v=v';
Uxy=Uxy"';
SDx=SDx"';
SDy=SDy"';
SDxy=SDxy"';

TKE = TKE';

%% Plotting

o

3 Plot contour of velocity magnitude

)/ (2.%dx) ;

)/ (2.%dx) ;

)/ (2. %dx) ;

% Sharp and Adrian's approximation for the epsilon profile
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figure ('Name', 'Velocity Magnitude'); contourf (x_2D,y_2D,Uxy,50, ...
'edgecolor', 'none'); hold on;

% quiver (x_2D,y-2D,u,v,3);

plot ([x-2D (proloc,1l) x-2D(proloc,w)], [y-2D (proloc,1l) y-2D (proloc,w)],'r");

Uxymax = max (max (Uxy (iupper:ilower, jlower: jupper)));

Uxymin = min (min (Uxy (iupper:ilower, jlower: jupper)));

hl = colorbar('EastOutside');

caxis ([Uxymin Uxymax]); %shading interp

set (get (hl, 'ylabel'), 'String', 'Velocity (m/s)"')

axis equal; axis([xlower,xupper,ylower,yupper])

xlabel ('y (mm)"); ylabel ('x (mm)");

% Plot contour of SD

figure ('Name', 'Standard Deviation'); contourf (x_.2D,y_2D, SDxy, 50, ...
'edgecolor', 'none'); hold on;

% quiver (x_-2D,y_2D,u,v,3);

plot ([x-2D (proloc,1l) x_2D (proloc,w)], [y-2D (proloc,1l) y_2D(proloc,w)],'r");

SDxymax = max (max (SDxy (iupper:ilower, jlower: jupper))) ;

SDxymin = min (min (SDxy (iupper:ilower, jlower: jupper)));

hl = colorbar('EastOutside');

caxis ([SDxymin SDxymax]); %$shading interp

set (get (hl, 'ylabel'), 'String', 'Standard Deviation (m/s)"')

axis equal; axis([xlower, xupper,ylower, yupper])

xlabel ('y (mm)"); ylabel ('x (mm)");

% plot velocity magnitude across a profile

figure ('Name', 'Velocity Magnitude across a profile');...
plot (x-2D (proloc, :),Uxy (proloc, :));

axis ([xlower, xupper,min (Uxy (proloc, jlower: jupper)), ...
max (Uxy (proloc, jlower: jupper))]);

xlabel ('y (mm)'); ylabel ('Velocity (m/s)');

% plot SD across a profile

figure ('Name', 'Standard Deviation across a profile');

plot (x-2D (proloc, :),SDxy (proloc, :));
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axis ([xlower, xupper,min (SDxy (proloc, jlower: jupper) ), ...
max (SDxy (proloc, jlower: jupper))]);
xlabel ('y (mm)"); ylabel ('Standard Deviation, \sigma (m/s)");
% plot TKE across a profile
figure ('Name', 'TKE across a profile'); plot(x_-2D (proloc,:),TKE);
axis ([xlower, xupper,min (TKE (jlower: jupper) ) ,max (TKE (jlower: jupper))]);
xlabel ('y (mm)"); ylabel ('TKE");
% plot epsilon across a profile
figure('Name', 'Epsilon across a profile'); plot (x_-2D (proloc,:),epsilon(:));
axis ([xlower, xupper,min (epsilon (jlower: jupper) ) ,max (epsilon(jlower: jupper))]);

xlabel ('y (mm)'"); ylabel('\epsilon');

$% Write u, v, and w to *.csv file

if Export ==

$write.xlsx file for variables on seperate sheets depending on

% what stats file you have chosen

%$The Variables of v and u are switched. DaVis program interprets the

Supward trajectory as v, and in our data we want it to be u. That is why

%$they are switched here.

xlswrite('ProfilesfromUstats.xlsx',{'Position' 'u_ave' 'Uu' 'uut'
'Uuu_plus' 'v_ave' 'Uv' 'vvt' 'Uvv_plus' 'uvt' 'Uuv_plus' 'Position2'

'u_ave2' 'Uu2' 'uut2' 'Uuu.plus2' 'v_.ave2' 'Uv2' 'vvt2' 'Uvv_plus2'

'uvt2' 'qu,pluSZ'},Serial,'Al:Vl'), warning off MATLAB:xlswrite:AddSheet;

% M_Uxy = zeros (jupper—jlower+1l, 6);

M_Uxy = zeros (2%BL,6);

% M.Uxy(:,2) = 0.001%x_2D (proloc, jlower+1l: jupper+1) ;

M_Uxy (1:BL,2) = 0.001x(dx:dx:BL*xdx); % Spread by geometry
M_Uxy (BL+1:2xBL,2) = 0.001x ((jupper—jlower+2—BL) xdx:dx:305.—dx) ;
M. Uxy (:,3) = z;

M_Uxy (1:BL,4) = v(proloc, jlower:jlower+BL—1);%vfrom DaVis is actually u in Star

M_Uxy (BL+1:2%BL,4) = v(proloc, jupper— (BL—1) : jupper) ;



M_Uxy (1:BL,5) = u(proloc, jlower:jlower+BL—1);%ufrom DaVis is actually v in
M_Uxy (BL+1:2xBL,5) = u(proloc, jupper— (BL—1) :jupper) ;

M_Uxy (1:BL,6) = u(proloc, jlower:jlower+(BL—1));% we must assume that w=v
M_Uxy (BL+1:2%xBL, 6) = u(proloc, jupper— (BL—1) :jupper) ;

dlmwrite ('Inlet—uvw.csv',M.Uxy, 'delimiter', "', "', '"precision', 4, '"—append')

%% Write k to x.csv file

K1l = zeros (2%BL,4);

K1(1:BL,2) = 0.001% (dx:dx:BL*dx) ; % Spread by geometry

K1 (BL+1:2%BL,2) = 0.001* ((jupper—jlower+2—BL) *dx:dx:305.—-dx) ;
Kl(:,3) = z;

K1(1:BL,4) = TKE (jlower:jlower+ (BL—1));

K1 (BL+1:2%xBL,4) = TKE (jupper— (BL—1) :jupper);

dlmwrite('Inlet—k.csv',Kl, 'delimiter',"',"', 'precision', 4, '—append')

%% Write epsilon to *.csv file

epsl = zeros (2xBL,4);

epsl (1:BL,2) = 0.001x(dx:dx:BL*dx); % Spread by geometry

epsl (BL+1:2xBL,2) = 0.001x ((jupper—jlower+2—BL) xdx:dx:305.—dx) ;
epsl(:,3) = z;

epsl (1:BL,4) = epsilon(jlower:jlower+ (BL—1));

epsl (BL+1:2xBL,4) = epsilon (jupper— (BL—1) :jupper);

dlmwrite('Inlet—epsilon.csv',epsl, 'delimiter',"',"', 'precision', 4, '—append’)

load (strcat (p,£f1));
xlswrite('ProfilesfromUstats.Xlsx',{':OFFSET(A$5,5*(ROW()—Z),O)'},...

Serial, 'L5:1L5"), warning off MATLAB:xlswrite:AddSheet;

v_ave (isnan(v_ave))=0;

Uv (isnan (Uv) )=0;
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vvt (isnan (vvt))=0;

Uvv-plus (isnan (Uvv_plus))=0;

u_ave (isnan(u.ave))=0;
Uu (isnan (Uu) )=0;
uut (isnan (uut) ) =0;

Uuu_plus (isnan (Uuu_plus))=0;

uv_ave (isnan (uv_.ave))=0;
Uuv (isnan (Uuv) )=0;
uvt (isnan (uvt) ) =0;

Uuv_plus (isnan (Uuv_-plus))=0;

uvuvt (isnan (uvuvt) )=0;

Uuvuv_plus (isnan (Uuvuv_plus))=0;

profile=[X(proloc,:)"',v_ave (proloc,

vvt (proloc, :)',Uvv_plus (proloc,:)'];
profilev=[X(proloc, :)"',u-ave (proloc,:)"',Uu(proloc,
Uuu-plus (proloc,:)'];
profileuv=[X(proloc,:)"',uv_ave (proloc, :)',Uuv (proloc, :
uvt (proloc, :) ', Uuv_plus (proloc, :)"];
profilemag=[X(proloc, :)"',uv_ave (proloc, :)',Uuv (proloc, :
uvuvt (proloc, :) ', Uuvuv_plus (proloc, :)'];

profilewhole=[X(proloc,:)"',v_ave (proloc,

vvt (proloc, :)',Uvv_plus (proloc,

uut (proloc, :) ', Uuu-plus (proloc,

xlswrite ('ProfilesfromUstats.xlsx',profilewhole,Serial, 'A2:K173"),

:) ', Uv (proloc,

:)',u_ave (proloc,

:) ',uvt (proloc,

warning off MATLAB:xlswrite:AddSheet;

end

toc;

), L.

:) ',uut (proloc, :

:) ', Uv(proloc, :

:) ', Uuv_plus (proloc, :

:) ', Uu(proloc, :
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Appendix H
Interpolator Code for StarCCM+

% Code to interpolate the PIV data to a fine grid for input to Star—CCM+

close all; clear all; clc
tic;

%% Read in the files to be interpolated.

o°

Open the velocity, epsilon, and k files

sprintf ('$c', 'Select the .csv file for the average velocity:')
[f1,p] = uigetfile('.csv'); % Ask user to choose velocity file
[data]=xlsread([p, f1]);

x_o=data(:,1); y-o=data(:,2); z_o=data(:,3);

u_o=data(:,4); v_o=data(:,5); w_o=data(:,6);

sprintf ('$c', 'Select the .csv file for the epsilon:')
[f1,p] = uigetfile('.csv'); % Ask user to choose velocity file
[epsdatal=xlsread([p, f1l]);

eps_-o=epsdata(:,4);

sprintf ('$c', 'Select the .csv file for the k:'")
[f1l,p] = uigetfile('.csv'); % Ask user to choose velocity file
[kdatal=xlsread([p, f1l]);

k_o=kdata(:,4);

values=1; i=1;

while y_o(i)<y-o (i+1)
values=values+1;
i=i+41;

end



o\
o\

originalsize=size(y-o);
y_-l=zeros (values+2,1);
y-1(2:values+l)=y_o(l:values);

y-1(values+2)=0.3048;

z_l=zeros (values+2,1);
z_1(l:values)=z_o (values+l:values=*2);
z_1 (values+2)=0.1524;

z_1 (values+1)=—0.1524;

data_l=zeros (originalsize+ (valuesx4)+8,6);
epsdata2=zeros (originalsize+ (valuesx4)+8,4);

kdata2=zeros (originalsize+ (values*4)+8,4);

data_-l(l:originalsize, :)=data;
epsdata2 (l:originalsize, :)=epsdata;

kdata2 (l:originalsize, :)=kdata;

count=0;

for i=originalsize+l:values+2+originalsize
count=count+1;
data_l (i, 1)=0;
data-1(i,2)=y-1 (count);
data_1(i,3)=—0.1524;
data_l(i,4)=0;
data_l(i,5)=0;

data_l (i, 6)=0;

% epsdata2 (i,1)=0;

% epsdata2 (i,2)=y_1 (count) ;
% epsdata2 (i,3)=—0.1524;

% epsdata2 (i, 4)=0;

kdata2 (i, 1)=0;

kdata2 (i,2)=y-1 (count) ;
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end

kdata2(i,3)=—0.1524;

kdata2 (i, 4)=0;

count=0;

for i=originalsize+values+3: (valuesx2)+4+originalsize

o

o\°

end

count=count+1;
data_l (i, 1)=0;
data-1l(i,2)=y-1(count);
data-1(i,3)=0.1524;
data_l(i,4)=0;
data_l (i,5)=0;
data_l (i, 6)=0;
epsdata2 (i,1)=0;
epsdata2 (i,2)=y_1 (count) ;
epsdata2 (i,3)=0.1524;
epsdata2 (i, 4)=0;
kdata2 (i, 1)=0;
kdata2 (i,2)=y-1 (count) ;
kdata2(i,3)=0.1524;

kdata2 (i, 4)=0;

count=0;

for i=originalsize+(values*2)+5: (values*3)+6+originalsize

count=count+1;
data-1(i,1)=0;
data-1(i,2)=0;
data.l (i,3)=z_1 (count);
data_l(i,4)=0;
data_l(i,5)=0;
data_l (i, 6)=0;
epsdata2 (i,1)=0;
epsdata2 (i, 2)=0;
epsdata2 (i,3)=z_1 (count) ;
epsdata2 (i, 4)=0;

kdata2 (i, 1)=0;
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kdata2 (i, 2)=0;
kdata2 (i, 3)=z_1 (count) ;
kdata2 (i, 4)=0;

end

count=0;

for i=originalsize+(values=*3)+7:

count=count+1;
data_-l(i,1)=0;
data-1(i,2)=0.3048;
data.l (i,3)=z_1 (count);
data_l(i,4)=0;
data_l(i,5)=0;

data_l (i, 6)=0;

o

epsdata2 (i,1)=0;

o\°

epsdata2 (i, 2)=0;

% epsdata2 (i,3)=z_1 (count) ;
% epsdata2 (i, 4)=0;
kdata2 (i, 1)=0;
kdata2 (i, 2)=0;
kdata2 (i, 3)=z_1 (count) ;
kdata2 (i, 4)=0;

end

%% Define the Fine Grid

o\

yp=[0.0018:0.0002:0.3032]1";
y=y-1;%[0.00:0.0002:0.3048]";
% zp=[—0.1507:0.0002:0.1507]";

number=size(y,1);

(valuesx4)+8+originalsize

z=[—0.1524:((0.1524%2)/ (number—1)):0.1524]";

%% Interpolate the data to a fine grid

Fu = TriScatteredInterp(data_-1(:,3),data.1(:,2),data-1(:,4));

[gx,qy] = meshgrid(z,y);

u = Fu(gx,qy);
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Fv = TriScatteredInterp(data-1(:,3),data-1(:,2),data-1(:,5));

[ax,qy] = meshgrid(z,y);
v = Fv(gx,qy);

figure

contourf (v)

title('v")

Fw = TriScatteredInterp(data_1(:,3),data.1(:,2),data.1(:,6));

[gx,qy] = meshgrid(z,y);

w = Fw(gx,qy);

Feps = TriScatteredInterp (epsdata2(:,3),epsdata2(:,2),epsdata2(:,4));

[gx,qy] = meshgrid(z(2:131),y-0(1:130));
epsl = Feps (9x,qy);

epsl (isnan(epsl))=0;

figure

contourf (epsl)

title('epsilon')

Fk = TriScatteredInterp(kdata2(:,3),kdata2(:,2),kdata2(:,4));

lax,qy] = meshgrid(z,y);
kl = Fk(ax,qy);

k1 (isnan(k1l))=0;

figure

contourf (k1)

title ('TKE")

%% Now we want to make the left and right side the same as the top side

eps=epsl;

eps(:,1:70)=epsl(:,1:70)+flipdim(epsl (end—69:end, :)"',2);

eps (:,end—69:end)=epsl (:,end—69:end) +tepsl (end—69:end, :) ';

figure

contourf (eps)

title('epsilon with left and right sides same as top');
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k=k1;
k(:,1:70)=kl(:,1:70)+flipdim(kl (end—69:end, :)"',2);
k(:,end—69:end) =kl (:,end—69:end) +k1 (end—69:end, :) ';
figure

contourf (k)

title('TKE with left and right sides same as top');

%% Write the files

Vel=zeros (number*number, 6) ;
epsilon=zeros (numberxnumber, 4) ;
turb=zeros (number+number, 4) ;
omegal=zeros (numberx*number, 4) ;

omegaZ2=zeros (numberxnumber, 4) ;

count=0;
for i=l:number
for j=1:number
count=count+1;

Vel (count, :)=[0,y(1),z(3),u(i,J),v(i,3),w(i,J)];

o°

epsilon(count, :)=[0,y (i), z(j),eps (i, 3)1;

turb (count, :)=[0,y(i),z(3),k(i,3)]1;
end
end
count=0;
for i=1:number—2

for j=1:number—2

count=count+1;

% Vel (count, :)=[0,y(i),z(J),u(i, J),v(i,3),w(i,3)]1;

epsilon (count, :)=[0,y(i),z(j),eps (i, j)1;

o°

turb (count, :)=[0,y (i), z(3),k(i,73)]1;
end

end

small=min (Vel);

smalleps=min (epsilon);
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smallk=min (turb) ;

Vel (isnan (Vel) )=small (6) ;

epsilon (isnan(epsilon))=smalleps(4);
turb (isnan (turb))=smallk (4);

% Create Omega for Transition Model

omegal(:,1:3) = epsilon(:,1:3);

omegaz2 (:,1:3) epsilon(:,1:3);
B = 0.09; % Cmu parameter found in turbulence solvers
for i = l:length(epsilon(:,1))

omegal (i,4) = epsilon(i,4)/turb(i,4);

omegal (i, 4) = epsilon(i,4)/ (Bxturb (i, 4));
end
% Write the velocity inlet file
header=['X,Y,7Z2,u,v,w, "];
outid = fopen('Inlet—uvw—interp.csv', 'w+');
fprintf (outid, '%s', header);
fprintf (outid, '\n');

fclose (outid);

dlmwrite ('Inlet—uvw—interp.csv',Vel, 'delimiter',"',"', 'precision', 4, '—append"')
% Write the epsilon file for the inlet
header=['X,Y,Z,epsilon, '];

outid2 = fopen('Inlet—epsilon—interp.csv', 'w+');
fprintf (outid2, '%s', header);

fprintf (outid2, '\n');

fclose (outid?2);

dlmwrite ('Inlet—epsilon—interp.csv',epsilon, 'delimiter',', "', 'precision’', 4, '—append’)

% Write the k file for the inlet

°
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header=['X,Y,7%2,k,"];

outid3 = fopen('Inlet—k—interp.csv', 'w+');
fprintf (outid3, '%s', header);

fprintf (outid3, '\n');

fclose (outid3);

dlmwrite ('Inlet—k—interp.csv',turb, 'delimiter',"', "', 'precision', 4, '—append"')
% Write the omega files for the inlet

header=['X,Y,Z2,w, "];

outid4 = fopen('Inlet—wl—interp.csv', 'w+'); % Omega 1 formulation (w = e/k)
fprintf (outid4, '%s', header);

fprintf (outid4, '\n');

fclose (outidd);

dlmwrite ('Inlet—wl—interp.csv',omegal, 'delimiter',"', "', '"precision', 4, '—append"')
outid5 = fopen('Inlet—w2—interp.csv', 'w+'); % Omega 2 formulation (w = e/Bk)
fprintf (outid5, '%s', header);

fprintf (outid5, '\n');

fclose (outidb);

dlmwrite ('Inlet—w2—interp.csv',omega2, 'delimiter',"', "', '"precision', 4, '—append"')

toc;

o

% Code to interpolate the Temperature data to a fine grid for input to Star—CCM+

close all; clear all; clc;

tic;

%% Read in the files to be interpolated.

% Open the velocity, epsilon, and k files

sprintf ('$c', 'Select the .csv file for the inlet temperature:')

[f1,p] = uigetfile('.csv'); % Ask user to choose velocity file

[inlet]=xlsread([p, £f1]);
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inletT=inlet (:,4);
inletz=inlet (:,3);

inlety=inlet (:,2);

sprintf ('$c', 'Select the .csv file for the plate temperature:')
[f1,p] = uigetfile('.csv'); % Ask user to choose velocity file
[plate]l=xlsread([p, f11);

plateT=plate(:,4);

platex=plate(:,1);

platez=plate(:,3);

%% Define the Fine Grid for the plate
platex_fine=[0:0.001:1.859]";
platez_fine=[—0.1507:0.001:0.1507]1";
% and for the inlet temperature
inlety_fine=[0.076:0.0005:.229]"';

inletz_fine=[—0.102:0.0005:0.1021";

%% Interpolate the data to a fine grid
Fu = TriScatteredInterp(inlety,inletz,inletT);
[gx,qy] = meshgrid(inlety_fine,inletz_fine);

InletT = Fu(gx,qy);

Fv = TriScatteredInterp(platex,platez,plateT);

[gx,qy] = meshgrid(platex_fine,platez_fine);

PlateT = Fv(gx,qy);

%% Sort to write out the files

TempI=zeros (size (InletT, 1) rxsize (InletT,2),4);

TempPlate=zeros (size (PlateT, 1) xsize (PlateT,2),4);

count=0;

for i=l:size(InletT,1)
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for j=l:size(InletT, 2)

count=count+1;

TempI (count, :)=[0,inlety_fine(j),inletz_fine (i), InletT (i, J)];
end

end

count=0;
for i=l:size(PlateT, 1)
for j=l:size(PlateT, 2)
count=count+1;
TempPlate (count, :)=[platex_fine(j),0,platez_fine(i),PlateT(i,3)1;
end
end
smallTP=min (TempPlate) ;

TempPlate (isnan (TempPlate) )=smallTP (4);

%% Write the inlet temperature file
header=['X,Y, %, Temp, '];

outid = fopen('Inlet—Temp—interp.csv', 'w+');
fprintf (outid, '%s', header);

fprintf (outid, '\n');

fclose (outid);

dlmwrite ('Inlet—Temp—interp.csv', TempI, 'delimiter',"', "', 'precision', 7, '—append')

header=["'X,Y, %, Temp, ']1;

outid = fopen ('HeatedWall—-Temp—interp.csv', 'w+');
fprintf (outid, '%s', header);

fprintf (outid, '\n');

fclose (outid) ;

dlmwrite ('HeatedWall—-Temp—interp.csv', TempPlate, 'delimiter', "', "', 'precision',7, '—append")

toc;
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Appendix I

Code to Compute Correlations and Momentum Thickness

%% Clear and close everything

clc; close all;

o°

This program will let you select the plate temperature .csv file, then

o°

it plots the temperature contour and provides the Forced and Mixed

o°

correlations, given the inputs below. The last part provides several

o°

non—dimensional and dimensional parameters for the case.

o\
o°

o

opposed = 0; 3 If for an opposed case, opposed =1
U = 4.489; %m/s free stream 2.62 4.489

rho = 1.0128;

mu = 1.8187x10" (—5);

nu = mu/rho;

u_datal = datal(:,2);

x_datal = datal(:,1);

u_dataz = data2(:,2);

x_data2 = data2(:,1);

u_data3 = data3(:,2);

x_data3 = data3(:,1);

%% Selecting the csv files

sprintf ('$c', 'Select the Heated Plate Temp file')

[f0,p0] = uigetfile('x.csv', 'Select the csv file');

Ai=xlsread(strcat (p0, £0));



xi=Ai(:,1);
yi=Ai(:,3);

ti=Ai(:,4);

%$find unique x and y grid points
ai=sort (unique (xi (6:end)));
bi=sort (unique (yi(6:end)));

Ni=length (x1i);

$initialize matrices
Ti=zeros (length(bi), length(ai));
Xi=zeros (length(bi), length(ai));

Yi=zeros (length(bi), length(ai));

%generate grid matrix

[Xi,Yi]=meshgrid(ai,bi);

y_-dum=[—0.152;yi(1:5);0.152];
X=cat (2, zeros (7,1),X1);

Y=cat (2, y-dum, Yi);

%generate variable matrices (nans where no data available)
for ni=1:Ni

Ii=find(bi==yi(ni));

Ji=find(ai==xi(ni));

Ti(Ii,Ji) = ti(ni);

end

3
Il

cat (2, [0;ti1(1:5);0],T1i);

o\
o\

$Plot Plate Temp

figure('Name', 'Plate Temp'); contourf (X,Y,T,200);colorbar; shading flat;..

caxis ([290 430]);xlabel('x [m]', 'FontName', 'Times New Roman');
ylabel('z [m]', 'FontName', 'Times New Roman');title('Plate Temp [K]'");
axis image

filename=strcat (p0 (end—2:end-1), '.Jpg');
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saveas (gcf, filename, 'jpg')

$Save figure to be used in the movie later

% [I0,mapI0]=getframe (gcf);

%% Now plot the centerline temperature and correlations for the heat flux
T_center = T (4,:);

)

% Forced convection correlations

)

% from Kays and Crawford 12—18, turbulent flow

cp = 1005;
Pr = 0.7;
k = 26.37%x10"—-3;

Gr_.L = (9.81/295) .% (T_center—295) .xX(4,:)." 3./ (mu/rho) "2;
Ra_.L = PrxGr_L;

Re_x = rho*U.*X(4,:)./mu;

St = (0.0287+Re_x.”(—=0.2))"'./(0.169%Re_x." (=0.1) * (13.2%xPr—9.25)+0.85) ';
h = rhoxUxcpxSt;

Nu_Kays = h.*X(4,:)"'./k;

Flux-Kays = h.*x(T_.center'—(21+273));

% Incropera Nusselt number correlation

% Egn 7.36, Nu for Turbulent flow over isothermal plate
Nu_.x = 0.0296.*Re_x." (4/5)*Pr~ (1/3);

h_inc = Nu.x'.*k./X(4,:)"';

Flux_Incropera = h_inc.x* (T_center'—(21+273));

figure

plot (X(4,:),Flux_Kays); hold on;

plot (X(4,:),Flux_-Incropera, 'r'); hold on;

%% Compute the Mixed Correlations

o°

Using the popular notion that Nu = Nu_f +— Nu.n

o

% Compute the natural convection correlation, 9.26 in Incropera

Nu_-x_-nat = (0.825+(0.387.%«Ra-L."(1/6))/((1+0.492/Pr) " (9/16))"(8/27))."2;



o

% Compute the mixed convection Nusselt number by either adding (aided) or

)

% subtracting (opposed) the natural and forced correlations

Nu_x_mixed = (Nu.x. 3 + Nu_x_nat. 3).7(1/3);
if opposed==

Nu_x_mixed = (Nu.x. 3 — Nu.x_nat."3)."(1/3);
end
Nu-x-mixed2 = (NuKays." 3 + Nu.x_nat'."3)."(1/3);
if opposed==

Nu_x_mixed2 = (Nu_Kays.” 3 — Nu.x_nat'."3)."(1/3);
end
% Compute heat flux for mixed
Fluxmixedl = (Nu_x_mixed'.*k./X(4,:)").x(T_center'—294);

Fluxmixed2 = (Nu.x_mixed2.xk./X(4,:)").x(T_center'—294);

plot (X (4,:),Fluxmixedl, 'k'); hold on;
plot (X (4,:),Fluxmixed2, 'g');

legend('Kays', 'Incropera', 'Incropera Mixed', 'Kays Mixed')

%% Compute the Case Dimensionless Parameters
[rte,indexl]=min (abs (X (4,:)—.1617345));

X1 = X(4,indexl);

[rte, index2]=min (abs (X (4, :)—.7776845));

X2 = X (4,index2);

[rte, index3]=min (abs (X (4, :)—1.3936345));

X3 = X (4,index3);

Tl = T_center (indexl);

T2

T_center (index2) ;

T3 = T_center (index3);

Re_Dh = rho*Ux(0.3048) /mu;
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Re_l = rho*Ux0.1617345/mu;
Re_2 = rho*Ux0.7776845/mu;
Re_3 = rho*Ux1.3936345/mu;

Gr-1 = 9.81/340%(T1—295)%0.1617345"3/nu"2;

Gr_.2

Gr_3

delta2_1 = trapz(x_.datal./1000, ...

(u.datal./U) .x(l.—(u.datal./U)));

delta2_1b = 0.664xsqgrt (nuxX1/0);

Re_delta2_.1 = Uxdelta2.1/nu;

delta2_2 = trapz(x_.data2./1000, ...

(u_.data2./U) .x (1l.—u_data2./U));

delta2 2b = 0.664xsqrt (nu*X2/U) ;

Re_delta2_2 = Uxdelta2_2/nu;

delta2.3 = trapz(x-data3./1000, ...

(u.data3./U) .x(l.—u_data3./U));

delta2.3b = 0.664xsgrt (nuxxX3/U);

Re_delta2_.3 = Uxdelta2_3/nu;

9.81/340% (T2—295)%0.7776845"3/nu"2;

9.81/340% (T3—295)%1.3936345"3/nu"2;
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Appendix J

Shear Velocity Code to Compute u,

% Code to fit data to the Spaulding Profile and find u_tau
% Drag data into the workspace — A Ustats file will work best
u=data(:,2);

y=data(:,1); % in mm

opposed = 0; % opposed= 1 if the data is opposed, 0 if aided

if opposed == 1
u = flipdim(u,1);
y = flipdim(y,1);

end

rho = 1.0215;
mu = 1.83%10"7(=5);

k=0.41;

% nu=(1.773E-5);

nu = 1.79E-5;

o
I

653.5; S%torr
T = 273+23.6; %K

phi=0.34; %Relative Humidity

utau=0.254;
uplus=u/utau;
yplus=0.001ry*utau/nu;

Spaul=uplus+exp (—k*B) » (exp (kxuplus)—1—k+uplus— (kxuplus) . 2/2— (kxuplus) . 3/6);

%% Compute the Spaulding Profile



points=80;

LowerPoint=10;

Alb

Aub

for

o°

o°

o°
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[0 % y0 in meters
0.41 % kappa
5 $ B
.21 $ u_-tau
= [—-0.1 0.1 3 0]; % lower bound
= [0.1 1 9 17; % upper bound
1=1:100 % Repeat least squares curve fit so bad initial guess 1is overcome
% Fitting 4 constants ydata is u velocity, function yields y in Kendall
% paper
F = @(A,ydata) ..
A(l) + nu/A(4)«(ydata/A(4) + exp(—A(2)*A(3))* (exp(A(2)*ydata/A(4))...
— 1 — A(2)*ydata/A(4) ...
— 0.5x (A(2) xydata/A(4))."2 — (A(2)xydata/A(4))."3/6. ));
[A, resnorm] = lsqgcurvefit (F,A0,u(LowerPoint:points), ...
0.001xy (LowerPoint:points),Alb, Aub)
% Fitting 2 constants
kappa = 0.41;
B = 5.0;
F = @(A,ydata) ...
A(l) + nu/A(4)«(ydata/A(4) + exp(—kappax*B)* (exp (kappaxrydata/A(4)) ...
— 1 — kappaxydata/A(4)...
— 0.5% (kappa*xydata/A(4)) .2 — (kappaxydata/A(4))."3/6. ));
[A, resnorm] = lsqgcurvefit (F,A0,u(l:points), ...
0.001xy(l:points),Alb, Aub)
A0 = A;
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end

%% Compute Uncertainty of the Wall Shear

[ShearUncertainty,nu] = ShearVelocityUncertaintyfunc(T,P,phi,y,u,data, opposed);
U_utau = mean (ShearUncertainty(10:end—10));

%% Non—dimensionalize experimental profile

yPlus = ( 0.001xy — A(1l) )*A(4)/nu; % Convert mm to m by =0.001

uPlus = u/A(4);

%% Spalding profile

yPlus_Spal = ( F(A,u) — A(l) )*A(4)/nu;

%% Law of the wall
uPlus_LofW = log( (0.001xy — A(1l) )*A(4)/nu )/A(2) + A(3);
% Plot non—dimensional profiles
figure; semilogx (yPlus (LowerPoint:points), uPlus(LowerPoint:points), 'x'");
axis([l,max(yPlus), ...
0,max (uPlus)]);
xlabel ('y"+'); ylabel ('u™+"');
hold on; semilogx(yPlus_Spal, uPlus,'r'");
semilogx (yPlus(1:18), yPlus(1:18),'g");
semilogx (yPlus (10:end), uPlus_LofW(l0:end), 'm');
% semilogx (Spaul, uPlus, 'k');

legend ('Experiments', 'Spalding', 'u"+ = y~+', 'Law of the Wall', 'Location', 'Best');

%% Now we want to confrim the linearity of the total shear stress, from Adrian 07

uv = data(:,10);

dudy = u(2:end);

for i=l:size(u,1)—-1;
dudy (1) = (u(i+l)—u(i))/(y (i+1)—y(i))*1000;
tau (i) = —rhoxuv (i) + muxdudy(i);

end

% tau=tau';

tau-linefunc=fit (y(2:end),tau(l:end)"', 'polyl");
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tau_line=tau_linefunc (y);

figure

plot (y(2:end),tau'); hold on;
plot (y,—rhoxuv, 'k")

plot (y(2:end),muxdudy, "r'")
plot (y,tau_line, 'g")

xlabel ('y'); ylabel ("\tau');
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Appendix K
Copyright Permissions

Copyright permission from Engineering Laboratory Design, Inc. for use of Wind Tun-

nel Drawings in Appendix B. From email correspondence:

Hello Barton and Jared,

You may use the drawings that we furnished with the wind tunnel in your papers.
Indicate that the images are ”Used with permission” and credit Engineering Laboratory
Design, Inc.

Thanks for requesting permission.

Regards,

Sig Anderson

Sigurd W. Anderson, President

Engineering Laboratory Design, Inc. 2021 South Highway
61 PO Box 278 Lake City, MN 55041 USA
mariner@eldinc.com

651-345-4515

800-795-8536

FAX 651-345-5095

www.eldinc.com
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Abstract

Experimental Validation Data for CFD of Steady and Transient Mixed Convection on a Vertical Flat Plate

by

Blake W. Lance, Doctor of Philosophy

Utah State University, 2015

Major Professor: Dr. Barton L. Smith
Department: Mechanical and Aerospace Engineering

In this computer age, simulations are becoming common in science and engineering. One category of
simulation, Computational Fluid Dynamics (CFD), begins with physical equations but adds approximations
and calibrations in order to complete solutions. Translating these equations into computer languages may
cause unintended errors. If the simulation results are to be used for decision making, their accuracy needs to
be assessed. This accuracy assessment is the theory behind the field of Verification & Validation.

Verification involves confirming the translation of physical equations to computer language was per-
formed correctly. It also features methods to detect many types of code errors. Validation is quite different in
that it involves the comparison of experimental data with simulation outputs. This way, errors in simulation
predictions may be assessed. Validation requires highly-detailed data and description to accompany these
data, and uncertainties in these data are very important. Ideally, the validation experiment measures all infor-
mation required for simulation inputs. Matching inputs ensures that any possible differences in the outputs
are only due to the model.

The purpose of this work is to provide highly complete validation data to assess the accuracy of CFD
simulations. This aim is fundamentally different from the typical discovery experiments common in research.
The measurement of these physics was not necessarily original but performed with modern, high-fidelity
methods. The data description was much more complete than found in discovery experiments. Data were
tabulated (in table form) through an online database for direct use in simulations. All requisite boundary
conditions were measured for use in Reynolds-Averaged Navier-Stokes (RANS) simulations. Detailed in-
strumentation and documentation were used to make the data more useful for CFD validation. This work fills

the validation data gap for steady and transient mixed convection.
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The physics in this study included mixed convection on a vertical flat plate. Mixed convection is a
condition where both forced and natural convection influence fluid momentum and heat transfer phenomena.
Flow was forced over a vertical flat plate in a facility specifically built for validation experiments. Thermal
and velocity data were acquired for steady and transient flow conditions. The steady case included both
buoyancy-aided and buoyancy-opposed mixed convection while the transient case was for buoyancy-opposed
flow. The transient was a ramp-down flow transient, and results were ensemble-averaged for improved statis-
tics. Uncertainty quantification was performed on all results with bias and random sources. Additionally, the
transient data were used in a CFD simulation and results compared in a validation study.

An independent method of measuring heat flux was devised to assess the accuracy of commercial heat
flux sensors (HFSs) used in the heated wall as they were believed to be in error. It measured the convective
heat flux by the temperature gradient in air very near the plate surface. Its accuracy was assessed by error
estimations and thorough uncertainty quantification. A further study was conducted to identify the error
source of the HFSs.

This work is in multi-paper format with three unique chapters that are independent of each other and

could be submitted for publication. Because of this, some sections are repeated for completeness.

(126 pages)



Public Abstract

Experimental Validation Data for CFD of Steady and Transient Mixed Convection on a Vertical Flat Plate

by

Blake W. Lance, Doctor of Philosophy

Utah State University, 2015

Major Professor: Dr. Barton L. Smith
Department: Mechanical and Aerospace Engineering

In this computer age, simulations are becoming common in science and engineering. One category of
simulation, Computational Fluid Dynamics (CFD), begins with physical equations but adds approximations
and calibrations in order to complete solutions. Translating these equations into computer languages may
cause unintended errors. If simulation results are to be used for decision making, their accuracy needs to be
assessed. This accuracy assessment is the theory behind the field of Verification & Validation.

Verification involves confirming the translation of physical equations to computer language was per-
formed correctly. It also features methods to detect many types of code errors. Validation is quite different in
that it involves the comparison of experimental data with simulation outputs. This way, errors in simulation
predictions may be assessed. Validation requires highly-detailed data and description to accompany these
data, and uncertainties in these data are very important. Ideally, the validation experiment measures all infor-
mation required for simulation inputs. Matching inputs ensures that any possible differences in the outputs
are only due to the model.

The purpose of this work is to provide highly complete validation data to assess the accuracy of CFD
simulations. The physics were mixed convection. Convection is a heat transfer mode where heat is carried by
a moving fluid. Mixed convection occurs where natural convection and forced convection forces are similar,
such as in low-speed flows. A vertical flat plate is heated and used for a convection boundary condition.
A wind tunnel that was built specifically for validation experiments was used. Air is the working fluid
whose velocity is measured using a modern optical technique called Particle Image Velocimetry. Many
thermocouples were used to measure the temperature of all four walls and the inlet air. Commercial heat flux

sensors (HFSs) were used in the heated wall.
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The two cases were steady and transient mixed convection. Steady mixed convection was studied in
two orientations. First with buoyancy in the same direction of the flow and second with buoyancy in the
opposite direction. The transient data were for a ramp-down flow transient. This unsteady flow was repeated
many times for ensemble-averaging of the results. In both cases, uncertainty was estimated in all of the
results. Additionally, the transient case was simulated with CFD, matching inputs, and a validation study was
performed.

An additional study was conducted to assess the accuracy of the commercial HFSs as they were believed
to be in error. The air temperature was measured very close to the wall surface. The temperature gradient is
proportional to heat flux, the rate of heat energy transfer over an area. Potential errors of this method were
estimated and a thorough uncertainty study was performed. Additionally, a study was performed to identify

the error source of the HFSs.
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Chapter 1

Introduction

The motivation for studying transient mixed convection in detail came from a possible accident scenario
of a new nuclear power plant design. Computational Fluid Dynamics (CFD) is a means to numerically
model complex flows with heat transfer and is a major tool for accessing nuclear reactor safety. With the
approximations of CFD come the necessity to validate results. This is done by comparing with experimental
data to assess whether the model accuracy is sufficient for the intended use. Experiments were conducted to

provide detailed measurements of steady and transient mixed convection.

1.1 The Very High Temperature Reactor

The Very High Temperature Reactor (VHTR) concept is a prominent Next Generation Nuclear Plant
design under consideration whose reactor core is shown in Fig. 1.1. There are several advantages to this de-
sign including improved efficiency from increased temperatures between 900-950°C, passive safety features,
potential for process heat or hydrogen production at co-located plants, and an increase from a 40 to 60 year
license cycle. The VHTR uses helium gas as the coolant so high temperatures can be realized and efficiency
increased. The main core design is either a prismatic core where most of the reactor core is graphite with
coolant and fuel passages or a pebble bed core with fuel elements the size of tennis balls. In either design,
normal operation has helium forced downward through the core [1,2]. In the event of a Loss of Forced Con-
vection (LOFC) that may result from a problem with the blower, viscous and buoyant forces initially decrease
flow rate. As the blower and helium inertia decreases, buoyancy effects reverse the flow in a chaotic event.
Ultimately steady natural convection upward is the final state. Natural convection is the primary mode of
heat removal from the core in a Pressured Conduction Cooldown event such as this. This phenomenon has
been identified as one of high importance and low knowledge by the U.S. Nuclear Regulatory Commission

(NRC) [3].

1.2 Computational Fluid Dynamics Validation
Computational methods have been used for many decades to assess reactor design safety in accident

scenarios. Modern computational methods began in the 1960s with the programmable computer. Since that



Fig. 1.1: Very High Temperature Reactor core, [4]

time, computational power has increased rapidly. At least over the last twenty years, the speed of the fastest
supercomputer has increased by a factor of ten every four years [5]. With computational power increas-
ing rapidly, more researchers and scientists are making use of Modeling & Simulation (M&S). Modeling
and Simulation can be used to predict physical phenomena in fields of fluid dynamics, heat transfer, solid
mechanics, genetics, finance, and many others where analytic solutions are impractical or impossible. Many
M&S results are being used to make decisions, and some of them for high-consequence systems where public
safety is of concern. The use of M&S was adopted early in the nuclear power industry for thermal-hydraulics
safety codes to predict flow and heat transfer processes in accident scenarios as evidenced by the common
use of system codes such as RELAPS.

With the increased use of M&S should also come improved means to assess simulation accuracy, espe-

cially for high-consequence systems. From this need, a discipline called Verification & Validation (V&V)
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emerged. The first of these, Verification, covers two main methods to determine software correctness, Code
Verification and Solution Verification. There are several definitions of these terms that have been identified
by different professional organizations to meet their individual needs. One of these is the American Society

of Mechanical Engineers that defined these terms as [6]:

Verification: the process of determining that a computational model accurately represents the

underlying mathematical model and its solution.

Validation: the process of determining the degree to which a model is an accurate representation

of the real world from the perspective of the intended uses of the model.

The purpose of Code Verification is to assure software correctly implements the numerical algorithm and
is free of programming errors or “bugs.” Solution Verification is the process of determining the accuracy of the
simulation inputs, the accuracy of the solution, and that of the output. Validation is the means to determine
how well the simulation predicts real-world behavior by comparing simulation results with experimental
data [5]. Stating the definitions another way, verification is checking the math and has nothing to do with
physics while validation only has to do with physics. Blottner stated these definitions in memorable terms as
“Verification is solving the equations right” and “Validation is solving the right equations” [8]. The attitude
in V&V is naturally skeptical and places higher demand on simulations than is common in practice [7].

Verification is solely the responsibility of those that develop models or modelers. Validation is a shared
responsibility of modelers and experimentalists where the latter provide data that represent physical phenom-
ena. The current work focuses on providing experimental data for validation activities.

The planning and execution of validation studies should include both modelers and experimentalists
through all phases. In considering the design of validation systems, it is desirable to measure System Re-
sponse Quantities (SRQs)—system outputs that are used for validation—from a wide range and high levels
of difficulty as shown in Fig. 1.2. Comparing M&S results with experimental data from a wide range on
the spectrum increases validation confidence. For example, integral quantities, such as fluid mass flow rate,
generally have low experimental noise and random errors. Derivative quantities like fluid shear are more sen-
sitive to non-ideal conditions. If a model and data are in good agreement at a high level, then it is likely that
good agreement will be observed in lower levels. But, agreement at lower levels does not imply agreement at
higher levels [5].

There are several tiers or levels of validation studies as shown in Fig. 1.3. The levels range from the
Complete System to Unit Problems. The Complete System is the highest tier and includes all relevant physics

and geometry but for which measurements are coarse. Unit Problems have basic geometry and non-coupled
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Fig. 1.2: Difficulty Spectrum of SRQs, after [5]. The variables y and x here are arbitrary.

physics with complete measurements but are far removed from the system. Different Complete Systems
will appear very different from each other but often share many of the same phenomena of lower tiers, so

lower-tiered validation studies may be useful for many systems [5].

Actual System Hardware

Complete Flow Physics

« All Relevant Flow Features

Limited Experimental Data

Most Initial and Boundary
Conditions Unknown

Complete System

Subsystem Cases

« Subsystem Hardware
« Moderately Complex Flow Physics
« Multiple Relevant Flow Features
« Large Experimental Uncertainty
« Some Initial and Boundary

Conditions Measured

« Special Hardware Fabricated

- «Two Elements of Complex Flow Physics
Y N\ [ N Yt N /A N B h kC +Two Relevant Flow Features
g ") '\UL )U:' '\ii i,‘}"l & ) enchmar ases - Moderate IIExp((ejrimentdaI Uncertainty
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i — > = =
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« One Element of Complex Flow Physics
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« Low Experimental Uncertainty
« All Initial and Boundary
Conditions Measured

\ 4 \ /
— ——) ——) ——) ——) (— &= | UnitProblems
N— N~ N— N~ N— N— N—

Fig. 1.3: Validation Hierarchy, after [9]

The Benchmark Tier, also called Separate Effects Testing, requires that most model inputs and many
model outputs are measured and experimental uncertainty is included. This tier has specialized hardware,

simplified geometry, and only some physics coupling [5]. The proposed work has coupled physics in fluid
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momentum and heat transfer as well as three-dimensional velocity development that keep it from being a Unit
Problem. This Benchmark Case has simplified geometry and high detail of measurements and associated
uncertainties make it useful for many systems.

There are several terms in common use that need to be defined in the context of validation. The domain
of interest is the region in space and/or time where the physical phenomena being modeled occurs. This
domain may have boundary conditions (BCs) where the external physical conditions are applied. It may also
have initial conditions (ICs) which are a form of BC that exists at the initial time, but these conditions also
extend into the domain of interest. Generally experimental data are provided to the modeler in the form of
BCs and/or ICs. The model output is called the system response quantity of interest, herein referred to as
system response quantity or SRQ, and often there are several. The SRQ is either found within the domain of
interest or at a boundary whose conditions are an output. It provides data to be used as a validation metric
when assessing the accuracy of a model [5].

Generally older experimental data from discovery experiments are not sufficiently described to be used
for validation. Discovery experiments are common in research where new physical phenomena are measured,
presented, and discussed. Validation experiments do not necessarily measure unique phenomena but the
measurement process and description are more complete [10].

Several databases are available online for the purpose of CFD validation. An updated list of these is
found at www.cfd-online.com/Links/refs.html. Data from many other sources are no longer available
online as programs and technologies expire. The description associated with these databases is very light
and rarely includes a complete set of necessary model inputs. Validation data should be highly described and
regularly maintained by organizations that last longer than research programs to ensure the data are useful for

as long as possible.

1.3 Mixed Convection

Mixed convection is a coupled fluid momentum and heat transfer phenomenon where both forced and
natural convection contribute to the behavior. With forced convection, buoyant forces are negligible and flow
is driven be a pressure gradient. Conversely buoyant forces drive natural convection in the direction opposite
to gravity as low density fluid rises over higher density fluid [11].

There are generally three types of mixed convection that depend on the relative directions of buoyant and
pressure forces. The first is buoyancy-aided where buoyant forces and forced flow have the same direction,

the second buoyancy-opposed where these forces have opposite direction, and the third transverse where


www.cfd-online.com/Links/refs.html

these forces are perpendicular [12].

Specifically mixed convection is determined by the local Richardson number as

Ri, = Gr,/Re? (1.1)
where
Re, = ﬁbulkx/v (1.2)
and
Gr, = gB(T, — T..)x* /v2. (1.3)

In these, g is acceleration due to gravity, B is fluid thermal coefficient of expansion, 7y and T.. are surface
and fluid temperatures, respectively, x is local streamwise location, v is fluid kinematic viscosity, and Uy is
time mean bulk velocity. Mixed convection is observed for buoyancy aided flow when 0.3 < Ri, < 16 and
for 0.3 < Ri, for opposed flow [11].

There have been many mixed convection studies on vertical plates and in vertical tubes. Several mixed
convection experiments for vertical tubes are cited in a review article by Jackson et al. [13]. They surveyed
literature and presented results for both laminar and turbulent flows, both theoretical and experimental studies.
Results were compared and heat transfer correlations presented. They noted that heat transfer in buoyancy-
aided turbulent flow is suppressed for moderate buoyancy levels while, on the other hand, it is augmented in
buoyancy-opposed flows. This work provides heat transfer correlations for pipe flow that could be useful for
comparison with the current work. They further recommend the use of Low Re models for mixed convection
simulations.

Chen et al. [14] present correlations for laminar mixed convection on vertical, inclined, and horizontal
plates and compare them to experiments performed by Ramachandran et al. [15]. Experiments of the latter
provided point velocity and temperature measurements via a hot-wire anemometer. The data agreed very well
with predictions and were sufficient for comparison to correlations with, but are not reported in sufficient
detail for validation.

Kim et al. [16] summarize simulations that predict mixed convection in a vertical tube and compare
the models to experimental data. The in-house code used published two-equation models and was written
to model developing mixed convection flow with variable properties. Consistent with previous works, lam-
inarization of the turbulent flow was reported in the buoyancy-aided case and increased turbulent levels in

the opposed case. None of the models investigated showed good agreement over the entire range of flow,
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suggesting further model development, or perhaps model calibration, could increase prediction capability for
these flows.

Wang et al. [17] discuss both an experimental and a numerical study of a vertical plate under turbulent
mixed convection. Two-component Laser Doppler Anemometry (LDA) was used to measure boundary layer
velocity. Some temperature measurements were also made of the flow using a thermocouple (TC) rake. They
reported moderate agreement between experimental data and simulation results, but noted that predictions for
the buoyancy-opposed case were less accurate. Although this study provides valuable insight into this flow
with plate geometry, the reported information lacks boundary conditions and inflow parameters necessary for
validation studies.

Mixed convection literature is abundant. However, all the papers found were performed as discovery
experiments, not for the purpose of providing validation data. Most are for pipe flow, boundary and initial
conditions are lacking, uncertainties are rarely presented, flow geometry description is simplified, and fluid
properties are seldom given. Further, the techniques used were often intrusive, leading to unknown uncertain-
ties, and often provided only point measurements. Modern measurement systems can provide higher fidelity

data while disrupting the flow less.

1.4 Transient Convection

Transient convection is of consequence in a LOFC accident of the VHTR as the flow starts with forced
convection downward and changes to natural convection upward in a ramp-type flow transient. Some studies
of non-periodic transient flow have been performed, but as He & Jackson note, it has only been somewhat
recently that technology has allowed for comprehensive measurements of ensemble-averaged transient ex-
periments [18]. Most of the first experiments measured either temperature of tube walls or velocity, not both.
A common observation was that accelerating flow suppresses turbulence while decelerating flow augments
it.

The first work by Koshkin et al. was published in 1970 for turbulent air flow and reported measurements
when changing electrical power and different flow transients, measuring and reporting temperature measure-
ments [19]. Two similar studies were published in the 1970s and used electrochemical techniques with probes
to measure velocity profiles inside a tube from a step change in flow rate [20,21].

A study performed by Rouai where heat transfer experiments on ramp-up and ramp-down transients as
well as periodic pulsating flow with a non-zero time mean were performed. Water was heated by passing

an alternating electrical current through a stainless steel tube. Temperature measurements were made by
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24 thermocouples welded to this tube. Flow transients were prescribed by using a constant head tank and
varying the flow through the test section by a valve. Wall heat flux remained constant and changes in wall
temperature were measured. The observed Nusselt number departed more from the psuedo-steady values for
faster transients and for decelerating flows, likely from the augmentation of turbulence [22].

Two researchers, He & Jackson, performed experiments in water using two-component LDA measure-
ments in a clear, unheated tube. This non-intrusive velocity measurement was one of the first known for
non-periodic flows. Ensemble-averaged results were used for mean and turbulent quantities. The turbulent
results were original for this type of flow and were shown to deviate from pseudo-steady results for short
transients. Several non-dimensional parameters were recommended for ramp-type transients [18].

In the previous studies, no coupling of velocity and thermal measurements was found for transients
and buoyancy effects were negligible. Also, as these were discovery experiments, boundary conditions were
not measured and provided as tabulated data, making the results of limited use for validation. The facility
description is very basic and flow geometries simplified. The current study contributes high fidelity measure-
ments of a ramp-down transient suitable for validation studies with simultaneous, non-intrusive velocity and

thermal measurements to provide validation data on simplified geometry for three-dimensional simulations.

1.5 Wall Heat Flux

As will be discussed later in this work, the experimental facility test section was highly instrumented.
Three thin-film heat flux sensors (HFSs) were purchased and potted in the heated wall for heat flux measure-
ments. Being commercial sensors from RdAF Corp., they came with factory-calibrated sensitivities. Prelim-
inary experiments have shown that the measured heat flux does not match fundamental trends as shown in
Fig. 1.4, specifically decreasing heat flux with boundary layer development with increasing x. Two correla-

tions are shown. The Kays trend is the heat flux from

_ Nu, 0.0287Re; %2
~ Re,Pr 0.169Re; "' (13.2Pr —9.25) +0.85

St (1.4)

where St is the Stanton number, Nu, is the local Nusselt number, and Pr is the Prandtl number [11]. The

Incropera trend is based on the correlation for convection over an isothermal flat plate [12] and is

Nu, = 0.0296Re/>pr!/3. (1.5)

Once the Nusselt number is computed, heat flux is calculated as ¢ = Nu,k(T; — T..) /x where ¢ is heat flux
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and £ is fluid thermal conductivity. Note that the correlation trends are not smooth, a result of the measured

center-line plate temperature, which has small gradients.

e Experiment —— Kays —— Incropera
47000 T T T T T

0 0.5 1 1.5

Fig. 1.4: Wall heat flux comparing measurements with two correlations

The difference in these trends was concerning and it was possible that the sensor sensitivities were
mixed-up, had an installation error, or other manufacturer-supplied parameters were incorrect. As heat flux
was a critical SRQ, developing a means to assess sensor accuracy was desired. Since the sensors were
permanently potted, removing them for calibration was not an option. In situ heat flux measurements were
made via an independent method. This method should not change heat transfer conditions in the area.

Installation error was possible if heat transfer conditions are different between calibration and use. The
RdF sensors were calibrated to a reference sensor that was calibrated at 70°F in radiation using a blackbody
source [23]. The heat transfer mode of the sensors in the heated wall was conduction. The different heat
transfer modes, the elevated operation temperature, and the possibility of non-uniform thermal resistance in
the sensor area have been identified as possible error sources [24].

There are several methods for heat flux calibration. The National Institute of Standards and Technology
is an excellent source for heat flux sensor calibration services. They use a variable-temperature blackbody
thermal radiation source with symmetric conditions for simultaneous measurements with a reference optical
pyrometer and a user-supplied HFS [25]. This method was impractical for the current situation as the sensors
could not be removed.

One common HFS design measured the temperature difference across a substrate of known thermal
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conductivity using a thermopile (array of thermocouples in series for increased output) [26]. Fourier’s Law

for conduction was the theory of this measurement and is [12]

q"=—k—~—k— (1.6)

where k is substrate thermal conductivity, T is temperature, and y is the direction of heat flux. This method
was used in the purchased RdF thin-film sensors potted in the plate. Adding a reference HFS of this type
would disrupt local convection conditions. The calorimeter method uses heat storage over time to measure
flux [26], but this would change local conditions for the proposed experiment. The facility geometry and
thermal resistance must remain constant in space.

An independent heat flux measurement technique was possible. The potted HFSs measured heat flux
near the surface of the heated wall. The convective heat flux from the wall to the air should be equivalent,
especially very near the wall and removed from the side walls. Very near the heated wall, within the viscous
sublayer, the temperature profile is linear [11]. If the temperature profile can be measured within this region
and the thermal conductivity of air k£ can be estimated by the measured temperature and reference data found
in [27], it is possible to measure convective heat flux from a surface.

Others have made near-wall temperature measurements. An early study by Warner and Arpaci described
the use of a butt-welded TC probe of 12.7 um diameter oriented parallel to a vertical flat plate and perpendic-
ular to the flow direction. It was traversed with a motor-driven carriage near the heated wall under turbulent
natural convection. The position was accurate to 5.08 um within the first 25.4 mm and to 15.2 pm farther
from the wall. They were able to measure temperature profiles and subsequently heat flux [28]. In another
study of a turbulent boundary layer under forced convection, temperature profiles were measured by a TC
probe of 76.2 ym diameter and about 12.7 mm long suspended by 22-gauge hypodermic needles oriented
parallel to the plate and perpendicular to the flow direction. This probe was also traversed with a traversing
mechanism accurate to 25.4 um. These results, along with velocity measurements, were used to present many

heat flux, shear, and turbulent Prandtl number results for this fundamental flow [29].
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Chapter 2
Experimental Validation Data for CFD of Steady Mixed Convection on

a Vertical Flat Plate

Abstract

Model validation for Computational Fluid Dynamics (CFD), where experimental data and model out-
puts are compared, is a key tool for assessing model uncertainty. In this work, mixed convection was studied
experimentally for the purpose of providing validation data for CFD models with a high level of complete-
ness. Experiments were performed in a facility built specifically for validation with a vertical, flat, heated
wall. Data were acquired for both buoyancy-aided and buoyancy-opposed flows. Measured boundary con-
ditions include as-built geometry, inflow mean and fluctuating velocity profiles, and inflow and wall temper-
atures. Additionally, room air temperature, pressure, and relative humidity were measured to provide fluid
properties. Measured system responses inside the flow domain include mean and fluctuating velocity pro-
files, temperature profiles, wall heat flux, and wall shear stress. All of these data are described in detail and

provided in tabulated format.

2.1 Introduction

The purpose of this work is to provide validation data for three-dimensional Computational Fluid Dy-
namics (CFD) models. Model validation will be discussed as well as the physical phenomenon of steady
mixed convection. The following sections describe the experimental facility, the associated instrumentation,
the boundary conditions (BCs), the fluid and material properties, the test conditions, and the System Response
Quantities (SRQs). This content follows the Validation Experiment Completeness table of Oberkampf and
Smith [1] to guide description of validation experiments. This guidance ensures important details are in-
cluded with a high level of completeness. The work contained herein is a continuation of that by Harris et
al. [2] which covered forced convection using similar methods and facilities.

This work presents the data in table format for direct use in validating models. The provided data in-

clude the BCs and SRQs shown in Table 2.1. The included BCs in this work should provide modelers with
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all required information, avoiding assumptions on model inputs and reducing model form uncertainty [3].
The SRQ data are provided to modelers for direct comparison with model outputs. The experimental un-
certainties of all provided data from bias and random sources are also provided and quantified at the 95%
confidence level. Validation errors can be calculated with the nominal data and validation uncertainty from

the uncertainty of the nominal data [4].

Table 2.1: The tabulated boundary conditions and system response quantities provided in this work

BCs SRQs
As-built geometry Mean velocity profiles
Wall & inflow temps. Fluctuating velocity profiles
Inflow mean velocity Mean temperature profiles'
Inflow fluctuating velocity Wall heat flux
Atmospheric conditions Wall shear stress

These files are accessible in an online database in the Digital Commons of Utah State University’s
Library. The page dedicated to the data in this work is found at digitalcommons.usu.edu/all_datasets/8/. Links
to specific files are included in this work with descriptive file names with the experimental case (buoyancy-
aided or buoyancy-opposed), data type (BC or SRQ), and measured quantity included. All data files may be

downloaded in the zipped file Data. Generally data are in table format as csv files.

2.1.1 Computational Fluid Dynamics Validation

To understand the need for experiments expressly aimed at providing validation data, one must first
understand the different aims of validation and discovery experiments. Discovery experiments are common
in research where new physical phenomena are measured, presented, and discussed. Validation experiments
do not necessarily measure unique phenomena, but the measurement process and description are more com-
plete [5]. In general, older experimental data from discovery experiments are not sufficiently described for
use in validation. Unobtrusive measurement techniques are important in validation experiments since probes
introduce unknown uncertainties to the data. These uncertainties can only be mitigated by including the probe
in the CFD model.

The purpose of validation experiments is to provide the information required to quantify the uncertainty
of a mathematical model. This uncertainty helps decision makers quantify model credibility. The ASME

V&V 20 Standard [4] outlines an approach to estimate the validation comparison error and the validation

"The SRQ mean temperature profiles are provided for the buoyancy-opposed case only.


http://digitalcommons.usu.edu/all_datasets/8/
http://digitalcommons.usu.edu/cgi/viewcontent.cgi?filename=0&article=1007&context=all_datasets&type=additional
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uncertainty. The validation error E is the difference between the simulation result S and the validation exper-
iment result D as

E=S-D. 2.1)

Calculating the validation uncertainty estimates the confidence interval of the error by considering both nu-

merical and experimental uncertainty. Validation uncertainty is calculated as

Usat = /U + U+ Up, 22)

where Upun is the numerical uncertainty, Ujypy 18 the model input uncertainty, and Up is the experimental data
uncertainty. The numerical uncertainty is estimated from solution verification with sources such as iterative
and discretization uncertainty. The latter two uncertainties come from the validation data. The uncertainty in
the measured BCs that are used for model inputs is Uinput. The uncertainty of SRQs—experimental data used
to compare system outputs—is Up. If |E| >> Uy,, one can conclude model error remains. But if |E| < Uyy
and Uy, is acceptably small for the intended use of the model, the validation error may be satisfactory. These
general equations show validation data and their uncertainties are required to assess model accuracy via model
validation.

There are several tiers of detail in validation experiments [6], often four as shown in Fig. 2.1. This
work is considered a Benchmark Case that is second in simplicity to Unit Problems. The Benchmark Case,
also called Separate Effects Testing, requires that all model inputs and most model outputs are measured
and that experimental uncertainty is included. In this tier there is generally some level of multi-physics
interaction, such as coupled fluid momentum and heat transfer, that prevents this work from being considered
a Unit Problem. On the other hand, the non-prototypical geometry used in this work keeps it from being a
Subsystem Case.

The planning and execution of validation studies should include both modelers and experimentalists
through all phases. In considering the design of validation systems, SRQs should be measured from a wide
range and high difficulty in the difficulty spectrum as shown in Fig. 2.2. Comparing simulation results
with experimental data from a wide range on the spectrum increases validation confidence. For example,
integral quantities, such as fluid mass flow rate, generally have low experimental noise and random errors.
Derivative quantities like fluid shear are more sensitive to non-ideal conditions. If a model and data are in
good agreement at a high level, then it is likely that good agreement will be observed in lower levels. But,

agreement at lower levels does not imply agreement at higher levels [3].
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Fig. 2.1: The Validation Hierarchy, after [6]
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Fig. 2.2: System Response Quantity Difficulty Spectrum, after [3]. The variables y and x are arbitrary.

2.1.2 Mixed Convection

Mixed convection is a coupled fluid momentum and heat transfer phenomenon where both forced and

natural convection contribute to behavior. With forced convection, buoyant forces are negligible and flow is

driven by a pressure gradient. Conversely, buoyant forces drive natural convection in the direction opposite

to gravity as low density fluid rises over higher density fluid [7].

There are generally three types of mixed convection that depend on the relative direction of buoyant and

pressure forces. The first is buoyancy-aided, where buoyant forces and forced flow have the same direction.
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The second is buoyancy-opposed, where these forces have opposite directions. Finally the third is transverse,
where these forces are perpendicular [8].

The mixed convection regime is defined by the local Richardson number as

Ri, = Gr,/Re? (2.3)
where
Re, = ﬁbulkx/v 2.4)
and
Gr, = gB(T, — T..)x* /v2. (2.5)

In these equations, g is acceleration due to gravity, 3 is fluid thermal coefficient of expansion, 7 and T are
surface and fluid temperatures respectively, x is local streamwise location, v is fluid kinematic viscosity, and
Upyik 1 bulk time mean velocity. Mixed convection is commonly thought to occur for buoyancy-aided flow
when 0.3 < Ri, < 16 and for buoyancy-opposed flow when 0.3 < Riy [7].

Some flow parameters in this study are given in Table 2.2. Note that external coordinates are used
because the flow was not fully developed in the test section as it would be for pipe flow. The flow at x|
was not in the mixed convection regime; but, as will be shown, buoyancy effects are still observable. The
temperature of the heated wall was near the safety limit of the materials, and the air velocity was near the
low side of the turbulent regime (large turbulent trips were installed upstream of the test section to enforce

boundary layer turbulence at these lower Reynolds numbers).

Table 2.2: Rey, Gry, and Ri, at the three locations in x at the spanwise center where SRQ data were acquired.
The bulk velocity uy,x Was 2.44 m/s. These apply for both cases presented.

X [m] Re, Gr, Ri,

xi 016 19,000 3.34 x 107  0.09
x 078 93,000 3.71 x10° 043
x3 139 170,000 2.13 x 10'° 0.77

There have been many mixed convection studies on vertical plates and in vertical tubes. Some will
be described now. Several mixed convection experiments for vertical tubes are cited in a review article by
Jackson et al. [9]. They surveyed literature and presented results for both laminar and turbulent flows, both

theoretical and experimental studies. Results were compared and heat transfer correlations presented. They
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noted that heat transfer in buoyancy-aided turbulent flow is suppressed for moderate buoyancy levels while,
on the other hand, it is augmented in buoyancy-opposed flows. This work provides heat transfer correlations
for pipe flow that could be useful for comparison with the current work. They further recommend the use of
Low Re models for mixed convection simulations.

Chen et al. [10] present correlations for laminar mixed convection on vertical, inclined, and horizontal
plates and compare them to experiments performed by Ramachandran et al. [11]. Experiments of the latter
provided point velocity and temperature measurements via a hot-wire anemometer. The data agreed very well
with predictions and were sufficient for comparison to correlations with, but are not reported in sufficient
detail for validation.

Kim et al. [12] summarize simulations that predict mixed convection in a vertical tube and compare
the models to experimental data. The in-house code used published two-equation models and was written
to model developing mixed convection flow with variable properties. Consistent with previous works, lam-
inarization of the turbulent flow was reported in the buoyancy-aided case and increased turbulent levels in
the opposed case. None of the models investigated showed good agreement over the entire range of flow,
suggesting further model development, or perhaps model calibration, could increase prediction capability for
these flows.

Wang et al. [13] discuss both an experimental and a numerical study of a vertical plate under turbulent
mixed convection. Two-component Laser Doppler Anemometry (LDA) was used to measure boundary layer
velocity. Some temperature measurements were also made of the flow using a thermocouple (TC) rake. They
reported moderate agreement between experimental data and simulation results, but noted that predictions for
the buoyancy-opposed case were less accurate. Although this study provides valuable insight into this flow
with plate geometry, the reported information lacks boundary conditions and inflow parameters necessary for
validation studies.

Mixed convection literature is abundant. However, all the papers found were performed as discovery
experiments, not for the purpose of providing validation data. Most are for pipe flow, boundary and initial
conditions are lacking, uncertainties are rarely presented, flow geometry description is simplified, and fluid
properties are seldom given. Further, the techniques used were often intrusive, leading to unknown uncertain-
ties, and often provided only point measurements. Modern measurement systems can provide higher fidelity

data while disrupting the flow less.
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2.2 Experimental Facility

All experiments were performed in the Rotatable Buoyancy Tunnel (RoBuT), which will be described
in detail. Benchmark-level validation data were acquired with simple geometry and some multi-physics
interaction. The square test section allowed easy characterization using optical velocity measurements. The

simple geometry is easy to represent numerically and helps isolate model errors.

2.2.1 Rotatable Buoyancy Tunnel

The RoBuT was an open-circuit air tunnel with a large 4.81-m diameter ‘Ferris wheel’ design that
allowed rotation, thus changing the relative direction of forced flow and buoyant forces without changing the
facility. Many important tunnel components are shown in Fig. 2.3, which is in the buoyancy-aided orientation.
Note the coordinate system with the origin on the heated wall at the inlet and the spanwise center. The
streamwise distance is x, wall-normal distance is y, and spanwise distance is z with zero along the centerline.
The laser and camera were part of a Particle Image Velocimetry (PIV) system that will be described in
Sec. 2.3.2.

The test section had a 0.305 x 0.305 m square cross section and was 2 m long. It had three clear walls for
optical access and a heated wall for a thermal BC. More details of the test section are provided in Sec. 2.2.2.
The contraction and outlet were made of fiberglass-reinforced plastic with a glass-smooth, black gel-coat.

The contraction had an area ratio of 6.25:1 and was 0.914 m long. The contraction bell at the leading
edge had a 102 mm radius. Between the contraction and bell were four modular sections that contained—
in order of flow direction—a single row, aluminum fin/copper tube, chilled water heat exchanger (Super
Radiator Coils Model 30x30-01R-0.625/048); a settling length section; a precision aluminum honeycomb
flow straightener; and two high porosity screens. Square turbulence trips 3.175 mm wide were installed
along all four walls and located about 0.12 m upstream of the test section inlet.

The outlet expanded the flow downstream of the test section, had a total included angle of 8.2°, and
was 0.686 m long. The blower drew air through the test section and rejected it into the room. It included an
inline centrifugal fan assembly, TCF/Aerovent model 14-CBD-3767-5. It was belt driven by a 5 HP, TEFC,
230-460 VAC induction motor, Toshiba model BOO5S2FLF2AMHO3. The motor was powered by a Toshiba
variable frequency drive, model VFS11-2037PM-WN.

Two Laskin Nozzles [14] were used to atomize olive oil tracer particles. These were measured to have
a mean diameter of about 1um with a TSI Aerodynamic Particle Size Spectrometer at the outlet. These

particles were mixed with air and injected into a PVC pipe distribution system upstream of the contraction
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Fig. 2.3: RoBuT flow components in the buoyancy-aided orientation

assembly. A peg board was placed between this system and the beginning of the contraction to help mix
particles throughout the flow. It had holes 6.35 mm in diameter and were spaced 25.4 mm apart in a square

pattern.

2.2.2 Test Section

The test section had four walls, an inlet, and an outlet that will be described in detail. The heated wall
was custom designed with many layers to provide a heated surface for convection and featured embedded
instrumentation. Its cross section is shown in Fig. 2.4. This wall was heated to approximately 138°C for this
study. It was made of several layers of aluminum, had six silicon rubber heaters arranged in the streamwise
direction, and contained thermal insulation to drive most of the heat inward. A list of materials and thick-

nesses is available in Table 2.3. The surface was nickel plated to reduce thermal radiation which resulted
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in a predicted and measured emissivity around 0.03 [2]. Aluminum 2024, though more expensive than the
common alloy 6061, was used because its thermal conductivity is well known [15]. The heated portion was
279 mm wide and 1.89 m long. The left and right sides were thermally insulated by 17.5-mm thick Teflon®
that extended into grooves in the side walls. Two additional 12.7-mm thick Teflon® insulators were placed
upstream and downstream of the heated wall. There were six heaters, each spanning the width of the heated
wall and one sixth of the length. Three HP 6439B power supplies were connected to two heaters each and
were used to control the temperature of the wall via a closed-loop PI controller. Three controllers, one for
each power supply, allowed the heated wall to be heated in independent sections in the streamwise direction

to increase temperature uniformity.

Wires Heat Flux Sensor™

Wind Tunnel Flow

X
wi ‘_y
Ires Thermocouple

Fig. 2.4: Heated wall cross section with component names as in Table 2.3. The relative thicknesses are to
scale.

The other three walls were clear Lexan® polycarbonate for optical access and were 12.7 mm thick. From
the perspective of standing on the heated wall at the inlet, they are termed left (z=-152 mm), top (y=305 mm),
and right (z=152 mm) walls. The top wall had a removable center portion for cleaning and maintenance. This
wall also had three 25.4-mm ports for probe insertion that were used for the TC probe described in Sec. 2.3.3.

The as-built geometry was measured to compensate for differences between the as-designed and as-built
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Table 2.3: Heated wall components and thicknesses with names from Fig. 2.4

Name Material t [mm]

Nickel Coating Bright Nickel ~0.05
Al. Surface Plate Al. 2024-T3 3.18
Thermal Epoxy Dow Corning 3-6751 1.02
Kapton® Kapton® HN Film 0.254
Al. Main Plate Al. 6061-T651 6.35
Heater Tempco Silicone Rubber 1.59
Insulation Mineral Wool 25.4
Al. Back Plate Al. 6061-T651 6.35

test section geometry. The differences were small, but the measurements are presented for completeness.
An internal micrometer was used to measure the internal dimensions of the fully assembled test section.
Height measurements were performed at the left, center, and right as well as width measurements at the
top, middle, and bottom. This was done at seven locations in x and performed three times for a measure
of random uncertainty. Modelers may use these dimensions when constructing the simulation domain to
ensure greater similarity. A sketch of the measurement locations may be accessed from the online database
by the link All-BC-AsBuiltSketch in the digital version of this work. The nominal values are in All-BC-
AsBuiltMeasurements and uncertainties in All-BC-AsBuiltMeasurementUncertainties. A Parasolid model
created from the as-built measurements is available in All-BC-AsBuiltGeometry.

A warm-up procedure was followed each time the RoBuT was used for experiments. Ideally, the HVAC
system would be kept active at all times for stable room conditions. The heated wall was first heated to the
setpoint temperature. Once this was reached, the blower was set to the desired speed for the experiment
and the heater controllers would accordingly increase power. Once the temperature was again stable for at
least five minutes, the facility was ready for data acquisition. If the blower setpoint speed was changed, the
controller would stabilize temperature and a waiting period was repeated for at least five minutes.

Between data acquisition for the different cases, such as between the aided and opposed cases, the entire
test section was cleaned with Ethyl Alcohol and delicate task wipes to ensure optical quality. The cover on
the top wall was removed for inside cleaning. High-vacuum grease was used on test section joints to reduce

air leakage and was removed and reapplied each time a panel of the test section was adjusted.

2.3 Analog Instrumentation and Signal Processing
Validation experiments require high fidelity instrumentation. Thermocouples were used to measure

boundary temperatures, heat flux sensors (HFSs) for heat flux through the heated wall, and PIV for inflow


http://digitalcommons.usu.edu/cgi/viewcontent.cgi?filename=17&article=1007&context=all_datasets&type=additional
http://digitalcommons.usu.edu/cgi/viewcontent.cgi?filename=15&article=1007&context=all_datasets&type=additional
http://digitalcommons.usu.edu/cgi/viewcontent.cgi?filename=15&article=1007&context=all_datasets&type=additional
http://digitalcommons.usu.edu/cgi/viewcontent.cgi?filename=16&article=1007&context=all_datasets&type=additional
http://digitalcommons.usu.edu/cgi/viewcontent.cgi?filename=14&article=1007&context=all_datasets&type=additional
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and boundary layer air velocity. Other sensors measured room air conditions. These systems will now be

described in detail.

2.3.1 Thermal Instrumentation

A total of 307 TCs were used to measure boundary temperatures. All test section TCs were 30 gauge
Type K from Omega Engineering with Special Limits of Error. They were each welded to length with an
Argon-shielded welder. Each TC was calibrated with an Isotherm FASTCAL-M with an accuracy of 0.3°C
over a range of 25-190°C with data at every 5°C. Because every TC calibration was very similar and made
from the same spool, an average calibration curve was applied. An array of 3 x 5 TCs, three in y and five in
z, was suspended on the downstream side of the honeycomb for inlet air temperature measurements. Each of
the three clear walls had 21 TCs with seven rows spaced in x and three across in y for the left and right walls
or in z for the top wall. The bulk of the heated wall had 5 x 32 TCs with five in z and 32 in x. The Teflon®
edges each had embedded TCs with five across the leading edge in z and 32 along the sides in x. All TCs were
embedded to within 3.18 mm of the inside surface using thermal epoxy with enhanced thermal conductivity.

Three HFSs were embedded into the heated wall along the spanwise center at the x-locations found in
Table 2.2. They were model 20457-3 from RdF Corporation and were a thin-film type with a thermopile
around a Kapton® substrate. The manufacturer supplied unique calibration coefficients for each sensor. The
manufacturer-specified uncertainty was 5% of reading. An embedded Type T TC was used to measure sensor
temperature and correct readings with the supplied multiplication factor curve to compensate for changes
in thermal conductivity of the substrate. The HFSs were placed adjacent to the Kapton® layer of similar
thermal resistance to reduce measurement errors. A thermal resistance network analysis showed only a 2.4%
difference in heat flux between HFS and non-HFS conduction paths.

The TC and HFS output voltages were small, so special data acquisition (DAQ) devices were selected.
National Instruments (NI) products were used as they interfaced well with the LabVIEW software that was
used for system control and thermal data recording. Twenty one NI-9213 TC modules were housed in five
NI-cDAQ-9188 chassis. The narrow voltage range of £78 mV, 24-bit ADC, and open channel detection
made them well suited for these measurements. The built-in CJC was used for TCs. The total uncertainty
of the calibrated TCs with these DAQs was 1°C, largely attributable to the CJC uncertainty of 0.8°C. Data
from thermal instrumentation was recorded on-demand. Twelve sets of instantaneous measurements were

recorded, one to accompany every set of PIV data for each case.
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2.3.2 Particle Image Velocimetry

The PIV system allowed for non-intrusive, full-field velocity measurements at several locations. The
system consisted of a laser, camera, and timing unit. The laser was a New Wave Research Solo PIV III. It
was a dual cavity, frequency-doubled Nd:Yag model with about 22 mJ/pulse and a wavelength of 532 nm.
Two LaVision camera designs were used as equipment was upgraded: an Imager Intense CCD camera for
buoyancy-aided data and an Imager sCMOS for buoyancy-opposed data. The former had a 12-bit CCD sensor
with 1376 x 1040 pixels and a pixel size of 6.45um. The latter had a 16-bit SCMOS sensor with 2560 x 2160
pixels and a pixel size of 6.5um. An internal, LaVision standard version PTU 9 timing unit provided accurate
timing of the system and had a resolution of 10 ns and jitter of <1 ns. Two Nikon lenses were used: one AF
Nikkor 28 mm {/2.8 D for the large field of view inflow and one AF Micro-Nikkor 105 mm {/2.8 D for high
resolution SRQ data near the heated wall.

Images were acquired with LaVision DaVis 8.1 software and processed with DaVis 8.2. The optical
configuration of the system is shown in Fig. 2.3 with the laser sheet normal to the heated wall and camera
viewing angle parallel with it. The equipment was moved manually in the x direction. The inflow was mea-
sured in the same configuration with Velmex BiSLide® traverses to move the laser and camera consistently
in the z direction. In this way, nine planes were measured to map the inflow.

PIV calibration was performed in two ways. The inflow used a conventional two-component ‘ruler’
calibration over a span of about 280 mm since the laser sheet and camera were normal to each other. The
SRQ data near the heated wall was calibrated with a single-plane calibration target and the pinhole model
as the camera was angled into the wall by 3-5°. This angle was required to avoid image diffraction by the
large temperature gradient very near the wall. Because this flow had very little through-plane motion, errors
in v velocity from through-plane motion appearing as in-plane motion are expected to be small (they are a
function of the sine of the angle). The pinhole model was applicable since refraction between the Lexan®
and air was also small.

Prior to acquisition, the quality of the particle images was checked to ensure proper particle density,
diameter, and displacement as well as laser beam overlap and image focus quality. Many of these data pa-
rameters and others from the acquired images are found in Table 2.4. The diameter, density, and displacement
are spatial averages over the entire image. Both particle diameter and density were determined by methods
found in [16] with the local maximum method for density estimation.

The processing of particle images was performed with the window deformation method in DaVis. A

mask was carefully defined to remove the influence of walls on the correlation. Round interrogation windows
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Table 2.4: PIV data parameters. Aided refers to buoyancy-aided case while Opposed refers to buoyancy-
opposed case.

Parameter Aided-Inlet | Opposed-Inlet
N image pairs 500 1000
sample frequency [Hz] 4 10
dt [us] 1000 750
lens 28 mm 28 mm
extension [mm)] - -
calibration [mm/pixel] 0.223 0.124
f# 5.6 11
diameter [pixels] 1.45 1.39
density [#/32 x 32] 70.8 19.3
displacement [pixels] 11.4 15.7
Parameter Aided-SRQ | Opposed-SRQ
N image pairs 1000 1000
sample frequency [Hz] 4 10
dt [us] 76 62-65
lens 105 mm 105 mm
extension [mm] 39.5 39.5
calibration [mm/pixel] 0.0116 0.0103
f# 5.6 11
diameter [pixels] 3.98-4.89 3.07-3.16
density [#/32 x 32] 6.36-8.99 4.76-8.47
displacement [pixels] 13.8 12.2

were used for reduced noise. The first two passes were at 64 x64 pixels and 75% overlap and the final four
passes were at 32x32 pixels and 75% overlap. Vector post-processing was performed where vectors were
removed if the peak ratio was less than two. Then a two-pass median filter of ‘strongly remove & iteratively
replace’ corrected spurious vectors. Vectors were removed if their difference from average was more than
one standard deviation of neighbors and subsequently replaced if the difference from average was less than
two standard deviations of neighbors.

Particle images had a sliding background removed where the background is the average of nine images
symmetrically taken around the image of interest. The pixel range was sometimes narrowed in the flow
direction to reduce disk space while keeping at least 512 pixels in this direction. Examples of particle images
with background subtracted for both orientations acquired with two cameras are shown in Fig. 2.5. Note
that the heated wall is on opposite sides since the tunnel orientation was changed between cases. Also,
the buoyancy-aided case used the Imager Intense camera with fewer pixels than the sSCMOS used in the

buoyancy-opposed case.

2.3.3 TC Probe
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(a) Buoyancy-aided with heated wall at left (b) Buoyancy-opposed with heated wall at right

Fig. 2.5: Particle images at x

In order to provide an additional SRQ, it was necessary to measure the fluid temperature in the boundary
layer. Since the RoBuT is an open-loop air tunnel with a large volume flow rate, optical measurement tech-
niques requiring specialized particles are not practical. Thus, a TC probe was designed similar to that used
in [17] with care taken to reduce the size and subsequent disruption of the flow. As this probe was intrusive
and changed the flow, it was used after acquiring all other types of data so that its influence is only seen on
the measured temperature profiles.

The junction of the probe was formed by type K wires of diameter Dyc = 0.051 mm from Omega
Engineering. The two lead wires are aligned parallel to the wall with a length of 15.3 mm (~ 300Dtc) to
reduce conduction losses as shown in Fig. 2.6. The junction was formed by spot welding the overlapped
wires. After welding, the wire was pulled taut and epoxied in place. The fine wire was welded to thicker
0.511-mm wire that spanned the pivot and was connected to the DAQ. The brace shown in Fig. 2.6 was
rigid enough to keep the wire tight. To correct for small misalignments that could cause measurement errors,
a pivot was designed into the probe so it could be aligned with the wall before each measurement. This
was done by moving the probe into the wall until both ends of the brace were pressed firmly and any angle
corrected, then pulling the probe away from the wall. This probe was measured with the same NI-9213 TC
modules described in Sec. 2.3.1 and was used in the spanwise center of the tunnel.

The probe may be subject to conduction losses that could lead to measurement error. This error was
estimated using a 1-D fin equation. The measured temperature and velocity profiles were used to estimate
fluid properties and heat transfer coefficients. Heat conduction was considered from the TC junction to the
leads and then convecting to the lower temperature air. The largest error was estimated at 0.03°C at the wall

at xi.
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Fig. 2.6: TC probe with its reflection in the heated wall on the right

This TC probe assembly was supported by a stainless steel tube with 3.76-mm outside diameter that
spanned the test section. This tube contained the TC wires and was connected to a Velmex Inc. UniSlide®
traverse model B4015Q2J. This traverse was used for small, incremental movements. The distance from
the wall was estimated by fitting a line to the temperature profile very near the wall to the wall temperature
measured by embedded TCs. The largest uncertainty in position resulted from the stepper motor resolution.
With 200 steps/rev. and an assumed 1/2 step resolution, the uncertainty was 2.5 um. The pitch uncertainty

was much smaller at 0.04 mm/25.4 cm or 0.0315 pm for a 200 pum step.

2.3.4 Atmospheric Instrumentation

Air temperature, relative humidity, and atmospheric pressure in the RoBuT room were measured to
determine air properties. Both temperature and humidity were measured with an Omega HX93A probe.
Pressure was measured with an Apogee Instruments BPS 1006 sensor. The output voltage of these sensors
was measured by a NI USB-9215A 4-channel £10 V analog input DAQ. The uncertainty of temperature was
0.6°C, humidity was 2.5% for readings 20-80% and 3.1% otherwise, and pressure was 3% of reading. These

data were sampled at 1 Hz, then averaged and recorded once per minute.

2.3.5 Uncertainty Quantification
Thermal and atmospheric data uncertainty quantification (UQ) is described here following methods
of Coleman and Steele [18]. UQ for PIV was considered by other methods and is described later. Bias

uncertainty parameters were obtained from sensor documentation at the 95% confidence level. The random
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uncertainty of a general mean quantity X was calculated by

Sx
VN

S¢ = 15 (2.6)

where 95 is the confidence level coefficient (taken as 1.96 for 95% confidence and number of samples N > 30)
and S, is the sample standard deviation. Bias and random sources are combined as

Ur= /B4 82 @7)

X

where By is the expanded bias uncertainty. The data provided with this paper generally specifies the unique
bias, random, and total uncertainty numbers with the mean results.

Uncertainty of the PIV results was calculated from the Uncertainty Surface Method that estimates in-
stantaneous bias and random uncertainties due to the effects of particle displacement, particle image density,
particle image size, and shear. This method was originally described in [19] and improved on with meth-
ods from [16]. The uncertainties of the velocity statistics propagated from the instantaneous uncertainties
were calculated by methods of Wilson & Smith [20]. Total uncertainty was calculated as in Eqn. 2.7. The

confidence level on all UQ results in this work is 95%.

2.4 Boundary Conditions
This section contains a description of all expected requisite BCs for CFD model inputs. The types of

BCs were shown in Table 2.1. The as-built geometry is a BC, but was discussed previously in Sec. 2.2.2.

2.4.1 BC Description

The measured BC temperatures are mapped onto the test section geometry in Fig. 2.7. Note the high
measurement resolution on the heated wall and the development of the thermal boundary layer on the right
wall as air travels from the inlet to the right of the figure.

As mentioned previously, the inflow was measured in nine planes spaced in z with points concentrated
near the side walls. The time-mean streamwise velocity # at the inlet is shown in Fig. 2.8 for the buoyancy-
opposed case. Gray lines indicate PIV measurement locations that span across y. Data are highly-resolved
in y but not in z. Data may be interpolated from the information given. Another approach is to use the high-
resolution data near the unheated top wall (y=305 mm) boundary layer to the left and right walls which are

also unheated.
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Fig. 2.7: Measured temperatures on the test section boundaries
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Fig. 2.8: Measured streamwise velocity u at the inlet for the buoyancy-opposed case

The atmospheric conditions include atmospheric pressure, relative humidity, and room temperature and
were recorded at the time of data acquisition.
Data acquisition procedures were followed to control test conditions. The following list describes the

steps followed for acquisition of both BC and SRQ data:
1. Begin heating of the heated wall
2. Upon reaching setpoint temperature, start blower

3. Align traverses, laser, and camera with test section at measurement location
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4. Align laser sheets
5. Focus camera on particle images
6. Align calibration plane with laser sheet and calibrate camera
7. Determine optimal dt for particle displacement, proper seeding density, and proper laser intensity
8. Record measurement location and other PIV parameters
9. Confirm stability of wall temperature and room conditions
10. Record PIV data, atmospheric and thermal conditions

This process was repeated for PIV measurement locations for the nine inflow and the three SRQ data sets.
Inflow data were acquired in a single day, so only the last three steps were repeated after the first set. Data
for PIV were recorded at twelve locations (nine at the inlet and three along the heated wall). Atmospheric
conditions and thermal measurements were recorded with each PIV data set.

Since the velocity at the inlet is partially developed, some external flow parameters are included. The

momentum thickness was measured from PIV data at the spanwise center (z = 0) location using the integral

°u u
52:/0 um(l—um)dy (2.8)

where %, is the free-stream velocity and constant density has been assumed [7]. The boundary layers on
both walls were considered from y = 0 — 0.305 m and the result divided by two. Constant density is a good
approximation at the inlet but not for downstream locations where the near-wall air was heated.

The concept of a virtual origin may also help predict the equivalent length of a flat plate extending
upstream of the inlet. This allows for the impact of the contraction to be assessed. Assuming the flow was

always turbulent, others have derived the relationship [7]

0.036v02
% _ e R 0.036Re; 2. (2.9)
X Ugy~ X"
The left two portions can be arranged to isolate x as in
S 21.25ﬁ9c;25

2 (2.10)

= 0.0157v035
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where £ has been substituted for x and is the distance upstream to a virtual origin given &, defined earlier.
The results from these analyses are given in Table 2.5. It is reasonable to add these virtual origin distances to
the x values in Table 2.2 when comparing to more canonical flows. Also Re, and subsequently Ri, numbers
may also be adjusted. As will be presented, it is reasonable that the buoyancy-opposed case had a larger

boundary layer at the inlet in this low speed flow as this case showed larger layers downstream.

Table 2.5: Boundary layer analysis results

Parameter | Aided | Opposed
& [mm] 1.61 1.81
& [mm] 417 485

242 BC Data

These data are available for both the buoyancy-aided and opposed cases on the inflow and all four walls
of the test section. There is one file for the measured temperature of each surface that can be found in
Table 2.6. The files may be opened by the links in the digital version. The format for all BC files works
directly with Star-CCM+ and is easily adaptable to other CFD codes. The columns X, Y, and Z are used
throughout this work; adhere to the global coordinates; and are presented in meters. The column ‘T[K]’ is
the mean temperature in Kelvin, ‘B_T[K] is the bias uncertainty, ‘S_T[K]’ is the random uncertainty, and

‘U_T[KY is the total uncertainty.

Table 2.6: Links to temperature boundary files for both cases

Aided Opposed
Aid-BC-InletTemp Opp-BC-InletTemp
Aid-BC-HeatedWallTemp | Opp-BC-HeatedWallTemp
Aid-BC-LeftWallTemp Opp-BC-LeftWallTemp
Aid-BC-TopWallTemp Opp-BC-TopWallTemp
Aid-BC-RightWallTemp Opp-BC-RightWallTemp

The data for the inflow mean and fluctuating velocities are found in the files Aid-BC-Inlet-Vel and Opp-

)

BC-Inlet-Vel. The columns ‘u’, ‘v’, and ‘w’ are mean velocities in the x, y, and z directions respectively. The

columns ‘v'u”, ‘v'v”’, ‘w'w’’, and ‘u’v"’ are specific Reynolds stresses. Uncertainties of #, ¥, and w compose


http://digitalcommons.usu.edu/cgi/viewcontent.cgi?filename=4&article=1007&context=all_datasets&type=additional
http://digitalcommons.usu.edu/cgi/viewcontent.cgi?filename=20&article=1007&context=all_datasets&type=additional
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http://digitalcommons.usu.edu/cgi/viewcontent.cgi?filename=19&article=1007&context=all_datasets&type=additional
http://digitalcommons.usu.edu/cgi/viewcontent.cgi?filename=6&article=1007&context=all_datasets&type=additional
http://digitalcommons.usu.edu/cgi/viewcontent.cgi?filename=22&article=1007&context=all_datasets&type=additional
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http://digitalcommons.usu.edu/cgi/viewcontent.cgi?filename=21&article=1007&context=all_datasets&type=additional
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the remaining columns. Reynolds stresses have unique upper and lower uncertainties with ‘Uuup’ being the
plus uncertainty of «/s and so on. The units of velocity and velocity uncertainty are [m/s] while those of
Reynolds stresses and their uncertainty are [m?/s*].

Note that inflow out-of-plane velocities w and w'w’ were assumed to be the same as v and V/v/ respec-
tively. This assumption was proved valid in previous work in this facility by measuring the inflow in both
directions with two-component PIV and comparing data where measurement planes intersect [2]. Buoyancy-
aided inflow data for the plane nearest the right wall was questionable and replaced with data nearest the left
wall. As the geometry and thermal conditions are symmetric about z = 0, this was considered justified.

The atmospheric measurements, together with their uncertainties, are found in the files Aid-BC-AtmCond

and Opp-BC-AtmCond.

2.5 Fluid and Material Properties

As air is the working fluid, measurements of temperature, pressure, and relative humidity discussed in
Sec. 2.4.2 are satisfactory to define all fluid properties. It is important to note that the working pressure is
different from that at sea level as the experiment was conducted in Logan, Utah, which is 1460 meters above
sea level.

Material properties of the test section can easily be obtained from the information provided in Sec. 2.2.2
about the construction of the test section. It is not necessary to model the heated wall since temperature

measurements were made very near the surface, but the information is provided for completeness.

2.6 Test Conditions

The RoBuT room was configured with modern HVAC systems and thermal insulation for stable con-
ditions. Controls were independent of other systems in the building. The refrigerated air conditioning had
a ~ 0.56°C (1°F) deadband. The maximum measured temperature spread for both cases near the inflow lo-
cation during data acquisition is 0.7°C (~ 1.3°F). To reduce the rate of temperature change from the on/off
behavior of this system, outside air was mixed with refrigerated air before being injected into the room. Heat-
ing was performed with a steam heat exchanger with attached fan. The original fan and control system were
replaced with a variable speed, tuned, PI-controlled system implemented with the main LabVIEW program,

giving the heating system tight control of the room temperature.

2.7 System Response Quantities

The SRQs are the experimental results used to compare with simulation outputs and were listed in
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Table 2.1. Since they are similar, the mean velocity profiles and fluctuating velocity profiles in the form
of Reynolds stresses are presented together. Temperature profiles from the TC probe are presented for the

opposed case. Additionally, scalars of wall heat flux and wall shear stress are also provided.

2.7.1 SRQ Description

Normalized streamwise velocity and Reynolds stress for the buoyancy-aided and buoyancy-opposed
cases are shown in Fig. 2.9 for three measurement locations in x. The bulk velocity %y, = 2.44 m/s measured
across the inlet is used for normalization. The profile locations correspond to the vertical center of the camera
sensor for reduced perspective error. Uncertainty bands are provided on both profiles that are unique for each
data point. In other words, the uncertainty of @/Zipu and 't/ / (Tipu)> varies over y.

The influence of buoyancy is apparent in several regards. The boundary layer velocity and Reynolds
stress is nearly constant for all x in the buoyancy-aided case, indicating little growth in the boundary layer
thickness. The buoyancy-opposed case, however, shows rapid boundary layer growth. Also apparent is
evidence of laminarization in the aided case and the augmentation of Reynolds stresses for the buoyancy-

opposed case typical of mixed convection flows as described in previous works [9, 12].
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Fig. 2.9: Normalized streamwise mean velocity # and Reynolds normal stress u/u’ at three locations in x for
both cases

The difference in the two cases reveals the influence of buoyancy on streamwise velocity and streamwise
Reynolds normal stress. This is shown in Fig. 2.10. In these plots, the difference is labeled Diff and is the

buoyancy-aided (Aid) minus the buoyancy-opposed (Opp) results. Buoyancy effects accelerate the boundary
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layer velocity, but this influence is localized near the heated wall. As in the findings of other researchers

in mixed convection, turbulence levels as quantified by /v’ are increased for the opposed case. Here the

difference is about a factor of two. There is a subtle two-peak nature to u’u’ that is most apparent in their
difference at x;. This may be caused by the 3.175-mm-wide turbulence trips that are upstream of the test

section, especially considering that this profile feature dies out farther downstream.
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Fig. 2.10: Measured streamwise mean velocity # and streamwise Reynolds normal stress u'u’ with buoyancy-
aided (Aid), buoyancy-opposed (Opp), and their difference (Diff) at three locations in x

The measured temperature profile from the TC probe for the buoyancy-opposed case is shown in Fig. 2.11a.
The development of the thermal boundary layer is observable in x. The temperature in the near-wall region
and line fit are shown in Fig. 2.11b. Errors in distance from the wall are corrected by fitting the line through
the measured wall temperature. The first point is not considered as it is likely to have position error. Only
data within y™ < 6.6 are used in the fit as they should be contained in the inner portion of the viscous or
laminar sublayer where linear temperatures are expected. Temperature fluctuations are not included as the
mass of the TC wire rendered it insensitive to the higher frequencies in this flow. These frequencies were
determined with a 50.8 —um diameter tungsten hot-film probe with much less thermal mass.

The intrusive nature of the probe caused an increase in wall heat flux observable in the HFS data acquired
at the time. The largest error of wall heat flux occurred when the probe was touching the heated wall and
steadily decreased as the probe was retracted from the wall. Maximum errors of 18.7%, 10.4%, and 7.93%

were measured at locations xy, x», and x3, respectively. This effect will only bias the temperature data
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Fig. 2.11: Measured temperature profiles for all three x locations for the opposed case

provided as all other BC and SRQ data were acquired at other times. Intrusive probes should be avoided
in validation experiments as the effect of their presence is often difficult to quantify. As such, the use of
these temperature data is recommended for qualitative analysis but may not be appropriate for quantitative
assessment as an SRQ.

Wall heat flux, as measured by the HFSs, is shown in Fig. 2.12. In laminar flows, buoyancy-aided
mixed convection produces higher heat flux values than for buoyancy-opposed [7]. The current experiments
show the opposite, suggesting turbulence levels are a major contributor to the flux. These observations are
consistent with turbulent mixed convection. As there are no known heat transfer correlations for mixed
convection in developing channel flow, the correlation for fully developed flow in vertical tubes was used as
Eqn. 6 in the work of Jackson et al. [9]. These are consistent with the observed heat flux as the buoyancy
opposed case generated higher heat flux. The correlation values have been adjusted to consider an unheated
starting length with distances from the virtual origin analysis described earlier. The local Nusselt number was

adjusted by
Nux|5=0

1—(&/x)°"°

Nu, = @2.11)

1/9
where the local Nusselt number Nu, and Nuy|¢_( was measured from the leading edge of the unheated starting
length [8].

The measured trends in the streamwise direction x are inconsistent with expected results. The HES at x,

gives a smaller reading than that at x3 for both cases. It is possible that this trend is caused by an installation
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error of the potted sensors in the heated wall. Even though the cause is unknown, the likelihood of this error
existing is supported by the monotonic decrease in the temperature gradient near the wall with streamwise
distance x as observed in Fig. 2.11b. This decrease suggests a decrease in wall heat flux with x, consistent

with theory.

HFS-Aid

3000
—3¢— Corr—Aid
2000 | === HFS-Opp
—6— Corr—Opp
= 2000 | HFS-(Opp-Aid)
& Corr—(Opp-Aid)

0 0.5 1 1.5

2 [m]

Fig. 2.12: Measured wall heat flux plotted along streamwise direction x with correlations for mixed con-
vection for the bouyancy-aided (Aid), buoyancy-opposed (Opp), and their difference (Aid-Opp). Heat Flux
Sensor results are labeled as HFS and correlation results as Corr.

Previous methods to quantify wall shear have fit experimental turbulent velocity data with empirical
models such as Spalding or Musker profiles with high accuracy [21]. This method works well for fully
turbulent boundary layer data where the models are an accurate representation of velocity, but not for the data
in this study due to significant buoyancy effects. Therefore, wall shear stress was estimated directly from

PIV data as 7, = ug—‘;‘ o Where 7, is wall shear stress and u is dynamic viscosity. High-resolution PIV data

y=
were used to fit a line to velocity data where y* = yu;/v < 3 to find g—: =0’ where u; = \/ﬂ and p is
the fluid density [7]. Initially 10 points were included in the fit and a stable iterative method was used to
calculate 7, and the number of data points to fit within y™ < 3. The wall was located by the particle images
with a mask carefully defined. The linear fit was performed using linear regression with more weight given
to velocity data with lower uncertainty [22]. The high-resolution PIV data and associated linear fit are shown

in Fig. 2.13. The dynamic viscosity was evaluated using Sutherland’s Law at the wall temperature. The fit

uncertainty was combined with the viscosity uncertainty using the Taylor Series Method [18].
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Fig. 2.13: Streamwise mean velocity u near the heated wall with linear fit for shear stress measurement of the
buoyancy-opposed case

Data acquisition was repeated several times for each case to determine the level of repeatability. There
are generally two versions of the same data with the exception of the buoyancy-aided case at x;, which
has three. Data were acquired between one to ten months apart and, in the buoyancy-opposed case, with a
different camera. The acquisitions were also performed by two different users. The test section was disas-
sembled, repaired, and reassembled between the second (R2) and third (R3) series for the buoyancy-aided
case. The PIV equipment was removed, replaced, and recalibrated between series. The tabulated data in-
cluded in this work are from the series R1 in both cases. The results for the mean streamwise velocity are
shown in Figs. 2.14a & 2.14b for the buoyancy-aided and opposed cases respectively. They show only small
differences that are more apparent in the buoyancy-opposed case.

Repeatability plots for mean streamwise Reynolds stress u/u’ are shown in Figs. 2.15a & 2.15b for the
two cases. The Reynolds stresses are less repeatable than the mean velocity, but only by a moderate amount.
The results at x; have the largest difference, which may be due to differences in the inflow that become less
important with streamwise development.

As mentioned previously, there is a large difference in turbulence levels between the buoyancy-aided
and opposed cases. Another method for representing the differences is the scatter plot of u/v/. There is
little scatter in the buoyancy-aided case (Fig. 2.16a) compared to the buoyancy-opposed case (Fig. 2.16b),
suggesting laminarization is occurring in the buoyancy-aided case. These results are consistent with the

findings of other works in turbulent mixed convection. The results show the typical predominance of events
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Fig. 2.14: Mean streamwise velocity u with several repeats at three locations in x for both cases
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Fig. 2.15: Measured mean streamwise Reynolds stress u/u’ with several repeats at three locations in x for both
cases

in quadrants 2 and 4, which are related to turbulent ejections and sweeps respectively.
2.7.2 SRQ Data

These data are generally found in one file for each x location with unique files for each orientation. For

all SRQ files, the same global coordinate system is used and units are included in column headers. Links to
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Fig. 2.16: Scatter of instantaneous #’ and V' at the y-location of largest u/u’ for both cases at x;

the velocity results are found in Table 2.7. Velocities and Reynolds stresses in both measured directions are

given as well as Reynolds shear stress. Uncertainties are provided for all provided quantities as before.

Table 2.7: Links to velocity SRQ files for both cases

Aided Opposed
Aid-SRQ-Vel x1 | Opp-SRQ-Vel x1
Aid-SRQ-Vel x2 | Opp-SRQ-Vel x2
Aid-SRQ-Vel x3 | Opp-SRQ-Vel_x3

Temperature profile data are available for the buoyancy-opposed case at all three x locations in files Opp-
SRQ-T_x1, Opp-SRQ-T x2, and Opp-SRQ-T _x3. Tabulated results for the scalar wall heat flux are compiled
into the files Aid-SRQ-HeatFlux and Opp-SRQ-HeatFlux. Shear results are similarly compiled into files
Aid-SRQ-Shear and Opp-SRQ-Shear.

2.8 Conclusions

This work has presented a highly detailed study on turbulent mixed convection along a vertical, flat plate
using high fidelity instrumentation. The data and description are believed to be sufficient for a CFD validation
study of these physics to determine validation error (Eqn. 2.1) and validation uncertainty (Eqn. 2.2). The
effects of buoyancy were investigated in two orientations, buoyancy-aided and buoyancy-opposed. Buoyancy

was found to have a laminarizing effect on the boundary layer flow in the buoyancy-aided case that suppressed
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heat transfer. The buoyancy-opposed case had increased turbulence levels and higher heat flux. All requisite
BCs were measured and provided with their uncertainties. A variety of SRQs were reported for comparison
with simulation outputs. Tabulated data were provided by digital links for direct use. This method of data
description and dissemination can greatly enhance the ability of modelers to assess simulation accuracy.

Furthermore, the inclusion of this information in published works increases their availability.
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Chapter 3
Experimental Validation Data for CFD of Transient Mixed Convection

on a Vertical Flat Plate

Abstract

Transient convection was investigated experimentally for the purpose of providing Computational Fluid
Dynamics (CFD) validation data. A specialized facility for validation experiments called the Rotatable Buoy-
ancy Tunnel was used to acquire thermal and velocity measurements of flow over a smooth, vertical heated
plate. The initial condition was forced convection downward with subsequent transition to mixed convection,
ending with natural convection upward after a flow reversal. Data acquisition through the transient was
repeated for ensemble-averaged results. With simple flow geometry, validation data were acquired at the
benchmark level. All boundary conditions (BCs) were measured and their uncertainties quantified. Temper-
ature profiles on all four walls and the inlet were measured, as well as as-built test section geometry. Inlet
velocity profiles and turbulence levels were quantified using Particle Image Velocimetry. System Response
Quantities (SRQs) were measured for comparison with CFD outputs and include velocity profiles, wall heat
flux, and wall shear stress. Extra effort was invested in documenting and preserving the validation data.
Details about the experimental facility, instrumentation, experimental procedure, materials, BCs, and SRQs
are made available through this paper. The latter two are available for download and the other details are

included in this work.

3.1 Introduction

The purpose of this work is to provide validation data for three-dimensional Computational Fluid Dy-
namics (CFD) models. Model validation will be discussed as well as the physical phenomenon of mixed
convection. The following sections describe the experimental facility, the associated instrumentation, the
boundary conditions (BCs), the fluid and material properties, the test conditions, and the System Response
Quantities (SRQs). This content follows the Validation Experiment Completeness table of Oberkampf and

Smith [1] to guide description of validation experiments. This guidance ensures important details are in-
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cluded with a high level of completeness. The work contained herein is a continuation of that by Harris et
al. [2] which covered forced convection using similar methods and facilities.

This work presents the data in table format for direct use in validating models. The provided data in-
clude the BCs and SRQs shown in Table 3.1. The included BCs in this work should provide modelers with
all required information, avoiding assumptions on model inputs and reducing model form uncertainty [3].
The SRQ data are provided to modelers for direct comparison with model outputs. The experimental un-
certainties of all provided data from bias and random sources are also provided and quantified at the 95%
confidence level. Validation errors can be calculated with the nominal data and validation uncertainty from

the uncertainty of the nominal data [4].

Table 3.1: The available experimental data presented in this work separated into BC and SRQ types

BCs SRQs
As-Built Geometry Velocity Profiles
Wall Temperatures Reynolds Stress Profiles
Inlet Temperature Wall Heat Flux
Inlet Velocity Wall Shear
Atmospheric Conditions

These files are accessible in an online database in the Digital Commons of Utah State University’s
Library. The page dedicated to the data in this work is found at digitalcommons.usu.edu/all_datasets/8/.
Links to specific files are included in this work with descriptive file names with the experimental case (Trans),
data type (BC or SRQ), and measured quantity. All data files may be downloaded in the zipped file Data.

Generally data are in table format as csv files.

3.1.1 Computational Fluid Dynamics Validation

To understand the need for experiments expressly aimed at providing validation data, one must first
understand the different aims of validation and discovery experiments. Discovery experiments are common
in research where new physical phenomena are measured, presented, and discussed. Validation experiments
do not necessarily measure unique phenomena, but the measurement process and description are more com-
plete [5]. In general, older experimental data from discovery experiments are not sufficiently described for
use in validation. Unobtrusive measurement techniques are important in validation experiments since probes

introduce unknown uncertainties to the data. These uncertainties can only be mitigated by including the probe
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in the CFD model.

The purpose of validation experiments is to provide the information required to quantify the uncertainty
of a mathematical model. This uncertainty helps decision makers quantify model credibility. The ASME
V&V 20 Standard [4] outlines an approach to estimate the validation comparison error and the validation
uncertainty. The validation error E is the difference between the simulation result S and the validation exper-
iment result D as

E=S-D. 3.1)

Calculating the validation uncertainty estimates the confidence interval of the error by considering both nu-

merical and experimental uncertainty. Validation uncertainty is calculated as

Uyal = \/ Ui + U2 + U3, (3.2)

where Unym is the numerical uncertainty, Ujnpye 18 the model input uncertainty, and Up is the experimental data
uncertainty. The numerical uncertainty is estimated from solution verification with sources such as iterative
and discretization uncertainty. The latter two uncertainties come from the validation data. The uncertainty in
the measured BCs that are used for model inputs is Uinpur. The uncertainty of SRQs—experimental data used
to compare system outputs—is Up. If |E| >> Uy,, one can conclude model error remains. But if |E| < Uyy
and Uy, is acceptably small for the intended use of the model, the validation error may be satisfactory. These
general equations show validation data and their uncertainties are required to assess model accuracy via model
validation.

There are several tiers of detail in validation experiments [6], often four as shown in Fig. 3.1. This
work is considered a Benchmark Case that is second in simplicity to Unit Problems. The Benchmark Case,
also called Separate Effects Testing, requires that all model inputs and most model outputs are measured
and that experimental uncertainty is included. In this tier there is generally some level of multi-physics
interaction, such as coupled fluid momentum and heat transfer, that prevents this work from being considered
a Unit Problem. On the other hand, the non-prototypical geometry used in this work keeps it from being a
Subsystem Case.

The planning and execution of validation studies should include both modelers and experimentalists
through all phases. In considering the design of validation systems, SRQs should be measured from a wide
range and high difficulty in the difficulty spectrum as shown in Fig. 3.2. Comparing simulation results

with experimental data from a wide range on the spectrum increases validation confidence. For example,
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Fig. 3.1: The Validation Hierarchy, after [6]

integral quantities, such as fluid mass flow rate, generally have low experimental noise and random errors.
Derivative quantities like fluid shear are more sensitive to non-ideal conditions. If a model and data are in
good agreement at a high level, then it is likely that good agreement will be observed in lower levels. But,

agreement at lower levels does not imply agreement at higher levels [3].

A
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>
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= y
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Fig. 3.2: System Response Quantity Difficulty Spectrum, after [3]. The variables y and x are arbitrary.

3.1.2 Transient Flows

Some studies of non-periodic transient flow have been performed, but as He & Jackson note, only
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recently has technology allowed for comprehensive measurements of ensemble averaged transient experi-
ments [7]. This review covers adiabatic and convective ramp-type flow transients. Most of the first experi-
ments measured either temperature of tube walls or velocity, but not both. A common observation was that
accelerating flow suppresses turbulence while decelerating flow augments it.

The first known work by Koshkin et al. was published in 1970 for turbulent air flow. This study reported
measurements during a change in electrical power and different flow transients, measuring and reporting
temperature [8]. Two similar studies were published in the 1970s and used electrochemical techniques with
probes to measure velocity profiles inside a tube from a step change in flow rate [9, 10].

Rouai [11] performed heat transfer experiments on ramp-up and ramp-down transients as well as peri-
odic pulsating flow with a non-zero time mean. Water was heated by passing an alternating electrical current
through a stainless steel tube. Temperature measurements were made by 24 thermocouples (TCs) welded to
this tube. Flow transients were prescribed by using a constant head tank and varying the flow through the test
section by a valve. Wall heat flux remained constant and changes in wall temperature were measured. The ob-
served Nusselt number departed more from the psuedo-steady values for faster transients and for decelerating
flows, likely from the augmentation of turbulence.

Jackson et al. performed a study on non-periodic ramping transients in a water tube [12]. It was similar
to that by Rouai but measured local fluid temperature with a TC probe and improved computer control and
data logging for greater repeatability and ensemble averaging. The TC probe was small enough to capture
turbulent fluctuations. They also found a suppression of turbulence and consequently wall heat transfer for
accelerating ramps and augmentation during decelerating ramps. They also observed a peak in temperature
fluctuations soon after the start of the ramps.

He & Jackson performed experiments in water using two-component LDA measurements in a clear,
unheated tube. This non-intrusive velocity measurement was one of the first known to the authors for non-
periodic flows. Ensemble averaged results were used for mean and turbulent quantities. The turbulent results
were shown to deviate from psuedo-steady results for short transients. Several nondimensional parameters
were recommended for ramp-type transients [7].

Barker and Williams [13] reported high speed measurements of an unsteady flow with heat transfer in
air. They used a hot wire anemometer, a cold wire temperature probe, and a surface heat flux sensor to
measure heat transfer coefficients for fully-developed turbulent pipe flow. Most results were for periodic
flows, but some were presented for ramp-type transients with negligible buoyancy effects. The measurements

were basic and provided data for conceptual model development.
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In the previous studies, little coupling of velocity and thermal measurements was found for flow tran-
sients and buoyancy effects were negligible. Also, as these were discovery experiments, boundary conditions
were not measured and provided as tabulated data, making the results of limited use for validation. The
facility description is very basic and flow geometries simplified. The current study contributes high fidelity
measurements of a ramp-down transient suitable for validation studies with simultaneous, non-intrusive ve-
locity and thermal measurements to provide validation data on simplified geometry for three-dimensional

simulations.

3.1.3 Mixed Convection

The physics in this study include a flow transient with buoyancy effects, phenomena that have not been
studied together in the known literature. Convective flows with notable buoyancy effects are considered
mixed or combined convection [14]. The Richardson number Ri is a measure of the relative magnitudes of

buoyant and inertial forces and is defined by

Ri, = Gr,/Re? (3.3)
where
Gr, = gB(T, — T..)x* /V? (3.4)
and
Re, = ﬁbulkx/v. 3.5)

In these, g is acceleration due to gravity, 8 is fluid thermal coefficient of expansion, 7y = 130° and 7., = 20
are surface and fluid temperatures, respectively, x is local streamwise location, v is fluid kinematic viscosity,
and Uy k is bulk mean velocity. Mixed convection is observed for buoyancy-aided flow when 0.3 < Ri, < 16
and for 0.3 < Ri, for opposed flow [14].

Table 3.2 shows the streamwise locations x where data were acquired at the spanwise center with the
associated Gry, as well as Re, and Riy at the initial condition. External coordinates were used as the boundary
layers generally do not meet as in fully-developed pipe flow. Fluid properties were evaluated at the film

temperature. Initially buoyancy effects were small but became dominant at later phases of the transient.

3.2 Experimental Facility

All experiments were performed in the Rotatable Buoyancy Tunnel (RoBuT), which will be described
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Table 3.2: Gry as well as Re, and Ri, at the initial condition at the three locations in x at the spanwise center
where data were acquired

x [m] Gr, Re, (t=0) Ri, (=0)

x1 016  3.13x 107 34,200 0.027
x 078 348 x10° 164,000 0.129
x3 139 2.00 x 10'° 294,000 0.231

in detail. Benchmark-level validation data were acquired with simple geometry and some multi-physics
interaction. The square test section allowed easy characterization using optical velocity measurements. The

simple geometry is easy to represent numerically and helps isolate model errors.

3.2.1 Rotatable Buoyancy Tunnel

The RoBuT was an open-circuit air tunnel with a large 4.81-m diameter ‘Ferris wheel’ design that
allowed rotation, thus changing the relative direction of forced flow and buoyant forces without changing
the facility. Many important tunnel components are shown in Fig. 3.3, which is in the buoyancy-opposed
orientation. Note the coordinate system with the origin on the heated wall at the inlet and the spanwise
center. The streamwise distance is x, wall-normal distance is y, and spanwise distance is z with zero along
the centerline. The laser and cameras were part of a Particle Image Velocimetry (PIV) system that will be
described in Sec. 3.3.2.

The test section had a 0.305 x 0.305 m square cross section and was 2 m long. It had three clear walls for
optical access and a heated wall for a thermal BC. More details of the test section are provided in Sec. 3.2.2.
The contraction and outlet were made of fiberglass-reinforced plastic with a glass-smooth, black gel-coat.

The contraction had an area ratio of 6.25:1 and was 0.914 m long. The contraction bell at the leading
edge had a 102 mm radius. Between the contraction and bell were four modular sections that contained—
in order of flow direction—a single row, aluminum fin/copper tube, chilled water heat exchanger (Super
Radiator Coils Model 30x30-01R-0.625/048); a settling length section; a precision aluminum honeycomb
flow straightener; and two high porosity screens. Square turbulence trips 3.175 mm wide were installed
along all four walls and located about 0.12 m upstream of the test section inlet.

The outlet expanded the flow downstream of the test section, had a total included angle of 8.2°, and
was 0.686 m long. The blower drew air through the test section and rejected it into the room. It included an
inline centrifugal fan assembly, TCF/Aerovent model 14-CBD-3767-5. It was belt driven by a 5 HP, TEFC,
230-460 VAC induction motor, Toshiba model BOO5S2FLF2AMHO3. The motor was powered by a Toshiba
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Fig. 3.3: RoBuT flow components as configured for transient data acquisition

variable frequency drive, model VFS11-2037PM-WN.

Two Laskin Nozzles [15] were used to atomize olive oil tracer particles. These were measured to have
a mean diameter of about 1um with a TSI Aerodynamic Particle Size Spectrometer at the outlet. These
particles were mixed with air and injected into a PVC pipe distribution system upstream of the contraction
assembly. A peg board was placed between this system and the beginning of the contraction to help mix
particles throughout the flow. It had holes 6.35 mm in diameter and were spaced 25.4 mm apart in a square

pattern.

3.2.2 Test Section
The test section had four walls, an inlet, and an outlet that will be described in detail. The heated wall
was custom designed with many layers to provide a heated surface for convection and featured embedded

instrumentation. Its cross section is shown in Fig. 3.4. This wall was heated to approximately 130°C for this
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study. It was made of several layers of aluminum, had six silicon rubber heaters arranged in the streamwise
direction, and contained thermal insulation to drive most of the heat inward. A list of materials and thick-
nesses is available in Table 3.3. The surface was nickel plated to reduce thermal radiation which resulted
in a predicted and measured emissivity around 0.03 [2]. Aluminum 2024, though more expensive than the
common alloy 6061, was used because its thermal conductivity is well known [16]. The heated portion was
279 mm wide and 1.89 m long. The left and right sides were thermally insulated by 17.5-mm thick Teflon®
that extended into grooves in the side walls. Two additional 12.7-mm thick Teflon® insulators were placed
upstream and downstream of the heated wall. There were six heaters, each spanning the width of the heated
wall and one sixth of the length. Three HP 6439B power supplies were connected to two heaters each and
were used to control the temperature of the wall via a closed-loop PI controller. Three controllers, one for
each power supply, allowed the heated wall to be heated in independent sections in the streamwise direction

to increase temperature uniformity.
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Fig. 3.4: Heated wall cross section with component names as in Table 3.3. The relative thicknesses are to
scale.

The other three walls were clear Lexan® polycarbonate for optical access and were 12.7 mm thick. From

the perspective of standing on the heated wall at the inlet, they are termed left (z=-152 mm), top (y=305 mm),
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Table 3.3: Heated wall components and thicknesses with names from Fig. 3.4

Name Material t [mm]

Nickel Coating Bright Nickel ~0.05
Al. Surface Plate Al 2024-T3 3.18
Thermal Epoxy Dow Corning 3-6751 1.02
Kapton® Kapton® HN 0.254
Al. Main Plate Al. 6061-T651 6.35
Heater Tempco Silicone Rubber 1.59
Insulation Mineral Wool 25.4
Al. Back Plate Al 6061-T651 6.35

and right (z=152 mm) walls. The top wall had a removable center portion for cleaning and maintenance. This
wall also had three 25.4-mm ports for probe insertion.

The as-built geometry was measured to compensate for differences between the as-designed and as-built
test section geometry. The differences were small, but the measurements are presented for completeness.
An internal micrometer was used to measure the internal dimensions of the fully assembled test section.
Height measurements were performed at the left, center, and right as well as width measurements at the
top, middle, and bottom. This was done at seven locations in x and performed three times for a measure
of random uncertainty. Modelers may use these dimensions when constructing the simulation domain to
ensure greater similarity. A sketch of the measurement locations may be accessed from the online database
by the link All-BC-AsBuiltSketch in the digital version of this work. The nominal values are in All-BC-
AsBuiltMeasurements and uncertainties in All-BC-AsBuiltMeasurementUncertainties. A Parasolid model
created from the as-built measurements is available in All-BC-AsBuiltGeometry.

A warm-up procedure was followed each time the RoBuT was used for experiments. Ideally, the HVAC
system would be kept active at all times for stable room conditions. The heated wall was first heated to the
setpoint temperature. Once this was reached, the blower was set to the desired speed for the experiment
and the heater controllers would accordingly increase power. Once the temperature was again stable for at
least five minutes, the facility was ready for data acquisition. If the blower setpoint speed was changed, the
controller would stabilize temperature and a waiting period was repeated for at least five minutes.

Between acquiring different series of data, the entire test section was cleaned with Ethyl Alcohol and
delicate task wipes to ensure optical quality. The cover on the top wall was removed for inside cleaning.
High-vacuum grease was used on test section joints to eliminate air leakage and was removed and reapplied

each time a panel of the test section was adjusted.


http://digitalcommons.usu.edu/cgi/viewcontent.cgi?filename=17&article=1007&context=all_datasets&type=additional
http://digitalcommons.usu.edu/cgi/viewcontent.cgi?filename=15&article=1007&context=all_datasets&type=additional
http://digitalcommons.usu.edu/cgi/viewcontent.cgi?filename=15&article=1007&context=all_datasets&type=additional
http://digitalcommons.usu.edu/cgi/viewcontent.cgi?filename=16&article=1007&context=all_datasets&type=additional
http://digitalcommons.usu.edu/cgi/viewcontent.cgi?filename=14&article=1007&context=all_datasets&type=additional
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3.3 Analog Instrumentation and Signal Processing

Validation experiments require high fidelity instrumentation. Thermocouples were used to measure
boundary temperatures, heat flux sensors (HFSs) for heat flux through the heated wall, and PIV for inflow
and boundary layer air velocity. Other sensors measured room air conditions. These systems will now be

described in detail.

3.3.1 Thermal Instrumentation

A total of 307 TCs were used to measure boundary temperatures. All test section TCs were 30 gauge
Type K from Omega Engineering with Special Limits of Error. They were each welded to length with an
Argon-shielded welder. Each TC was calibrated with an Isotherm FASTCAL-M with an accuracy of 0.3°C
over a range of 25-190°C with data at every 5°C. Because every TC calibration was very similar and made
from the same spool, an average calibration curve was applied. An array of 3 x 5 TCs, three in y and five in
z, was suspended on the downstream side of the honeycomb for inlet air temperature measurements. Each of
the three clear walls had 21 TCs with seven rows spaced in x and three across in y for the left and right walls
or in z for the top wall. The bulk of the heated wall had 5 x 32 TCs with five in z and 32 in x. The Teflon®
edges each had embedded TCs with five across the leading edge in z and 32 along the sides in x. All TCs were
embedded to within 3.18 mm of the inside surface using thermal epoxy with enhanced thermal conductivity.

Three HFSs were embedded into the heated wall along the spanwise center at the x-locations found in
Table 3.2. They were model 20457-3 from RdF Corporation and were a thin-film type with a thermopile
around a Kapton® substrate. The manufacturer supplied unique calibration coefficients for each sensor. The
manufacturer-specified uncertainty was 5% of reading. An embedded Type T TC was used to measure sensor
temperature and correct readings with the supplied multiplication factor curve to compensate for changes
in thermal conductivity of the substrate. The HFSs were placed adjacent to the Kapton® layer of similar
thermal resistance to reduce measurement errors. A thermal resistance network analysis showed only a 2.4%
difference in heat flux between HFS and non-HFS conduction paths.

The TC and HFS output voltages were small, so special data acquisition (DAQ) devices were selected.
National Instruments (NI) products were used as they interfaced well with the LabVIEW software that was
used for system control and thermal data recording. Twenty one NI-9213 TC modules were housed in five
NI-cDAQ-9188 chassis. The narrow voltage range of 78 mV, 24-bit ADC, and open channel detection made
them well suited for these measurements. The built-in CJC was used for TCs. The total uncertainty of the

calibrated TCs with these DAQs was 1°C, largely attributable to the CJC uncertainty of 0.8°C. Data from
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thermal instrumentation were recorded throughout each transient run.
Data from thermal instrumentation was recorded through 2400 runs of the transient. These data were

ensemble-averaged and the bias, random, and total uncertainty were quantified.

3.3.2 Particle Image Velocimetry

The PIV system allowed for non-intrusive, full-field velocity measurements at several locations. The
system consisted of a laser, camera, and timing unit. The laser was a New Wave Research Solo PIV III. It
was a dual cavity, frequency-doubled Nd:Yag model with about 22 mJ/pulse and a wavelength of 532 nm.
The cameras were model Imager sCMOS that featured a 16-bit SCMOS sensor with 2560 x 2160 pixels with a
pixel size of 6.5 um. An internal, standard version timing unit was used for the stringent timing requirements
of PIV an had a resolution of 10 ns and jitter of <1 ns. Two Nikon lenses were used. The first was an AF
Nikkor 28 mm /2.8 D used for the large field of view (FOV) inflow and the large FOV SRQ data that spanned
the 0.305-m test section. The second was an AF Micro-Nikkor 105 mm f/2.8 D for high resolution (small
FOV) SRQ data near the heated wall.

DaVis 8.2 software was used to acquire and process images. The optical configuration of Fig. 3.3 was
used with the laser sheet normal to the heated wall and cameras viewing angles nearly parallel with it. The
equipment was moved manually in the x direction. The inflow was measured in the same orientation but
Velmex BiSlide® traverses were used to move the laser and camera consistently in the z direction. In this
way five planes were measured to map the inflow.

PIV calibration was performed in two ways. The inflow used a conventional two-component ‘ruler’
calibration over a span of about 280 mm since the laser sheet and camera were normal to each other. The
SRQ data were acquired with two independent two-component cameras, one that spans the entire test section
and one that provides high resolution data near the heated wall. The SRQ data that spanned the test section
used a custom two-plane calibration target that filled the image. The SRQ data near the heated wall was
calibrated with a single-plane calibration target. Both SRQ sets used the pinhole model as the cameras were
angled generally less than 5°. The pinhole model was applicable as refraction between the Lexan® and air
was small. The near-wall SRQ camera angle was required to avoid image diffraction by the large temperature
gradient very near the wall. Because this flow had very little through-plane motion, errors in v velocity from
through-plane motion appearing as in-plane motion are expected to be small (they are a function of the sine
of the angle).

Prior to acquisition, the quality of the particle images was checked to ensure proper particle density,
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diameter, and displacement as well as laser beam overlap and image focus quality. Many of these data pa-
rameters and others from the acquired images are found in Table 3.4. The diameter, density, and displacement
are spatial averages over the entire image. The maximum displacement was set between 8-32 pixels for all
phases of the transient. To optimize dynamic range, two values of dt were used for each PIV data set. These
are represented with a i/ in the table with the former being used for early phases and the latter for later
phases. Since the reported values are spatially averaged, some may appear different from ideal simply due to
their non-uniformity in space and in time. These data were taken from a phase near the middle of the tran-
sient. Both particle diameter and density were determined by methods found in [17] with the local maximum

method for density estimation.

Table 3.4: PIV data parameters

Parameter Inlet SRQ-Large FOV | SRQ-Small FOV
N image pairs 100/200 100 100
Sample frequency [Hz] 5 5 5
dt [us] 860/3150 385/1541 96/385
lens 28 mm 28 mm 105 mm
extension [mm] - - 39.5
Calibration [mm/pixel] 0.123 0.121 0.0137
f# 4 4 8
diameter [pixels] 1.98 1.98-2.55 2.68-3.00
density [#/32 x 32] 86.7 57.3-88.1 8.04-11.8
displacement [pixels] | 5.35-31.9 1.34-30.3 2.71-29.8

A MATLAB code was written to reorganize images. During acquisition, a set was recorded over all
phases of the transient. The code would copy images from all runs for a given phase and create a new set.
This process was repeated for all runs so data within each phase could be ensemble-averaged and fluctuations
quantified.

The processing of particle images was performed using the window deformation method in DaVis. A
mask was carefully defined to remove the influence of walls on the correlation. Round interrogation windows
were used for reduced noise. The first two passes were at 128 x 128 pixels, the next two at 64 x 64 pixels, and
the final four passes were at 32 x32 pixels. The overlap on every pass was 75%. Vector post-processing was
performed where vectors were removed if the peak ratio was less than two. Then a two-pass median filter of

‘strongly remove & iteratively replace’ corrected spurious vectors. Vectors were removed if their difference
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from average was more than one standard deviation of neighbors and subsequently replaced if the difference
from average was less than two standard deviations of neighbors.

Particle images have a sliding background removed where the background is the average of the set.
The pixel range was narrowed in the flow direction to reduce disk space and processing time and was 340
pixels for the inflow images and 512 pixels for the SRQ images. Examples of dewarped particle images with

background subtracted are shown in Fig. 3.5. The heated wall is on right of both images.

¥ [mm]
(a) SRQ-Small FOV with heated wall at right

y [mm]
(b) SRQ-Large FOV with heated wall at right and top wall at left

Fig. 3.5: Dewarped SRQ particle image at x, with mean background removed. Note the image scales are
about a factor of nine different.

3.3.3 Atmospheric Instrumentation

Air temperature, relative humidity, and atmospheric pressure in the RoBuT room were measured to
determine air properties. Both temperature and humidity were measured with an Omega HX93A probe.
Pressure was measured with an Apogee Instruments BPS 1006 sensor. The output voltage of these sensors
was measured by a NI USB-9215A 4-channel 10 V analog input DAQ. The uncertainty of temperature was
0.6°C, humidity was 2.5% for readings 20-80% and 3.1% otherwise, and pressure was 3% of reading. These

data were sampled at 1 Hz, then averaged and recorded once per minute.
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3.3.4 Uncertainty Quantification

Thermal and atmospheric data uncertainty quantification (UQ) is described here following methods
of Coleman and Steele [18]. UQ for PIV was considered by other methods and is described later. Bias
uncertainty parameters were obtained from sensor documentation at the 95% confidence level. The random

uncertainty of a general mean quantity X was calculated by

Sx
Sx = tos ﬁ (3.6)

where 95 is the confidence level coefficient (taken as 1.96 for 95% confidence and number of samples N > 30)

and S, is the sample standard deviation. Bias and random sources are combined as

Uy = /B2 +52 3.7)

where By is the expanded bias uncertainty. The data provided with this paper generally specifies the unique
bias, random, and total uncertainty numbers with the mean results.

Uncertainty of the PIV results was calculated from the Uncertainty Surface Method that estimates in-
stantaneous bias and random uncertainties due to the effects of particle displacement, particle image density,
particle image size, and shear. This method was originally described in [19] and improved on with meth-
ods from [17]. The uncertainties of the velocity statistics propagated from the instantaneous uncertainties
were calculated by methods of Wilson & Smith [20]. Total uncertainty was calculated as in Eqn. 3.7. The

confidence level on all UQ results in this work is 95%.

3.4 Boundary Conditions
This section contains a description of all expected requisite BCs for CFD model inputs. The types of

BCs are shown in Table 3.1. The as-built geometry is a BC, but was discussed previously in Sec. 3.2.2.

3.4.1 BC Description

The measured BC temperatures are mapped onto the test section geometry in Fig. 3.6. Note the high
measurement resolution on the heated wall and the development of the thermal boundary layer on the right
wall as air travels from the inlet to the right of the figure.

As mentioned previously, the inflow was measured in five planes spaced in z with locations concentrated

near the side walls. The time mean streamwise velocity u at the inlet is shown in Fig. 3.7 at the initial
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Fig. 3.6: Measured temperatures on the test section boundaries

condition. Gray lines indicate PIV measurement locations that span across y (two are at the left and right
edges). Data are highly-resolved in y but not in z. Data may be interpolated from the information given.
Another approach is to use the high-resolution data near the unheated top wall (y=305 mm) boundary layer

to the left and right walls which are also unheated.
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Fig. 3.7: Measured streamwise velocity u at the inlet and the initial condition

The atmospheric conditions include atmospheric pressure, relative humidity, and room temperature and
were recorded at the time of data acquisition.
Data acquisition procedures were followed to control test conditions. The following list describes the

steps followed for acquisition of both BC and SRQ data:
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1. Begin heating of the heated wall
2. Upon reaching setpoint temperature, start blower
3. Align traverses, laser, and camera with test section at measurement location
4. Align laser sheets
5. Focus camera on particle images
6. Align calibration plane with laser sheet and calibrate camera(s)
7. Determine optimal dr for particle displacement, proper seeding density, and proper laser intensity
8. Record measurement location and other PIV parameters
9. Confirm stability of wall temperature and room conditions
10. Record PIV data, atmospheric and thermal conditions

This process was repeated for PIV measurement locations for the five inflow and the three SRQ data sets.
The acquisitions were automated by a LabVIEW program which controlled the conditions, determined when

they were stable, initiated the transient and data acquisition (both thermal and PIV), and repeated.

34.2 BCData

These data are available for all phases of the transient on the inflow and all four walls of the test section.
There is one file for each surface that can be found through the following links: Trans-BC-InletTemp, Trans-
BC-HeatedWallTemp, Trans-BC-LeftWallTemp, Trans-BC-RightWallTemp, and Trans-BC-TopWallTemp.
The format for all BC files works directly with Star-CCM+ and is easily adaptable to other CFD codes.
The columns X, Y, and Z are used throughout this work; adhere to the global coordinates; and are presented
in meters. The column ‘T(K)’ is the mean temperature in Kelvin, ‘B_T(K)’ is the bias uncertainty, ‘S_T(K)’
is the random uncertainty, and ‘U_T(K)’ is the total uncertainty. Additionally the time stamps are included
for each column header as in ‘T(K)[t=0s]’, ‘T(K)[t=0.2s]’ and so forth.

The data file for the inflow mean and fluctuating velocities is found in Trans-BC-Inlet-Vel. Here X, Y,

[ s

and Z are again used as before and are presented in meters. The columns ‘u’, ‘v’, and ‘w’ are mean velocities

in the x, y, and z directions, respectively. The columns ‘u’u”’, ‘v'v"’, ‘w'w”, and

3

u'v"” are specific Reynolds
stresses. Uncertainties compose the remaining columns with the uncertainty of %, v, and w. Reynolds stresses

have unique plus and minus uncertainties with ‘Uuup’ being the plus uncertainty of #/u’ and so on. The


http://digitalcommons.usu.edu/cgi/viewcontent.cgi?filename=32&article=1007&context=all_datasets&type=additional
http://digitalcommons.usu.edu/cgi/viewcontent.cgi?filename=31&article=1007&context=all_datasets&type=additional
http://digitalcommons.usu.edu/cgi/viewcontent.cgi?filename=31&article=1007&context=all_datasets&type=additional
http://digitalcommons.usu.edu/cgi/viewcontent.cgi?filename=38&article=1007&context=all_datasets&type=additional
http://digitalcommons.usu.edu/cgi/viewcontent.cgi?filename=39&article=1007&context=all_datasets&type=additional
http://digitalcommons.usu.edu/cgi/viewcontent.cgi?filename=34&article=1007&context=all_datasets&type=additional
http://digitalcommons.usu.edu/cgi/viewcontent.cgi?filename=33&article=1007&context=all_datasets&type=additional
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units of velocity and velocity uncertainty are [m/s] while those of Reynolds stresses and their uncertainty are
[m?/s?]. Again, time stamps are included in column headers.

Note that inflow out-of-plane velocities w and w'w’ were assumed to be the same as v and V/v/ respec-
tively. This assumption was proved valid in previous work in this facility by measuring the inflow in both
directions with two-component PIV and comparing data where measurement planes intersect [2]. The atmo-

spheric measurements, together with their uncertainties, are found in the file Trans-BC-AtmCond.

3.5 Fluid and Material Properties

As air is the working fluid, measurements of temperature, pressure, and relative humidity discussed in
Sec. 3.4.2 are satisfactory to define all fluid properties. It is important to note that the working pressure is
different from that at sea level as the experiment was conducted in Logan, Utah, which is 1460 meters above
sea level.

Material properties of the test section can easily be obtained from the information provided in Sec. 3.2.2
about the construction of the test section. It is not necessary to model the heated wall since temperature

measurements were made very near the surface, but the information is provided for completeness.

3.6 Test Conditions

For improved statistics, the data were ensemble-averaged over repeated runs. A total of 2400 runs
were used, with 100-200 for each PIV acquisition location and dt. Steady thermal conditions triggered data
acquisitions and simultaneously cut power to the blower, initiating transient conditions. Heater power was
fixed through each run.

LabView was used to control the conditions and to acquire thermal data via a National Instruments
data acquisition system. This system created the master TTL clock and also triggered the PIV system for
synchronized thermal and velocity data acquisition. Data were acquired at 5 Hz for a period of 20.2 s. The
initial condition was forced convection downward with the heated wall at 130°C. Blower power was removed
and the drum-type blower was allowed to coast to a stop, which took about 10 s. This resulted in ramp-down
bulk velocity and subsequent flow reversal by natural convection. The bulk velocity at the test section inlet
at the centerline plane is shown in Fig. 3.8. The bulk velocity approaches zero at the end since there is both
natural convection upward near the heated wall and recirculating flow downward far from the wall. There was
measurable delay in the blower drive system, so = 0 was prescribed as the last phase where the bulk velocity
matched the initial condition. Thus, the useful transient time spans 0 <¢ < 18.2 s and data are presented in

this range.


http://digitalcommons.usu.edu/cgi/viewcontent.cgi?filename=30&article=1007&context=all_datasets&type=additional
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Fig. 3.8: Bulk velocity across the inlet at the spanwise center (z = 0) through time

The RoBuT room was configured with modern HVAC systems and thermal insulation for stable condi-
tions. Controls were independent of other systems in the building. The refrigerated air conditioning had a
~ 0.56°C (1°F) deadband. The maximum measured temperature spread during data acquisition was 0.9°C
(~ 1.6°F). To reduce the rate of temperature change from the on/off behavior of this system, outside air was
mixed with refrigerated air before being injected into the room. Heating was performed with a steam heat
exchanger with attached fan. The original fan and control system were replaced with a variable speed, tuned,
PI-controlled system implemented with the main LabVIEW program, giving the heating system tight control

of the room temperature.

3.7 System Response Quantities

The SRQs are the experimental results used to compare with simulation outputs and were listed in
Table 3.1. They are included for all phases of the transient and include uncertainty on all results. Since
they are similar, the ensemble-average and fluctuating velocity profiles in the form of Reynolds stresses are

presented together. Additionally scalars of wall heat flux and wall shear stress are also included.

3.7.1 SRQ Description

Profiles of streamwise velocity % and Reynolds normal stress '/ are shown in Fig. 3.9 at three locations
in x for the top (x1), middle (x;), and bottom (x3). The boundary layer thickness increases in the streamwise
direction x as evidenced in both the % and «’u’ profiles at the initial condition as expected. The velocity
profile shape generally remains similar but is reduced in magnitude during the first four seconds. Atr =8 s,
the contribution from natural convection begins affecting the profiles near the heated wall (y =0). Atz =12s

the profiles show a strong influence from natural convection. The changes from r = 12 — 16 s are subtle as
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steady natural convection is asymptotically reached. The results for Reynolds normal stress u'u’ show larger
uncertainty, but this is expected as fluctuations are more challenging to quantify than averages. Initially u'u’
is elevated near both walls as expected. The influence of natural convection increases «/u’ near the heated
wall initially. The area of elevated u’'s/ moves away from the wall over time. The phase of # = 12 s has the
highest levels, likely from a chaotic flow reversal. The final measured state has reduced stresses and may still
be decreasing.

Uncertainty of the PIV results was calculated from the Uncertainty Surface Method which estimates
instantaneous bias and random uncertainties due to the effects of particle displacement, particle image density,
particle image size, and shear originally described in [19] and improved upon with methods from [17]. The
uncertainties of the velocity statistics propagated from the instantaneous uncertainties were calculated by
methods of Wilson & Smith [20]. Total uncertainty was calculated as in Eqn. 3.7. The confidence level on all
UQ results in this work is 95%.

Previous methods to quantify wall shear have fit experimental velocity data with empirical correlations
such as Spalding or Musker profiles with high accuracy [21]. This method works well for steady boundary
layer data where the profiles are an accurate representation of velocity, but not for the transient conditions in
the current study. Therefore wall shear stress was estimated directly from PIV data as 7, = 'u% |y:0 where
T, is wall shear stress and u is dynamic viscosity. High-resolution PIV data were used to fit a line to velocity
data where y© = yu; /v < 5 for ‘3—? =07 where u; = m and p is the fluid density [14]. Initially 10 points
were included in the fit and a stable iterative method was used to calculate 7, and the number of data points
to fit within y* < 5. The wall was located by the particle images with a mask carefully defined. The linear fit
was performed using linear regression with more weight given to velocity data with lower uncertainty [22].
The high-resolution PIV data at x; and associated linear fit are shown in Fig. 3.10 for five phases of the
transient. The fit was not forced to the wall as wall location errors would be compounded and not easily
quantifiable in the uncertainty estimation. The dynamic viscosity was evaluated using Sutherland’s Law at
the wall temperature. The fit uncertainty was combined with the viscosity uncertainty using the Taylor Series
Method [18].

Results for the scalars of wall heat flux and wall shear stress are shown in Fig. 3.11 at the same three
x locations through time with their associated uncertainty bands. The experimental heat flux came from the
Heat Flux Sensors (HFSs) using the manufacturer-calibrated sensitivity. The uncertainty included 5% bias
while the random values were measured. The experimental results from the HFSs show a low sensitivity to

convection due to the thermal capacitance of the heated wall in which they were embedded. The wall shear
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Fig. 3.9: The streamwise velocity % and Reynolds normal stress u/u’ at three locations in x and five phases of
the transient

results are somewhat noisy at high levels of shear, likely from the decreased accuracy of PIV data near walls
with large velocity gradients and the relatively lower number of points in the fit. When the shear decreases,
more points can be used in the fit for smoother results with decreased uncertainty. The shear smoothly

changes sign as the near-wall flow reverses.
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Fig. 3.10: High-resolution PIV data near the heated wall with linear fit

3.7.2 SRQ Data

Like the BC data, the SRQ data and their uncertainties are tabulated for use in validation studies. They
are contained in comma separated files with the *.csv extension and can be opened in a spreadsheet program
or a simple text editor. All resulting PIV data are made available from both cameras with headers similar
to the BC PIV data presented earlier. They contain data at all three x locations as specified in the files. As
with the BC data, the full uncertainties at 95% confidence are provided with unique positive and negative
uncertainties for Reynolds stresses. The small FOV data are found in the file Trans-SRQ-Vel-SmallFOV and
the large FOV in Trans-SRQ-Vel-LargeFOV.

Wall heat flux results are given for all three sensors along x with specified bias, random, and total uncer-
tainty and found in the file Trans-SRQ-HeatFlux. Wall shear is similarly formatted, has the total uncertainty,

and is found in the file Trans-SRQ-Shear.

3.8 Conclusions

This paper presented the study of a ramp-down flow transient with heat transfer and buoyancy effects
in simplified geometry to provide CFD validation data. Repeated runs provide high resolution data for
ensemble-averaging and turbulent statistics of high resolution data. The provided BCs and SRQs, listed
in Table 3.1 for the conditions in Table 3.2, are tabulated and available for download. Uncertainty is also

included for all presented data. The data contain rich and comprehensive coverage of this flow. They enable
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Fig. 3.11: The heated wall heat flux and wall shear stress plotted over time

validation studies to assess model accuracy and are necessary to calculate simulation uncertainty.
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Chapter 4

Wall Heat Flux Measurements in a Convecting Boundary Layer

Abstract

Wall heat flux measurements were made by measuring the temperature gradient in air very near a heated
plate under convection conditions. Air thermal conductivity was predicted using the locally-measured tem-
perature and reference data. A fine-wire thermocouple probe was designed, built, and used for these mea-
surements and has the ability to self-align to the surface. Commercial sensors that were potted inside the

plate were compared with this first-principles method for accuracy assessment.

4.1 Introduction

Heat flux is one desirable measurement for computational fluid dynamics (CFD) validation experiments
performed with the Rotatable Buoyancy Tunnel (RoBuT) at Utah State University. Model Validation is done
by matching inputs and comparing outputs of experiments and simulations. Simulation accuracy can be
assessed by this comparison. Validation is more rigorous with derivative quantities such as heat flux as they
are more susceptible to experimental noise and numerical errors compared to integral quantities [1].

Validation experiments are the main purpose of the RoBuT, whose major flow components are shown in
Fig. 4.1. The components shown were mounted in a rotating ‘Ferris wheel’ structure to change the relative
direction of natural convection and forced convection. The test section had three clear walls for optical access
and one heated wall for a convection boundary condition. The cross section was 0.305 m square and the test
section 2 m long. Three thin-film heat flux sensors (HFSs) from RdF Corporation were potted inside the
heated wall in the streamwise (x) direction at the spanwise center. These sensors were based on the spatial
temperature gradient method and are shown, along with the many layers of the heated wall, in Fig. 4.2.

The sensors were model 20457-3 and had a thermopile around a Kapton® substrate. The manufacturer
supplied unique calibration coefficients for each sensor. The manufacturer-specified uncertainty was 5% of
reading. An embedded Type T thermocouple (TC) was used to measure sensor temperature. This temperature

was used to correct readings for changes in thermal conductivity of the substrate with a multiplication factor
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Fig. 4.1: Important flow components of the Rotatable Buoyancy Tunnel

curve. The HFSs were placed adjacent to the Kapton® layer of similar thermal resistance to reduce measure-
ment errors by non-uniform conduction paths. An initial thermal resistance network analysis between HFS
and non-HFS conduction paths showed only a 2.4% difference in heat flux.

Preliminary experiments have shown that the measured heat flux does not match fundamental trends
as shown in Fig. 4.3, specifically decreasing heat flux with boundary layer development with increasing x.
Two correlations are shown with the experimental results [2, 3]. The correlation trends are not smooth, a
result of the measured center-line wall temperature, which has small gradients. The trend was concerning
and it was possible that the sensor sensitivities were mixed-up, the sensors had an installation error, or other
manufacturer-supplied parameters were incorrect. As heat flux was important to this experiment, developing
a means to assess sensor accuracy and possibly quantify errors was desired. Since they were potted inside the
heated wall, only in-situ methods were possible without damaging the heated wall.

Installation error is possible if heat transfer conditions were different between calibration and use. The
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Fig. 4.2: Heated wall cross section with relative thicknesses to scale. The HFS label is near the top.

RdF sensors were calibrated to a reference sensor that was calibrated at 70°F in radiation using a blackbody
source [4]. Since the sensors were potted in the heated wall, the heat transfer mode was conduction. The
different heat transfer modes, the elevated operation temperature, and the possibility of non-uniform thermal

resistance in the sensor area have been identified as possible error sources [5].

4.2 Theory

Heat flux measurements can be challenging due to the complex thermal environments involved and
multi-mode heat transfer which is often present. All known sensors are intrusive and are likely to disrupt
thermal conditions where they are placed. Several commercial sensor options are available, but care must to
taken to maintain uniform thermal resistance around the sensors [6].

The three main methods for measuring heat flux are based on: 1) spatial temperature gradients, 2)
temperature change with time, and 3) surface heating [6]. The spatial temperature gradient method is used
in the purchased RdF thin-film sensors. Adding a reference HFS of this type to the surface would disrupt

local convection conditions. The calorimeter method uses heat storage over time to measure flux, but this
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assumes the temperature throughout the body is uniform. The heated wall was likely to have temperature
gradients through the thickness, especially in the epoxy where the thermal conductivity was about 1/100 of
that of the adjacent aluminum. Temperature gradients were also likely in both spanwise directions. Surface
heating methods were not well developed nor described and were not a good option.

Sensors based on spatial temperature gradients are common and will be described in greater detail.

Fourier’s law is essential to their operation and is

q' = —k— ~ —k— @.1)

where ¢” is heat flux, k is the substrate thermal conductivity, T is temperature, and y is the direction of heat
flux [3]. The temperature gradient is often estimated by a differential temperature measurement (A7) across
a thermopile (array of differential TCs) across a substrate, such as in the RdF sensors. Generally the substrate
thickness (Ay) and thermal conductivity are not known accurately enough for the overall desired accuracy, so
sensor calibration is commonly performed.

An independent heat flux measurement technique was desirable to assess the accuracy of the potted
HFSs. The HFSs measured heat flux near the surface of the heated wall. The convective heat flux from the
wall to the air should be equivalent, especially very near the wall and departed from the side walls. Radiation
heat transfer was minimized by the nickel plating on the heated wall meant to reduce thermal radiation. The
predicted and measured emissivity was around 0.03 [7]. Very near the wall, within the inner portion of the

viscous sublayer, the temperature profile should be linear [2]. If the temperature profile can be measured
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within this region and the thermal conductivity of air k£ can be estimated by the measured temperature and
reference data [8], convective heat flux measurements from a surface are possible.

Others have made near-wall temperature measurements. An early study by Warner and Arpaci used a
butt-welded TC probe of 12.7 ym diameter oriented parallel to a vertical flat plate and perpendicular to the
flow direction. It was traversed with a motor-driven carriage near the heated wall under turbulent natural
convection. The position was accurate to 5.08 um within the first 25.4 mm and to 15.2 pm farther from the
wall. They were able to measure temperature profiles and subsequently heat flux [9]. In another study of
a turbulent boundary layer under forced convection, temperature profiles were measured by a TC probe of
76.2 um diameter and about 12.7 mm long suspended by 22-gauge hypodermic needles oriented parallel to
the plate and perpendicular to the flow direction. This probe was also traversed with a mechanism that was
accurate to 25.4 um. These results, along with velocity measurements, were used to present many heat flux,

shear, and turbulent Prandtl number results for this canonical flow [10].

4.3 Method

An independent heat flux measurement was conceived to assess the accuracy of the HFSs inside the
heated wall. After several iterations of design and testing, the final sensor was able to measure heat flux
with an uncertainty of less than 10% while disrupting the actual heat flux only moderately. The design was
based on the spatial temperature gradient like the thin-film sensors, but measured heat flux in air very near the
heated wall. The heat transfer inside the wall was by conduction. At the surface, heat transfer was mainly due
to convection. As mentioned previously, thermal radiation from the heated wall was minimized by a nickel
coating.

The sensor design was similar to that used by Blackwell et al. [10] and was a TC oriented parallel to the
wall and perpendicular to the flow direction. The new design is shown in Fig. 4.4 with the pivot, brace, and
TC junction identified. The junction of the probe was formed by type K wires of diameter Drc = 0.051 mm
from Omega Engineering. The two lead wires were aligned parallel to the wall with a length of 15.3 mm
(~300D1c) to reduce conduction losses. The junction was formed by spot welding overlapping wires. After
welding, the wire was pulled tight and epoxied in place. The fine wire was welded to thicker 0.511-mm wire
that spanned the pivot and was connected to the data acquisition system (DAQ). The brace was rigid enough
to keep the wire tight and made of plastic for small conduction losses.

The pivot allowed the probe to self-align to the wall prior to each acquisition, reducing measurement

errors. Alignment was done by moving the probe into the wall until both ends of the brace were pressed
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Fig. 4.4: TC Probe with its reflection in the heated wall on the right

firmly and any angle corrected, then pulling the probe away from the wall. The alignment process is shown

in Fig. 4.5 and involves three steps.

(a) Before (b) During (c) After

Fig. 4.5: Self-alignment process of the TC Probe with the heated wall

The pictured head of the TC probe was supported by a stainless steel tube with 3.76-mm outside diame-
ter that spanned the test section and exited the wall opposite the heated wall. This tube contained the TC wires
and was connected to a Velmex Inc. UniSlide® traverse model B4015Q2]. This traverse was used for small,
incremental movements such as 200 um. The distance from the wall was estimated by fitting a line to the mea-
sured temperature profile very near the wall to the temperature of the wall measured by embedded TCs. The
largest uncertainty in position resulted from the stepper motor resolution. With 200 steps/rev. and assuming
1/2 step resolution, the uncertainty was 2.5 um. The pitch uncertainty was much smaller at 0.04 mm/25.4 cm
or 0.0315 pm for a 200 um step. Traverse backlash should not be a problem since traversing was done in one
direction only and the first point was ignored.

The probe was used in the spanwise center of the test section, directly over the three potted HFSs. Three
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25.4 mm access ports were drilled into the wall opposite the heated wall at the x locations of the HFSs. Once
inserted, a collar was used to support the probe tube and fill the port gap. The x locations of the HFSs and
the ports were x; = 16.2 cm, xp = 77.8 cm, and x3 = 139 cm from the inlet to the test section. These three
positions were used for analysis throughout this work.

The output voltages of the TCs and HFSs were small, so specialized DAQ devices were selected. Na-
tional Instruments (NI) products were used as they interfaced well with the LabVIEW software that was used
for system control and thermal data recording. All TCs and HFSs were measured with NI-9213 TC modules.
The narrow voltage range of =78 mV, 24-bit ADC, and open channel detection capability made them well
suited for these measurements. The built-in CJC was used for TCs.

The TC probe was not calibrated, so the standard bias uncertainty of 2.2°C for type K TCs was used.

The bias uncertainty of the DAQ was 0.8°C, resulting in overall bias uncertainty as
Br = \/Bic +Bpag = 2.34°C. 4.2)

The random uncertainty was calculated from the data as

St

where 95 is the confidence level coefficient (taken as 1.96 for 95% confidence and number of samples N > 30)

and S7 is the sample standard deviation. Bias and random sources were combined as
Uy = /B2 +S2. 4.4)

The probe may be subject to conduction losses that could lead to measurement error. Accordingly, this
error was estimated using a 1-D fin equation with non-uniform ambient temperature. Velocity profiles were
measured at the three x locations by Particle Image Velocimetry (PIV) under the same conditions but with
the probe removed. The measured temperature and velocity profiles were used to estimate fluid properties
and heat transfer coefficients. Heat conduction was considered from the TC junction through the wires that
were parallel with the heated wall. Then combined conduction and convection were considered in the wires
departing from the wall to the lower temperature air. The epoxy in this area would have an insulating effect
on the potted wires, reducing errors, but this effect was conservatively neglected. The largest predicted error

from losses was estimated at 0.03°C at the wall at x;.
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Two convection conditions were measured, forced and mixed. In forced convection, buoyancy forces
were small compared to pressure forces and the effects of natural convection were practically negligible.
Mixed convection, however, had natural convection forces similar in magnitude to pressure forces. The
forced flow was downward, creating buoyancy-opposed mixed convection where forces of natural and forced
convection are in opposite directions [3]. The wall temperature was about 140°C for both cases. The bulk
velocities were 4.31 and 2.44 m/s for forced and mixed convection respectively. The flow was only partially-
developed in the test section, so the physics were more like external than internal flow.

In addition to forced and mixed convection tests at the three x locations, tests were performed to isolate
the error source of the HES readings. Factorial experiments from Design of Experiments (DOE) were imple-
mented [11]. Data were acquired and errors quantified at the farthest downstream location at x3 with the TC
probe. Three parameters were changed during the tests: air velocity, axial conduction in the heated wall, and
temperature magnitude of the heated wall. Axial conduction was prescribed by independently controlling the
temperature in three heating zones in the streamwise direction. The variation of these parameters is depicted
in Fig. 4.6 with two levels of temperature and velocity and three for axial conduction. The two velocity levels
correspond to forced and mixed convection. The cases numbered 1-10 represent unique combinations of the
three parameters with relative magnitudes properly shown on the three axes. The order of these tests was

randomized for measurement independence and repeated three times to determine the level of repeatability.
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Fig. 4.6: Factorial sketch of the DOE study
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4.4 Results
The measured temperature profiles from the TC probe for both forced and mixed convection are shown
in Fig. 4.7. The spatial resolution of the first eight points was 200um. Subsequent spacing increases with
increasing distance from the heated wall and the last several points measured the free-stream temperature.
The development of the thermal boundary layer is observable in x in both cases and the larger boundary layer
is seen for the mixed case (lower velocity) as expected. Each location is the time mean of 250 points acquired
at 15 hz. The traverse started the probe head at the heated wall and pulled it away, allowing several seconds

for each move and for the probe to come into thermal equilibrium.
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Fig. 4.7: Measured temperature profiles for both cases and all three x locations

The same temperature data in the near-wall region and line fit are shown in Fig. 4.8. For the line
fit, initially eight points were included in the fit and a stable iterative method was used to calculate the
temperature gradient and the number of data points to fit within y* < 6.6, half the critical y* value for air.
This ensured the fitted data were within the inner portion of the viscous sublayer where linear temperatures
were expected. The first point was not considered as it is likely to have position error. Errors in wall position
were corrected by taking the temperature gradient to the measured wall temperature. The linear fit was
performed using linear regression with more weight given to data with lower uncertainty [12]. This method
also provided a measure of the fit uncertainty.

Nondimensional profiles are shown and compared with the thermal law of the wall [2] in Fig. 4.9. The

agreement is excellent for y* <~ 6. The results in the buffer layer and fully turbulent region are about five
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Fig. 4.8: Measured temperature profiles near the heated wall with line fit for both cases for all three x loca-
tions. Note the unique wall temperature values T; as the wall is nearly isothermal. 7 at x is several degrees
cooler than at x; and x3.

below the expected values, likely due to the partially-developed nature of the measurement region. Tempera-
ture fluctuations are not presented as the mass of the TC wire rendered it insensitive to the higher frequencies
in this flow. These frequencies were determined to be about 300-600 Hz with a 50.8 —um diameter tungsten
hot-film probe with much less thermal mass.

The intrusive nature of the probe caused an increase in wall heat flux observable in the HFS data acquired
at the time. The largest error of wall heat flux occurred when the probe was touching the heated wall and
steadily decreased as the probe was retracted from the wall. Maximum errors of 9.84%, 9.90%, and 8.61%
for the forced case and of 18.7%, 10.4%, and 7.93% for the mixed case were measured at locations xj, xp,
and x3 respectively. The likely cause of the heat flux increase is an increase in local turbulence levels caused
by the probe. The forced convection case had very consistent errors and was fully turbulent as measured with
PIV at a separate time in these conditions. The mixed convection case had a large range of error levels and
was likely intermittently turbulent. In this case, the presence of the probe likely increased turbulence levels
such as by a turbulence trip.

Published correlations for heat transfer can be used for comparison with both the HFS and TC probe

results. First is turbulent forced convection over a flat plate. The local Stanton number correlation is

_ Nu, 0.0287Re; 2
~ Re,Pr  0.169Re; !(13.2Pr—9.25) +0.85

St (4.5)
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(a) Forced Convection (b) Mixed Convection

Fig. 4.9: Measured nondimensional temperature profiles with the thermal law of the wall for air for both
cases and all three x locations

where Nu, is the local Nusselt number, Re, is the local Reynolds number, and Pr is the Prandtl number [2].
Once the Nusselt number is solved from this correlation, heat flux was calculated as ¢” = Nuk(T; — Too) /x
where ¢” is heat flux, k is fluid thermal conductivity, Ty and T.. are surface and free-stream temperatures
respectively, and x is the streamwise distance from the leading edge.

As there are no known heat transfer correlations for mixed convection in developing channel flow, the
correlation for fully developed turbulent flow in vertical tubes was used from the work of Jackson et al. [13]

as in
Nu 10*Gr ™%

Nup ‘ Re27Pr05 (4.6)

where Nup is the forced convection Nusselt number as calculated by Eqn. 4.5 and Gr is the Grashof number.
The plus sign is used for buoyancy-opposed flows such as that investigated in this work while a minus sign
applies to buoyancy-aided flows. Local values for Nu,, Nug,, Gr,, and Re, were used in place of the fully-
developed variables.

As the boundary layers are partially developed at the inlet where x = 0, considering an unheated starting
length was thought to improve agreement between measured values and correlations. This process required
three calculations: 1) the momentum thickness at the inlet, 2) the distance upstream to a virtual origin, and 3)
adjusting heat transfer correlations using the virtual origin as an unheated starting length. First the momentum

thickness was calculated from PIV data at the spanwise center (z = 0) location at the inlet (x = 0) using the
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“u u
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where &, is the momentum thickness, % is the time mean velocity across y, and 7. is the time mean free-

integral

stream velocity [2]. Constant density has been assumed. This is a good approximation at the inlet which is
upstream of the heated wall but would be inappropriate downstream where the near-wall air was heated. The
boundary layers on both walls were considered and the result divided by two.

The calculation of a virtual origin was the second step and predicts the equivalent length of a flat plate
extending upstream of the inlet. This allows for the impact of the contraction to be assessed simply, even
though the geometry is very complex. Assuming the flow was always turbulent, the relationship has been

derived as
& 0.036v02

_ —-0.2
;fﬁgmgmmw% (4.8)

where Vv is kinematic viscosity [2]. The left two portions can be arranged to isolate x as in

621.25#3(;25

& = 0015705

(4.9)

where £ has been substituted for x and is the distance upstream to a virtual origin given &, defined earlier.
The results from the first two analyses are given in Table 4.1 for both cases. As expected, the momentum
thickness is larger for mixed convection. It is reasonable to add these virtual origin distances to the x values

in this work when comparing to more canonical flows. Also Re, may be adjusted.

Table 4.1: Boundary layer analysis results from velocity data at the inlet

Parameter | Forced | Mixed
& [mm] 1.18 1.73
& [mm] 327 458

The third calculation was to adjust the correlation results for an unheated starting length with distances

from the virtual origin analysis. The local Nusselt number was augmented by

NUX|1§:0
1—(&/x)°/1

Nu, =

75 (4.10)
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where the local Nusselt number Nu, and Nu,| ¢—o was measured from the leading edge of the unheated starting
length [3]. The adjusted flux values were slightly higher than the original, also an expected result.

Wall heat flux as measured by the HFSs and TC probe is shown in Fig. 4.10 with published correlations.
The measured HES trends in the streamwise direction x are inconsistent with expected results. The HFS at
x> gives a smaller reading than that at x3 for both cases. The likelihood that this error is real is supported
by the monotonic decrease in the temperature gradient near the wall with streamwise distance x as observed
in the TC probe results of Fig. 4.8. This decrease suggests a decrease in wall heat flux with x, consistent
with theory. The TC probe results follow an expected trend and measured higher fluxes in both cases. The
correlation prediction of heat flux uses the equations presented previously and the measured temperatures
along the heated wall centerline. The first point very near x = 0 is low, attributable to the relatively cooler,

insulated leading edge. The bump near x = 0.5 m in both cases is due to a temperature peak in the heated

wall.
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Fig. 4.10: Measured and predicted heat flux plotted in the streamwise direction

Heat flux results from the HFSs and TC probe are presented in numeric format in Table 4.2 for both cases
and at all three x locations investigated. Taking the TC probe as the reference, HFS errors were quantified.
Uncertainty at the 95% confidence level was calculated for all quantities, including the error. The errors are
all negative as the HFS results are consistently low. The errors are moderately high, with the best agreement
at x3. These results are consistent with the notion that measurements of derivative quantities are challenging

and moderate errors can be expected.
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Table 4.2: Heat flux results for both cases from the HFSs and the TC Probe results at all three x locations

x [em] 162 | 77.8 | 139
HES ¢’ [W/m?] | 2010 | 1280 | 1500
Uy [%] | 502 | 501 | 5.02
3 11 2
9 W/ 2650 | 2037 | 1730
g TC Probe g [Wim]
£ Uy [%] 8.56 | 7.09 | 8.12
- € (%] 241 | -372 | -13.6
ITOor
U, [%] 753 | 545 | 8.25
HFS q" [W/m?] | 1230 | 960 | 1101
Uy [%] | 501 | 501 | 5.01
g TC Prob ¢" TW/m?] | 1900 | 1400 | 1180
o— Trobe
= Uy [%] | 8.65 | 9.18 | 8.24
Error € [%] -35.1 | -31.3 | -7.06
Ue (%] 649 | 7.19 | 8.96

The results of the DOE study were the flux errors of the HFSs relative to the TC probe. This study was
performed at x3, where the errors were the smallest and the boundary layer the largest. The resulting errors
are shown on the factorial sketch for cases 1-10 as shown in Fig. 4.11. The resulting errors show surprising
consistency around 20%. There is no apparent trend, suggesting that the error is relatively insensitive to the

three parameters tested.

10: -16% 0: -17%

6: -17% 5: -21%
2: -19% 1. -21%
o D -13% 8: -14%

3: -19% 4: -20%

Temperature

Velocity

Fig. 4.11: Factorial sketch of the DOE study with errors

The consistency of these results suggests a constant bias to the error. Further investigation revealed that

there may be non-uniform thermal resistance in the heated wall. After checking the thermal conductivity
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of Kapton® used adjacent to the HFSs, an error was found. The most likely thermal conductivity was 42%
higher than the design value. Using a 1-D thermal circuit, the predicted error of the heat flux measurement due
to spatial non-uniformity was -17.5% instead of 2.4% originally predicted. The results presented previously
were not corrected from this information as there was a lack of confidence in either thermal conductivity

specification.

4.5 Conclusions

The purpose of this work was to assess the accuracy of the commercial HFSs used in a validation
experiment. These sensors were believed to be in error from an unknown source. An independent method
of measuring heat flux in air near a heated wall under convection was developed and tested. The intrusive
nature of the probe caused moderate errors in heat flux. The TC probe results, while possessing moderate
uncertainties and flow disruptions, provide expected trends. A HES error from non-uniform thermal resistance
in the heated wall was identified. The probe results have known uncertainties and errors, while the HFSs have
at least one unknown error remaining as evidenced by the illogical trends in the streamwise direction. The

measured flux from the probe should be used for validation data while considering the limitations mentioned.
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Chapter 5

Conclusions

This work has described the theory behind model validation, provided an example of a validation exper-
iment, and provided links to a validation database. Steady and transient mixed convection have been studied
experimentally with high-fidelity instrumentation. Steady mixed convection has been presented in previous
works, but never in a validation experiment. This is the first presentation of transient mixed convection in
known publications. The coupled fluid momentum and heat transfer, together with measurements of de-
pendent variables and their spatial derivatives, make this a robust benchmark for thorough CFD validation
studies. The data were provided in tabular format with adequate significant figures to make approximations
unnecessary. Boundary conditions may be implemented directly in CFD models ensuring consistent inputs
between experiment and simulations. System response quantities were in table format for direct comparison
with model outputs and can be plotted in any program. Additionally, uncertainties of all results were provided
to aid in quantifying simulation uncertainty through validation studies.

Model development and application are certain to continue as an integral part of science and engineering.
The procedures and reporting in this validation experiment were good examples for others to follow for
future works, though the physics and geometry will be different in each case. There is danger in performing
simulations alone because the natural tendency is to trust a prediction when there is nothing with which to
compare. Every research program that develops models or seeks to apply existing models to new problems
needs to allot time and resources to validation. And if the physics have not been measured, the large expense
of conducting experiments should be put forth. The attitude of validation is skeptical, but an appropriate level
of skepticism will avoid at least some costly setbacks that often accompany incorrect predictions in science

and engineering.
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Appendix A

Unsteady Computational Fluid Dynamics Simulations

A.1 Introduction

Since the purpose of this work was to provide validation data for computational fluid dynamics (CFD),
simulations were always being performed in parallel with experiments. Initially a senior engineer at the
Idaho National Laboratory (INL) performed blind studies, meaning that the knowledge was limited to the
information provided in reports and the data associated with them. This approach was meant to decrease the
level of bias of the modeler towards the experimental results. Modelers and experimentalists at Utah State
University (USU) also ran simulations to guide the experiments as to what information was needed for model
inputs, where output data should be measured, and what System Response Quantities (SRQs) would be useful
for comparison. Many steady cases were run, such as for the steady mixed convection case described in this
work. Furthermore, Unsteady Reynolds-Averaged Navier-Stokes (URANS) simulations were performed by
the experimentalist as the previous modelers at the INL and USU were not available. This section describes

the modeling approach and compares results with experimental data for the transient mixed convection case.

A.2 Methods

The URANS simulations were performed using Star-CCM+ 9.06 [1] with the experimental boundary
conditions (BCs). The BCs were the as-built geometry, the temperature on all four walls and the inflow,
the inflow ensemble-averaged velocity profiles, the inflow turbulence kinetic energy k profiles, and the air
properties. The inflow turbulence dissipation rate profiles were determined by an empirical correlation using
k [2]. The implicit unsteady model was used in combination with the Low-Re v f, k— & model [3]. This
model was found to perform well with buoyant flows in vertical channels [4]. Air was modeled as an ideal gas
with properties as functions of temperature. Thus, buoyancy is modeled directly. Coupled momentum and
coupled energy were also used to capture natural convection. Solvers were second-order accurate in space
and in time. The as-built geometry was used for the fluid domain.

All normalized residuals were driven to below 1 x 107 at every time step. The time step was chosen

for a particle to displace no more than one cell length in the streamwise direction. Converged solutions were
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obtained for three meshes of 15.625k, 125k, and 1M cells with equivalent cell counts in each direction of 25,
50, and 100, respectively. Cells were concentrated near the walls. The configuration for the finest mesh is
shown in Fig. A.1 with the global coordinates specified. The cell size in each direction and the time step were
reduced by a factor of two with each refinement. The maximum wall y* values were 1.5, 0.76, and 0.36,
respectively. Three meshes allowed for the Grid Convergence Index method first proposed by Roache and
improved upon by others to quantify numerical uncertainty [5, 6]. The safety factor was allowed to increase
to compensate for results with less consistency. These results are at the 95% confidence level and are used as

uncertainty bands for CFD outputs in Figs. A.2 and A.3.

Fig. A.1: The structured rectangular mesh with 1M cells

The unsteady nature of the simulations and strict requirements placed on iterative convergence motivated
the use of a computing cluster. The Division of Research Computing cluster Navier at USU was used for the
medium and fine meshes while the coarsest mesh was solved an a local workstation. Simulations were setup
on a local workstation and submitted as a batch job to the cluster. The workstation had 16 cores. Each node
of Navier had 64 cores between four CPUs. The medium-mesh simulation used one node for 22 hours while

the fine-mesh simulation used three nodes for 89 hours.

A.3 Results

Both experimental and CFD predicted profiles of ensemble-averaged streamwise velocity # and turbulent
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kinetic energy k are shown in Fig. A.2 at three locations in x for the top (x;), middle (x), and bottom (x3).
The definition k = % (W +VV + W) was used, assuming w'w’ = v/V/ since the third component of velocity
was not measured. Since the CFD model used modified two-equation RANS, the Reynolds stresses are not

available and k was the logical choice for an SRQ.

PIV (t=08) | —-—-— CFD (t=0s)
PIV (t=ds) | —-—-— CFD (t=4s)
PIV (t=8s) CFD (t=38s)
PIV (t=12s)| —-—-— CFD (t=12s)
PIV (t=168) | —-—-— CFD (t=16s)

(w3) [m/s]

—u(z3) [m/s]

Fig. A.2: The streamwise velocity % and turbulent kinetic energy k for both PIV and CFD results

The streamwise velocity # profiles from PIV and CFD show acceptable consistency through the transient.
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The boundary layer thickness increases in the streamwise direction x at the initial condition as expected.
There is a small difference in the bulk velocity in PIV and CFD results at this initial condition, perhaps due to
a discrepancy in the inflow velocity mapping in the direction not measured. Any errors here are not inherent
in the experimental BCs as inflow mapping is left to the modeler. The velocity profile shape generally remains
similar but is reduced in magnitude during the first four seconds. Att = 8 s, the contribution from natural
convection begins affecting the profiles near the heated wall (y = 0). Att = 12 s the profiles show a strong
influence from natural convection. The large uncertainty bands for x3 and large y are from the flow reversal
phenomena not being mesh converged locally in the CFD. The changes from ¢ = 12 — 16 s are subtle as steady
natural convection is reached. The uncertainty bands are generally small on both PIV and CFD results and
do not overlap, suggesting remaining model form uncertainty which is not represented nor easily quantified.

The results for turbulent kinetic energy k are similar but have greater spatial variability and uncertainty.
Initially & is elevated near both walls as expected. The influence of natural convection increases k near the
heated wall initially. The area of elevated k moves away from this wall over time. The phase of # = 12 s has
the highest levels, likely from the chaotic flow reversal. The final measured state has reduced kinetic energy
and may still be decreasing. Similar to streamwise velocity, the uncertainty bands generally do not overlap
suggesting remaining model form uncertainty.

The uncertainty bands on CFD data are from the grid convergence study and are presented at the 95%
confidence level. Particle Image Velocimetry (PIV) uncertainties are from the Uncertainty Surface Method
and consider bias uncertainty from particle displacement, particle image density, particle image size, and
shear originally described in [7] and improved upon with methods from [8]. Precision uncertainty was calcu-
lated by methods of Wilson & Smith [9]. Total uncertainty was calculated by the root-sum-square of the bias
and precision uncertainties at the 95% confidence level.

Results for the scalars of wall heat flux and wall shear stress are shown in Fig. A.3 at the same three x
locations, through time, with their associated uncertainty bands. The experimental heat flux came from the
Heat Flux Sensors (HFSs) using the manufacturer-calibrated sensitivity. The uncertainty included 5% bias
while the random values were measured. The heat flux results of the experiment and CFD are not in good
agreement. The experimental results from the HFSs show a low sensitivity to convection due to the thermal
capacitance of the heated wall, but the CFD had no capacitance modeled. Also, the CFD mesh was not well
refined when considering heat flux as noted by large uncertainty bands during some phases of the transient
and some physical locations. Further efforts should be made in CFD to model capacitance and refine the

mesh. Wall shear has better agreement between PIV and CFD results. The experimental measurements are
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somewhat noisy at high levels of shear, likely from the decreased accuracy of PIV data near walls and the
relatively fewer points included in the fit. When the shear decreases, more points can be used in the fit for
smoother results. The uncertainty bands on the CFD results suggest that the mesh was well resolved for shear,

but again not as well in regions in space and time of flow reversal near the heated wall.
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Fig. A.3: The heated wall heat flux and wall shear stress plotted over time

A.4 Conclusions

Simulations were run by the experimenter using the measured BCs. These activities confirmed the BCs
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were complete and formatted properly. The simulation used commercial software Star-CCM+ that ran the
URANS simulations in three-dimensions. Convergence criteria were strict. A grid convergence study was
performed to estimate numerical uncertainty. Experimental results and simulation outputs were plotted on
the same axes with uncertainty bands on each. This comparison can help identify simulation errors. With
further work, simulation uncertainty could be quantified with the data in this study. On the other hand, the
complicated nature of the data make this process challenging as the data cover two dimensions in space and

one in time.
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Appendix B

Processing and Post-processing Codes

B.1 Introduction

The purpose of this work was to provide validation data for computational fluid dynamics simulations.
Therefore, meaningful data, their correct treatment, and proper reduction were crucial. Some have said that
all raw data should be available for validation studies. In some instances this is the best approach. But
there is danger in presenting raw data acquired with modern experimental techniques as the data become 1)
overwhelmingly large and 2) very complicated quickly.

To address the first issue, overwhelmingly large data, it is easy to understand with examples from this
work. The main measurement technique was Particle Image Velocimetry (PIV) which measured velocity
fields in planes. Each plane often has at least 10,000 vectors, each with two components in the case of
two-component PIV as used in this work. The uncertainty of each vector component was also quantified,
doubling the data stored. A single acquisition is insufficient for averaging in time, so often 1000 acquisitions
were performed for each data set. Each case included about ten sets, and there were several repeats of the
data. Furthermore, the transient case had 101 phases measured. So it’s easy to see how the number of data
points can easily reach into the billions. These, with the many PIV images acquired, comprise several TB of
space. Backing up and sharing these data becomes difficult very quickly.

With modern techniques, misinterpreting the meaning of the data is a real possibility that could have
significant consequences. For instance, in nuclear reactor thermal-hydraulics, simulations are often used to
assess the safety of designs in transient accident scenarios. If, in the validation of these codes, experimental
data were misinterpreted, code predictions may be trusted when they shouldn’t. The PIV data in this study
were saved in a proprietary format that was difficult to analyze without commercial software. If a researcher
were to attempt to fill the knowledge gaps, mistakes are very plausible. Data post-processing techniques are
another form of complexity that may make the data misinterpreted.

In conclusion, the sharing of data is crucial to CFD validation. The data should be carefully reduced

to a meaningful form and be presented in a concise way. This reduces the burden of both large data and
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the complexities associated with modern measurement techniques. Data averages, fluctuations, and the un-
certainty in both (with confidence level used) should be included whenever possible. A global coordinate
system should be defined and included with all BC and SRQ data. Units should always be included. Any
codes and/or procedures for data processing and post-processing should always be included for future ref-
erence. As such, the MATLAB codes used in this work are described and available for download through
digitalcommons.usu.edu/all datasets/8/. All of the codes may be downloaded in a single zipped file Codes.

If any of these codes are used for future works, a proper citation is required.

B.2 Particle Image Velocity Uncertainty

The methods and code to calculate PIV uncertainty used throughout this work were developed by oth-
ers [7-9]. They were customized only slightly to plot data parameters such as particle image diameter,
density, and shear relative to the range in the look-up table in the Uncertainty Surface Method. The pro-
cess of quantifying the uncertainty began with creating synthetic images with known image parameters
with SIG_parallel New_4x32x32_75% _Round_2.m that contains the parameters used in this work. These
images were processed in DaVis with the same steps as the data of interest. Then an uncertainty surface
generator was used to read the synthetic image parameters, the velocity results from DaVis, and create an
uncertainty surface with DaVisSurfaceGeneratorFo.m. The uncertainty surface used in this work was Un-
certainty 4x32x32_75%_Round_PostProc_2_Used.mat associated with the DaVis PIV processing settings in
Uncertainty_4x32x32_75% _Round_PostProc_2.xml. The code surfaceViewer.m was written to view the un-
certainty surface. The uncertainty code was PIVuncertaintyCode.m with associated PIVuncertaintyGUL.m
and PIVuncertaintyGUL.fig. Some dependent functions of these codes were DiaDen2.m and PIV _Stats.m, the
latter of which had plotting capabilities added. In the steady work, the GUI was used to configure uncertainty
calculation jobs and call the appropriate functions. Because the transient data had very many sets to be an-
alyzed, this manual setup was impractical. The code PIVuncertainty TransientDriver2.m was written to call
the uncertainty code in a batch mode with much less time required by the user, at least when the file paths
follow the pattern within this work. One *Stats.m file for each data set would be created that included data
for the ensemble-average, Reynolds stresses, and the associated uncertainties of each. One code that will plot
the nominal data and uncertainties of a given *Stats.m file was called Plot_Uncertainties.m.

Since the time of this work, commercial PIV codes have included uncertainty calculations that are much
easier to use and are often more accurate [10-12]. Another set of codes independent from the first was

written by others to calculate only the particle image diameter and density. This set remains useful for these
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parameters as they are not available in known commercial software. They are in DiaDen2.m, PIVdiaden.m

with the associated PIVdiadenGUIL.m and PIVdiadenGUI fig.

B.3 Inlet Analysis

As mentioned in this work, the inflow was measured with PIV in several planes. Several codes were
written to map these velocities in space appropriately by taking single rows of data and matching them with
global coordinates. The formatting is compatible as an input to commercial CFD code Star-CCM+. The code
for the steady work was InletAnalysisAndProfilesFromStats6_1.m and for the transient work was InletAnal-
ysisAndProfilesFromStats_Transient_6_4.m. Another code was written to visualize the output of this code as
a filled contour plot with superimposed lines to depict where data were acquired in PlotVelocityInletCon-

tour_2.m.

B.4 Boundary Condition Statistics

In addition to the inflow BC data, boundary temperatures were included in several sets of files. These
sets of files could be analyzed for time means and uncertainties with BC_Stats2_2.m for the steady work and
ensemble-averaging and uncertainties with BC_Stats_Transient_L.m for the transient work. These codes also
performed these calculations on the HFS heat flux results as they were recorded at the same time. Outlier

detection and rejection was performed with the transient version.

B.5 Interpolation Codes for Boundary Conditions
The inflow velocity data could be interpolated or ‘mapped’ onto a fine grid for use in CFD by ToStar-
Interpolator4_4.m and ToStarInterpolator_Transient_5_3.m. Also the heated wall temperatures could be inter-

polated by TemptoStar.m.

B.6 Virtual Origin
The virtual origin analysis was performed for the steady case using velocity data at the inlet in InletVir-

tualOrigin.m.

B.7 System Response Quantity Analysis
The averaged SRQs were analyzed with SteadySRQ_Plots_2_8.m and TransientSRQ_Plots_2_8.m as well
as SteadySRQ_Plots_HeatFlux_2_3.m. These codes called the functions PIV_dudy.m and LineFitFunc.m to
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estimate wall shear from velocity data. The code InstantVelAnalysis.m made histograms and scatter plots

from instantaneous PIV data.

B.8 Transient Image Organization

The transient PIV data had a series of image pairs recorded for each run. For a given set of parameters,
101 image pairs were recorded and this was repeated for 100 or 200 runs. For proper ensemble-averaging,
these data needed to be organized in 101 folders with 100 or 200 image pairs in each. The code Transien-
tImageOrganization_2_3.m was used for this purpose. Acquisition of PIV data had inconsistent start times
caused by variable delay in the PIV timing system. This delay was recorded by the master LabVIEW pro-
gram and used in the organization code to properly align the data in phase. Also, outlier detection was
performed on spatial averaged streamwise velocities to compensate for timing jitter with the code Tran-

sient_OutlierDetetion.m and data for subsequent runs were removed from further analysis.

B.9 Transient Computational Fluid Dynamics Grid Convergence Index

Unsteady RANS models were performed to accompany the transient work. These simulations were
performed on three grids for a grid convergence study using Roache’s modified method [5,6]. The four SRQ
outputs from the CFD were exported at each time step associated with data acquisition in the experiment.
The code TransientCFD_GCIL.m read the data from the CFD simulations on all three meshes, performed the

analysis, and saved the CFD SRQ data in an output file with uncertainties at the 95% confidence level.

B.10 TC Probe Analysis

The work involving the TC probe had unique codes used to analyze these results. The analysis used to
estimate measurement errors from conduction losses within the probe was performed in ConductionAnaly-
sis2.m. The measured temperature profiles were analyzed and line fitted in
TempProfileAnalysis_yO_yPlusMax _loop_2_3.m. The heat flux results from HFSs and the TC probe, with

predicted flux from correlations, were in SteadySRQ_Plots_HeatFlux_TC_Probe.m.

B.11 Custom Functions

Several custom functions were used with many being written by others. Occasionally these were modi-
fied for more desired results. These included columnlegend2.m, csvwrite_with_headers.m,
line_fewer_markers.m, sort_nat.m, subtightplot.m, tightfig.m, tightfig2_1.m, TrimToMask.m, and

uigetfile_n_dir.m.
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Appendix C

Mixed Convection Parameters

Several nondimensional numbers for mixed convection are included in the following MathCAD docu-
ment. Also heat transfer correlations were used for estimates. All parameters are local for the given value of

x defined near the top.
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Appendix D

Heated Wall Conduction Analysis

The one-dimensional conduction analysis by thermal resistance network is provided in the following
MathCAD document. It was used to determine the thermal resistance by conduction path going through HESs
and non-HFSs paths. The error by non-uniform resistance was estimated. The error was originally 2.4%, but

with an updated thermal conductivity of Cirlex® (laminated Kapton®), was estimated to be -17.5%.
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The thermal conductivity k of the original Cirlex would have to be off by 35% to have an 18%
error. This seems unlikely.

The updated k_Cirlex could be off by 4.5%, which suggests that it's value is pretty close.
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Appendix E

Permission Letter for Steady Mixed Convection Work
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Jeff Harris

Utah State University

To whom it may concern:

The paper Experimental Validation Data for CFD of Mixed Convection on a Vertical Flat Plate written by Blake Lance,
Barton Smith, and myself may be used to fulfil the dissertation and graduation requirements of the first author.

Respectfully,
Jeff Harris

Research Associate
The Pennsylvania State University
8/6/2015
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1 Introduction

The primary purpose of this work is to generate and disseminate
experimental data for CFD validation for forced convection on a
vertical plate. In addition, some features and differences of buoy-
ancy aided and opposed forced convection will be discussed.

This facility, instrumentation, and measurements are described
in detail. The SRQs include the heat flux from the plate at three
locations and the velocity field over the heated plate (including
wall shear stress) at the same three locations. All inputs required
for the numerical model, including BCs, inflow velocity, and tem-
perature and material properties are measured. All SRQs, BCs,
and inflow data may be accessed using data in the supplemental
results which are available under “Supplemental Data” tab for this
paper on the ASME Digital Collection. The data and descriptions
required to satisty the completeness level (as outlined in Ref. [1])
for the validation data are also provided along with some descrip-
tion included in this document and in the Supplemental results
which are available under “Supplemental Data” tab for this paper
on the ASME Digital Collection.

Obtaining validation data from journal articles is inconvenient.
Online databases are better suited for dissemination of validation
data and documentation of the experiment. Though some valida-
tion datasets are available from online databases, these typically
lack the detail necessary to fully describe the measurements and
uncertainties [1]. Many such sources are listed at the CFD-Online
website [2], including the National Aeronautics and Space Admin-
istration (NASA) NPARC Alliance Verification and Validation
Archive [3] and the European Research Community on Flow, Tur-
bulence and Combustion database [4]. As part of the present
effort, a database was developed to enable users to download the
BCs, SRQ data, and other relevant information to conduct their
own validation studies, using the same BCs to which the SRQ
data correspond [5]. This database is included in the Supplemental
results which are available under “Supplemental Data” tab for this
paper on the ASME Digital Collection.
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on a vertical plate is presented. The design of the apparatus is based on recent validation
literature and provides a means to simultaneously measure boundary conditions (BCs)
and system response quantities (SRQs). All important inflow quantities for Reynolds-
Averaged Navier-Stokes (RANS). CFD are also measured. Data are acquired at two heat-
ing conditions and cover the range 40,000 <Re,<300,000, 357 < Res, <813, and
0.02 < Gr/Reé® < 0.232. [DOI: 10.1115/1.4031007)

1.1 Model Validation. Validation is “the process of deter-
mining the degree to which a model is an accurate representation
of the real world from the perspective of the intended uses of the
model” [6,7]. To perform a CFD validation study, one must have
measurements of both the model inputs and outputs.

The model outputs, or SRQs, are the quantities to be compared
between the experiment and the simulation. No specific applica-
tion motivates the present work, and we seek to produce the most
broadly useful dataset possible. To this end, we consider the
recommendations of Oberkampf and Roy [6], who described the
difficulty spectrum of measurements and computed quantities, as
shown in Fig. 1. Using SRQs from a wide range of the spectrum
will ensure a more robust validation study. For instance, the
model that best predicts boundary layer velocity for this particular
experiment (dependent variable) may not predict the heat flux
(derivative of a dependent variable) as accurately. Using SRQs
from a wide range on the spectrum will better determine which
model is the best predictor of the physical phenomena. In the pres-
ent study, SRQs are chosen based on project budget and time con-
straints while covering as much of the spectrum as possible.

Many have recommended (e.g., Ref. [6]) that model validation
be performed in a hierarchy, as shown in Fig. 2, with the lower
tiers involving simpler physics and higher resolution measurement
and the top tier covering the complete system of interest with
more coarse measurements. Since the heat transfer and the fluid
flow are coupled, this problem cannot be considered as a unit
problem. To meet the requirements of the benchmark tier in the

Fig.1 The difficulty spectrum of SRQs, after Ref. [6]
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Fig. 2 The validation hierarchy with cross-hatch showing the
amount of detail in each level, after Ref. [6]

validation hierarchy, the hardware used in this wind tunnel was
specially fabricated to validate specific aspects of flow over a
heated flat plate. The experiments were carried out in a new facil-
ity made specifically for benchmark tier validation experiments.
The wind tunnel and plate are the simplified hardware meant to
improve predictive capability of complicated flow physics for
real-world scenarios for many applications. The inputs required
to perform a CFD simulation (wall locations and temperatures, as
well as inlet temperature and velocity) were measured and their
uncertainties were estimated.

Figure 3 is used to illustrate the importance of using measured
inflow conditions in a simulation. It is a common practice in CFD
simulations to assume an idealized inlet profile, such as a para-
bolic or uniform profile. For our wind tunnel, a uniform inlet
velocity assumption is valid for most of the inlet area, but not in
the boundary layer. It is also a common practice to assume that
the Reynolds normal stress at the inlet is a fixed percentage of the
time-mean velocity (10% of the free stream velocity in this exam-
ple), while the measured turbulence level is found to be large only
in the thin boundary layers near the walls.

It is necessary to know the uncertainty of the experimental
data as well as the simulation uncertainty to obtain the model
uncertainty [6,8]. Therefore, the SRQ data must have quantified
uncertainty. Since the simulation uses experimentally determined

Fig. 3 A velocity profile for the inlet of the test section is
shown, along with uniform and parabolic profiles. The
Reynolds stress is also plotted along with a line of 10% of the
time-mean streamwise velocity.

011401-2 / Vol. 138, JANUARY 2016

BCs, uncertainty is introduced into the simulation from uncer-
tainty in the measurements. This also necessitates the uncertainty
quantification of measured BCs.

Both inflow and SRQs for the present study are velocity data
measured with particle image velocimetry (PIV). The uncertainty
of the velocity measurements is quantified using the methods
described by Timmins et al. [9], Warner et al. [10], and Wilson
and Smith [11,12]. Other measured BCs include the wall geome-
try and temperature and inlet air temperature. The uncertainties
of these quantities are determined using methods discussed by
Coleman and Steele [13]. The manufacturer provided the uncer-
tainty of the heat flux sensors used in this study. The uncertainty
of wall locations, wall shear stress, and other quantities is dis-
cussed below.

1.2 Forced Convection. The forced convection regime theo-
retically has little effect from gravity (buoyancy) and is defined
as Gr,/ Re)z( < 0.3 [14], where the local Grashof number is
gp(T,— T.)x*/* and the local Reynolds number is #x/v, with
the inlet velocity i, =4.48 m/s. For the purpose of this
study, the kinematic viscosity v is determined from the measured
atmospheric air properties. Lloyd and Sparrow [15] conducted a
theoretical analysis of forced convection over an isothermal verti-
cal surface and cited experimental data for the same flow scenario.
A later experimental study of convection from a vertical heated
plate was presented by Gryzagoridis [16], who used hot-wire
anemometry to measure the flow velocity. Temperature profiles
were used to find heat transfer rates. These measurements, though
state-of-the-art at the time, were obtrusive and therefore less
useful for CFD validation.

Wang et al. [17] presented an experimental study of a heated
vertical plate similar to the one considered in this work. The
velocity was measured using a two-component laser Doppler ane-
mometry system, which is unobtrusive, but provides a point veloc-
ity rather than a velocity field. Temperature measurements were
acquired using a thermocouple rake and a correlation was pre-
sented for Nu, = hx/k, which can be used to understand the effects
of buoyancy on heat transfer. While the study provided much use-
ful insight, it was not intended for CFD validation. The necessary
BCs were not reported nor were the measurement uncertainties.

Finally, a study that used PIV to study the velocity field along a
heated plate was described by Hattori et al. [18]. The measure-
ments were also acquired using hot-wire anemometry. The study
focused on the laminarization of the flow and provided valuable
information using PIV measurements for convection flow from a
vertical plate. Again, the measurements obtained were not
intended for CFD validation and are incomplete for that purpose.

This is a small sample of published studies on forced convec-
tion. A large number of studies show that forced convection is a
mature field. However, each of these studies was a discovery
experiment rather than a validation data experiment. The present
study represents the first validation data study for forced convec-
tion known to the authors.

In what follows, we will describe our facility and measurements
followed by a description of the data acquisition procedures. This
will be followed by the BCs and SRQ results of two nominally
isothermal cases: (1) buoyancy-aided forced convection and (2)
buoyancy-opposed forced convection. Several comparisons will
be presented showing the small but detectable effects on the flow
due to the gravitational direction.

2 Facility and Measurements

2.1 Rotatable Buoyancy Tunnel. The experimental appara-
tus used for this project is called the rotatable buoyancy wind
tunnel (RoBuT). The 12 x 12 x 78 in. (305 x 305 x 1981 mm) test
section is fixed to a Ferris wheel-like frame that allows the direc-
tion of gravity relative to the flow to be changed without
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Fig. 4 A schematic of the wind tunnel showing the inlet
contraction, test section, and the coordinate system

modifying the wind tunnel inlet or test section. Figure 4 shows a
schematic of the RoBuT without its rotating frame.

This facility is intended for benchmark level validation where
two or more different physical phenomena (such as momentum
and heat transfer) are analyzed [6]. A benchmark tier validation
experiment uses special hardware meant to represent main
features of subsystems. The square test section allows for easy
characterization of the inflow using planar PIV. Simultaneous
measurements of BCs (wall temperature, inlet temperature, and
atmospheric properties) and SRQs (boundary layer velocity and
heat flux) can be acquired. PIV is used to measure all of the veloc-
ity data (both at the inlet and for SRQs). For additional details on
the facility, see Supplemental results which are available under
“Supplemental Data 26” tab for this paper on the ASME Digital
Collection.

2.1.1 Test Section. The test section is made of three optically
clear Lexan® walls that are 12.7 mm (0.5 in.) thick. The walls are
referenced using the coordinate system in Fig. 4, where the heated
plate is at y =0 with x=12.7mm (0.5 in.) being the leading edge
of the heated plate, and the left and right walls are at
z=—1524mm (—6 in.) and z=152.4mm (6 in.), respectively.
The wall opposite the heated plate is at y =304.8 mm (12 in.) and
is also referred to as the top wall.

The fourth wall is formed by the heated plate and its mounting
components. A cross section of the plate near one of the heat flux
sensors is shown in Fig. 5. The exterior wall of the tunnel is
formed by an aluminum back plate. A layer of insulation lies
between the back plate and an electric heater, which is pressed
against a second aluminum plate on its other side. The heat flux
sensor is potted between two aluminum plates with thermal epoxy

Journal of Fluids Engineering

Fig.5 Cross section of the heated wall

and surrounded with Kapton, which has a similar thermal resist-
ance. The aluminum surface plate is nickel coated on the air side
to suppress radiation. For additional information about the heated
plate, see Supplemental results which are available under
“Supplemental Data 28” tab for this paper on the ASME Digital
Collection.

Two methods are used to estimate the emissivity of the
nickel-coated plate. First, from Howell et al. [19], the normal
emissivity is

4n

- 1
(n+1)° + k2 W

&n =

where n=5.76 and k,,=27.34 are material constants for nickel-
plated aluminum at 413K (A=7.0um to find the optical
properties n and k£ in Ref. [19]). Equation (1) gives a normal
emissivity of 0.029.

Second, the plate emissivity can be estimated by performing an
energy balance on the surface of the nickel plate

q" = h(Ts — Tao) + &,0T} — epoT; 2)

The emissivity of the Lexan ¢, is assumed to be 0.9. Using meas-
ured data from a natural convection state, the emissivity of the
heated plate is estimated to be 0.034, which is in good agreement
with Eq. (1). A Taylor series method uncertainty propagation [13]
is used to compute the uncertainty of the plate emissivity using
the energy balance method and is found to be on the order of the
computed emissivity itself.

The heated plate is surrounded on the leading, trailing, and
spanwise edges with blocks of Teflon® to allow for thermal
expansion and to increase the thermal resistance between the
heated plate and the Lexan side walls. Springs and a silicone rub-
ber gasket at the outlet of the test section push the plate assembly
toward the inlet, minimizing gaps. A layer of insulation on the
outer side of the heaters (the right of Fig. 5) increases heat flux
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from the plate into the test section. The insulation only serves to
increase the efficiency of the heaters, ensuring that most of the
power from the heaters goes into the flow. For analysis of the heat
flow through the layers of the plate, see Supplemental results
which are available under “Supplemental Data 1” tab for this
paper on the ASME Digital Collection. Note that the heat flux was
measured using sensors, not heater power. All the other materials
are described in the Supplemental results which are available
under “Supplemental Data” tab for this paper on the ASME
Digital Collection.

2.1.2  Inflow. The inlet to the wind tunnel includes a contrac-
tion with a 6.25:1 area reduction. The inlet to the contraction
includes honeycomb flow straighteners and screens (see Fig. 4). A
3.175mm (1/8 in.) square trip is fixed to each of the four walls at
a position 11.6cm (4.58 in.) upstream of the heated plate leading
edge. These trips make the transition location consistent between
datasets.

The test section inlet velocity time-mean, kinetic energy, and
dissipation are derived from the experimental inlet measurements
acquired at x=0. The turbulent kinetic energy k£ (per unit mass)
is [14]

Fig. 6 The orientation of the camera and laser for PIV inflow
data acquisition (x=0). The laser and camera are traversed
across the test section to obtain nine planes of velocity data.
The flow direction is out of the page. (a) shows the nominal
setup that is also used to obtain the velocity over the heat flux
sensors and is referred to as orientation A. (b) shows the inlet
profile specific orientation to obtain the w component of veloc-
ity and is orientation B.
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[
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where #/t/, v/, and w'w' are the specific Reynolds normal stresses
in the x, y, and z directions, respectively.

Velocity data were acquired with the measurement system in
both its nominal position and rotated 90 deg, as shown in Fig. 6,
to show that w = v and w'w’ = V/V/ at the inlet and that these val-
ues are much smaller than # and u’u’. The measurements show
that Vv =~ w'w' # /i, as shown in Fig. 7. The majority of
the inlet plane has negligible fluctuations, but near the wall
W > vV =whw and vV = ww < 0.1 mz/sz. At this location,
w'u' =1.8+0.17 m?/ s justifying an approximation that
Vv = w'w =~ 0. We note that this assumption does not hold true
for the SRQ data farther downstream.

The turbulence dissipation rate ¢ is a function of the spatial
derivatives of the fluctuating components of velocity and in tensor
notation is

ou;; Ou
e=v

T Oy Oy @

where repeated indices are summed. Not all of the components of
the dissipation can be measured with the available diagnostics,

but the largest of these components, (9u’/dy)* can be computed
from the instantaneous velocity field using the methods described
in Ref. [20] to compute the derivatives. Using this conservative
value for all of the derivative terms in the definition of ¢ and the
measured kinematic viscosity, the inlet turbulence dissipation rate
was found to be less than 107 It is shown in the Appendix
that RANS CFD models are insensitive to the inlet value of ¢ until
several orders of magnitude larger than this value.

The inlet velocity is shown in the contour plot of Fig. 8. The
inflow is mostly uniform except near the walls of the test section.
Note that PIV measurements do not extend all the way to the wall
in the z direction, as that measurement is impossible in orientation
A. The plot shows the nine measured PIV planes mapped across
the inlet. These data are provided to the numerical analyst as
inflow data for the simulation. Any interpolation or wall treat-
ments to make the inflow conditions closer to reality (such as
applying a no-slip condition on all walls and defining the
boundary layer near the z=—150 mm and 150 mm walls) are left
to the analyst. One suggested method is to copy the unheated wall
boundary layer to the other unheated walls and leave the heated
wall as measured.

Fig. 7 The centerline inlet profiles for A and B orientations.
The A orientation profiles are at z=0. The points for the B ori-
entation are data at the z= 0 intersections of profiles in the x-z
plane. The uncertainty of the B orientation data is within the
size of the symbols.
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Fig. 8 A time-averaged streamwise velocity contour plot of the
PIV measurements at the inlet of the test section, x= 0. This ve-
locity field was formed by plotting nine vertical (constant z) pro-
files of velocity.

2.2 Instrumentation and Controls. A LABVIEW code was
used to drive the acquisition of the temperature, heat flux, and
room conditions and to control the room temperature, the plate
temperature, the seeding for the PIV, and the blower speed. The
National Instruments hardware included 5 NI-cDAQ-9188 chas-
sis, which hold 20 NI-9213 16-channel thermocouple modules.
All type K thermocouples were calibrated to a 0.3°C source
before installation. Another module and chassis controlled the
larger voltage equipment, including the three power supplies for
the six plate heaters and the room temperature control system.
Figure 9 shows the test section assembly and the layout of the
heaters and heat flux sensors. The room conditions were moni-
tored and logged continuously, including temperature, pressure,
and relative humidity. These were used to determine the air prop-
erties for each dataset.

Three heat flux sensors were embedded under the surface of the
heated plate at positions P1 =6.37 in. (162 mm), P2=30.62 in.
(778 mm), and P3 =54.87 in. (1394 mm) from the leading edge

Fig. 9 A schematic showing the locations of heaters and heat
flux sensors. Each of the three power supplies powers two
heaters.

Journal of Fluids Engineering

(see Fig. 9). These sensors were centered in the z direction. RdF
Corporation heat flux sensors, model 20457-3, were used, with the
first and third sensors having manufacturer-specified properties
and an uncertainty of 5%. The second heat flux sensor had a larger
uncertainty due to installation errors estimated to be 10% [21].
For additional details about the temperature, pressure, and veloc-
ity measurement sensors and systems, see Supplemental results
which are available under “Supplemental Data 2” tab for this
paper on the ASME Digital Collection.

To control the temperature of the heated plate, the thermocou-
ples in the heat flux sensors were used as the inputs to a
proportional-integral-derivative (PID) control system. A desired
plate temperature was input, and the controller (with optimized
gain and integral time of 0.5 and 2.5 mins, respectively) adjusted
the voltage to the heaters. A nominally isothermal steady-state
case was easily maintained to within the thermocouple accuracy
of less than 1 °C over time. That is, the temperature control system
maintained a steady state, even though the plate temperature was
not perfectly isothermal.

To acquire the wall temperature BCs, all four walls were instru-
mented with thermocouples. The thermocouples in the heated
plate were spaced at intervals of 2 in. (50.8 mm). The thermocou-
ples in the two clear side walls were at x=0.0, 33.66, 62.55,
96.84, 123.8, 166.4, and 192.4cm and y=19.05, 95.25, and
247.7mm. On the top clear wall, the thermocouples were placed
at z=-76.2, 0.0, and 76.2mm and x=0.0, 33.66, 76.2, 103.2,
137.5, 166.4, and 192.4 cm. The depth of the holes for placement
of the thermocouples into the heated plate is included in the Sup-
plemental results which are available under “Supplemental Data
2” tab for this paper on the ASME Digital Collection.

Pressure measurements were also acquired using a MKS 270D
Baratron 1-Torr pressure sensor with a MKS 270D signal condi-
tioner. Four pressure taps were installed in the wind tunnel at the
contraction inlet, the contraction outlet, near the test section inlet,
and the test section outlet.

Included with the BCs are the ambient air properties (atmos-
pheric pressure, temperature, and relative humidity). The baro-
metric pressure was acquired using an Apogee Instruments, Inc.
SB-100. The temperature and humidity were acquired using a
temperature/humidity probe (Omega HX93A).

The PIV camera was an Imager Intense 12-bit digital camera
from LaVision [22]. The charge-coupled device sensor was
1376 x 1040 pixels with a pixel size of 6.45um (0.000254 in.)
square. The laser pair was a New Wave Research Solo PIV III 15.
Two lasers at 50 mJ/pulse and 532 nm could fire up to 15Hz. Due
to limitations of the camera, data could be acquired at 4Hz in
double-pulse mode.

The PIV data were acquired and processed using DaVis 8.1.6.
A ruler was used to calibrate the camera for the inlet data, and a
single plane calibration plate was used to scale and dewarp the
images for the SRQ data using a pinhole model. The calibration
plate used laser-etched circles on an anodized aluminum plate.
The dots were 0.980mm (0.039 in.) in diameter and spaced
3.175 mm (0.125 in.) apart.

The particle displacements were generally around 12 pixels in
the free stream, with the particle diameters usually between 1 and
2 pixels. The small particle image diameters were unavoidable
due to illumination issues for the large field of view at the inlet.
The uncertainty method accounts for the variation in particle
diameter and displacements, addressing any pixel locking errors.
The images for the SRQ data used the entire imaging chip
(1376 x 1040 pixels). The inlet data region of interest was gener-
ally 1376 x 256 pixels, capturing the inlet of the test section. The
images were processed using the following steps after acquisition:

(1) The images were corrected for small vibrations and rotation
based on the wall image. In particular, the wall image was
forced to be vertical and in the same position for every image.

(2) The average image of the dataset was subtracted from the
instantaneous images to decrease the background noise.
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(3) Vectors were computed using 64 x 64 windows with one
pass, then decreased to a 32 x 32 windows with 75%
overlap for two passes. In addition, the SRQ images were
processed with image correction, which is possible due to
the two-dimensional, plate-based calibration.

(4) The PIV data were postprocessed with an allowable vector
range of 0—10m/s in i and —1 to 1 m/s in v. The vectors were
deleted if the correlation peak ratio was less than two. A me-
dian filter was used to remove vectors for which the differ-
ence to the average was greater than 1.75 X root mean square
(RMS) of its neighbors and inserted (or reinserted) if the dif-
ference to the average was less than 2.5 x RMS of its neigh-
bors. Also, groups with less than five vectors were removed
and the allowable vector range was computed again.

(5) The time-average velocity and Reynolds stresses were also
computed.

Two different lenses were used on the camera. A Nikon 105-
mm lens and extension tube were used when acquiring images for
the SRQ measurements over the heat flux sensors. A Nikon 28-
mm lens was used when acquiring images for the inflow. In all
cases, a 532nm notch filter was placed over the lens to remove
room light and decrease reflections (rhodamine paint was used on
the highly reflective Teflon to shift reflected light outside the filter
pass band).

The camera and laser were both mounted to Velmex [23] traverse
stages that allow for synchronized motion in the y and z directions.
The traverses were each independently controlled with LaBvVIEW. To
move the equipment in the x direction, the hardware was designed to
mount easily at increments of 5 in. (127 mm), with mounts for the
laser and camera providing more accurate placement.

PIV measurements require seed particles distributed in the flow.
Two Laskin nozzles were used to generate olive oil droplets that
are approximately 0.8 um in diameter. These devices are similar to
those described by Kahler [24]. The droplets were then blown into
a system of polyvinyl chloride pipe that is fixed to the inlet of the
contraction of the wind tunnel (bottom of Fig. 4). The system was
laid out in a grid pattern allowing for even dispersion of the seed
particles. These pipes are upstream of the flow straighteners and
screens and have no detectable impact on the test section inflow.

2.3 Measurement Uncertainties. The PIV uncertainty is
determined using the methods described in Refs. [9,11,12]. The
uncertainty of length dimensions comes from the resolution of the
measurement devices and statistics of repeated measurements.
These values are all included in the data in the Supplemental
results which are available under “Supplemental Data” tab for this
paper on the ASME Digital Collection. The remainder of this sec-
tion will describe our estimate of uncertainties that are not as
straight forward as those previously described.

2.3.1 Uncertainty of Friction Velocity. The friction velocity is
found using two methods described below. The first directly cal-
culates the wall shear using a linear fit to the data near the wall.
The uncertainty of the wall shear velocity u, based on the velocity
gradient at the wall is found using the Taylor series method [13]

and the data reduction equation u; = \/v(du/dy),. The uncer-
tainty of the shear velocity is

2
UMz: Udu/dyi +| U,
2y/du/dy

where U, is the uncertainty of the kinematic viscosity

N2 —u 2
U= (Uﬂz) +(UP?) ©

and Uy, /qy is the uncertainty of the velocity gradient

\/du/dy>2 )
14 2\/;
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where the velocity uncertainties are computed using the methods
described in Refs. [9-12] and the velocities are data points in the
velocity profile. The dy term is the vector spacing of the data and
the uncertainty of dy is explained below.
The dynamic viscosity u is found from a polynomial fit to data

contained in Ref. [25]. As a function of the temperature in Celsius,
the viscosity is

w(T) = 1.714 x 107> +4.879 x 1078T
—4.5675 x 1071172 4 7.3469 x 1071413 ®)

The uncertainty of the viscosity is dominated by the uncertainty
of the data in Ref. [25]. The density is found from the ideal gas
law and the air density uncertainty is

2 2
Up \* —PRyir —PT
Uﬁ:( ”) HUr—5) +| Uk —— ©)
TRyir (TRair) (TRair)

where the air gas constant is found from R,;, = 8.31434/M,,;x and

» 1
Maix = (1 S
( +w>/(18.02+28.97)

The humidity ratio\w is a function of the measured relative hu-
midity, pressure, and temperature and is defined as

(10)

0.622
w=—p—— an

—1
¢P5'dl

with Py = 0.57574 + 0.0554T + 4.1195 x 107*T? + 6.0733
x 107T3. The uncertainty of the air gas constant is negligible.
The uncertainty of this temperature is Ut = 0.6 °C (note that this
is not a thermocouple, but a thermistor-based probe) and the
uncertainty of the atmospheric pressure is Up = 1.5% of reading.

2.3.2  Uncertainty of Wall Position. The most obvious method
for setting the spatial origin in the velocity data is to locate an
unmoving object (such as a wall) in the raw PIV images. How-
ever, the laser source commonly generates a wide flare in the cam-
era image at the wall making it difficult to pinpoint its location.
An example is shown in Fig. 10, which shows a small part of the
image. The wall is the white band near the left side of the image.

This estimate can be improved upon using information from the
turbulent flow along a wall. The error in the wall location was first

Fig. 10 An image of the wall, with the image width being
2.25mm
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Fig. 11 The error of the wall location relative to the wall
image using two methods. The scale factor is approximately
84 pixels/mm.

found by fitting theoretical (Spalding [26]) velocity profiles to the
hundreds of streamwise time-averaged velocity data points (some
of which are located in the viscous sublayer, and most of which
are in the log-layer), and using the wall location as a parameter of
the fit. The log-layer data have low uncertainty, but this procedure
relies on the applicability of the Spalding model. Alternately, the
wall location can be found by fitting a line through the three
velocity values closest to the wall. These should behave linearly
and go to zero at the wall. It was found that replications of this
process, with the measurement system setup from scratch each
time, resulted in large variations in the wall location error.

Seven replications are shown in Fig. 11. The error dy of each
method relative to the wall location based on inspection of the
raw images is shown. For both methods, the variations in the wall
position error were on the order of 16 pixels. The average of these
samples could be viewed as the bias of each method relative to
the wall location by inspection. Unfortunately, we have no evi-
dence that any one of these methods is clearly superior to any
other, but these data are sufficient to provide a reasonable uncer-
tainty estimate of the wall location. Based on the results, the
Spalding fit method has very little bias and a 1-sigma random
uncertainty of 0.13 mm.

3 Data Acquisition Procedures

For the inflow data, nine planes of two-component PIV data
were acquired in orientation A shown in Fig. 6. The procedure for
acquiring the inlet data is described as:

(1) Setup laser, camera, and traverse stages and align with the
test section in space (the calibration target is fixed to the
test section).

(2) Calibrate camera and match laser plane to calibration
plane.

(3) Set acquisition timing for sufficient particle displacements,
set seed flow rate, laser intensity, and f-stop (impacting par-
ticle image intensity and size).

(4) Stabilize room, wall, and flow conditions.

(5) Record PIV data, temperatures, heat flux, equipment posi-
tion, blower speed, heater and seeding settings, camera and
laser settings, and room conditions.

(6) Move to next plane and repeat the previous step.

The process for acquiring SRQ data is the same, except there is
only one plane at which to acquire data (z=0). The boundary
layer flow images are acquired with the camera at a slight angle
with respect to the plate to decrease the length of the light path
through air, consisting of a density gradient that would otherwise
distort the images. Because the angle is small, a planar scaling of
the images was sufficient. The inlet data use 500 image pairs and
the SRQ data use 1000 image pairs.

Journal of Fluids Engineering

Table 1 The available data from the experiments described in
this article. Corresponding uncertainties are included for each.

Buoyancy aided and opposed

BCs SRQs

Geometry

Wall temperatures

Inlet temperature

Inlet velocity
Atmospheric conditions

Heat flux (three locations)
Boundary layer velocity
Shear velocity

4 Validation Data Results

The following Secs. 4.2 and 4.3 describe measurements for iso-
thermal forced convection for buoyancy-aided and buoyancy-
opposed flow. The Reynolds number based on the test section hy-
draulic diameter and free stream velocity is 77,000. The data that
are acquired and available to the reader are outlined in Table 1.

4.1 BCs. The geometry of the wind tunnel test section was
measured prior to all experiments to provide the as-built (as
opposed to as-designed) test section and is included in the Supple-
mental results which are available under “Supplemental Data 3”
tab for this paper on the ASME Digital Collection with the mea-
surement uncertainties outlined in the Supplemental results which
are available under “Supplemental Data 4 tab for this paper on
the ASME Digital Collection. The height and width of the test
section were measured using a micrometer at the transparent-wall
thermocouple locations, as described in the Supplemental results
which are available under “Supplemental Data 2” tab for this
paper on the ASME Digital Collection. The inflow velocity,
inflow temperature, and wall temperature on all four walls were
also recorded to provide the necessary BCs.

The average of all relevant cases is used as the BC. For exam-
ple, there are 12 datasets for the forced convection isothermal
case. The wall and inlet temperatures used for the BCs are the
average of these 12 sets. The atmospheric conditions for the
buoyancy-aided flow case including the measured barometric
pressure, ambient temperature, and relative humidity are included
in the Supplemental results which are available under
“Supplemental Data 5 tab for this paper on the ASME Digital
Collection. The atmospheric conditions for the buoyancy-opposed
case are included in the Supplemental results which are available
under “Supplemental Data 6 tab for this paper on the ASME
Digital Collection.

4.2 Buoyancy-Aided Case. The first case presented is
buoyancy-aided forced convection over a plate that was nominally
isothermal and set to about 140°C. The controller seeks isother-
mal heating, but the BC thermocouples are much more resolved
spatially than the PID controller (which uses only three tempera-
ture readings as shown in Fig. 9), limiting the ability to actually
reach isothermal heating. For example, the corner of the leading
edge is 30 °C cooler than the maximum plate temperature.

The temperature BCs are included in the Supplemental results
which are available under “Supplemental Data” tab for this paper
on the ASME Digital Collection and there are five temperature
files; four for walls and one for the inflow. Supplemental results
which are available under “Supplemental Data 7" tab for this pa-
per on the ASME Digital Collection contain the temperature of
the heated wall (y =0), Supplemental results which are available
under “Supplemental Data 8 tab for this paper on the ASME Dig-
ital Collection contain the temperature of the top wall (y =12 in.),
Supplemental results which are available under “Supplemental
Data 9” tab for this paper on the ASME Digital Collection contain
the temperature of the left wall (z= —6 in.), Supplemental results
which are available under “Supplemental Data 10” tab for this
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Table 2 The “isothermal” heat flux results along with the Gra-
shof to Reynolds number ratio (showing the cases are forced
convection) and the momentum thickness Reynolds number

X position Heat flux 0

(mm) (W/m?) Re, Gr,/ Ref (mm) Res,
Pl =162 1917 40,300 0.026 1.4 357
P2=778 1170 194,000 0.131 2.2 554
P3=13%4 1356 347,000 0.232 2.3 564

paper on the ASME Digital Collection contain the temperature of
the right wall (z=6 in.), and Supplemental results which are
available under “Supplemental Data 117 tab for this paper on the
ASME Digital Collection contain the temperature of the inlet
(x=0 in.). The values are measured by the 312 thermocouples
used in the experiment at the time the SRQ data were acquired.
As there are 12 instances of SRQ and BC acquisitions for each
case, these 12 BCs are averaged and the statistics are also reported
in the csv files. The x, y, and z columns specity the position of
each measurement in meters. The Temp column is temperature in
Kelvin. The bias, precision, and total uncertainty of the tempera-
ture with 95% confidence are also presented.

The inlet velocity and inlet Reynolds stresses are included in
the Supplemental results which are available under “Supplemental
Data 12” tab for this paper on the ASME Digital Collection. The
columns in data file are as follows: X, Y, and Z are positions of the
vectors in meters. Columns u, v, and w are the velocities (m/s) in
the x, y, and z directions, respectively. Columns u'u/, v'v/, w'w/,
and «'v' are the specific Reynolds stresses with the justified
assumption that ¥v/ = w/w’. The uncertainty of the velocities is
also included within the spreadsheet. Uu is the uncertainty of the
i velocity, similarly with Uv and Uw for their respective velocity
components. Uuup is the upper uncertainty of «//, and Uuum is
the lower uncertainty of #'u’. The uncertainties of v/v/, v/, and
w'w' are similarly notated.

The heat flux, Reynolds number, Richardson number, and mo-
mentum thickness Reynolds number are shown in Table 2 for
three x locations. The flow at the location of the third heat flux
sensor is near the boundary of the mixed convection ratio using
the ratio specified in Ref. [14]. The momentum thickness Reyn-
olds number was found at each heat flux sensor position. Kays
and Crawford show that the critical momentum thickness Reyn-
olds number is 162 [14].

Figure 12 shows the measured heat flux compared with two
correlations. The measured heat flux is the heat flux reading from
the sensors shown in Fig. 9 and is an ensemble average of the
12 acquisition cases for the buoyancy-aided forced isothermal
condition. The trend labeled Kays is the heat flux predicted by the
correlation [14]

_ Nu, 0.0287Re,
" Re,Pr  0.169Re;*!(13.2Pr —9.25) +0.85

St

(12)

The Incropera trend is based on the correlation for convection
over an isothermal flat plate [27] and is

Nu, = 0.0296Re*/ pr!/? (13)
The Stanton number is the Nusselt number divided by the product
of the Reynolds and Prandtl numbers. Once the Nusselt number is
computed, the heat flux can be found as ¢ = Nuk(T, — T,)/x.
Note that the correlation trends are not smooth, a result of the
measured centerline plate temperature, which has small gradients.

The boundary layer streamwise velocity profiles in the wall-
normal direction are shown in Fig. 13. Note that only the near
wall region is shown, and the larger velocities at P1 do not
correspond to a larger total flow rate compared to P2 and P3. The
higher velocity at the first heat flux sensor is a repeatable trend
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Fig. 12 The measured heat flux and two correlations with the
Kays trend found from Eq. (12) and the Incropera from Eq. (13)
for the buoyancy-aided case

and results from the thickening of the boundary layer between
P1 and P2. These data are shown nondimensionally while dimen-
sional plots are provided in the validation database included with
this document.

In addition to the time-mean velocity, the specific Reynolds
normal stress #/7// may also be used as a SRQ. The uncertainty
bands on velocity and specific Reynolds stresses are at the 95%
confidence level.

The cross-stream time-mean velocity ¥, Reynolds normal stress
v/, and Reynolds shear stress u/v/ cross-stream profiles are not
shown here but are available in the Supplemental results which
are available under “Supplemental Data” tab for this paper on the
ASME Digital Collection. The magnitudes of these quantities are
small compared to the velocity resolution of the PIV, and this is
reflected in the uncertainty bands.

The wall coordinate quantities u., K, yo, and B can be found
using the method described by Kendall and Koochesfahani [26].
A curve fit to the Spalding profile yields shear velocities shown in
Table 3, where the Spalding profile is

+\2 +\3

y = u" +exp(—«B) |exp(ku’) — 1 — xut — (Wz ) (K”6 )
(14)
Fig. 13 The nondimensional boundary layer time-mean

streamwise velocity and Reynolds normal stress for the flow
over the three heat flux sensor positions with u.. = 4.49m/s for
the buoyancy-aided case
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Table 3 The von Karman constant, y-intercept, shear velocity
from the Spalding fit, and the shear velocity from a linear fit
near the wall at the heat flux sensor positions for the buoyancy-
aided case are tabulated

Position K B u, Spalding u, linear
P1 0.41 5.00 0.248 0.233 = 0.004
P1 0.36 5.49 0.228

P2 0.41 5.00 0.233 0.216 = 0.004
P2 0.405 5.61 0.223

P3 0.41 5.00 0.235 0.216 = 0.004
P3 0.354 4.85 0.219

Units of u, are m/s.

and y* = (y — yo)u. /v and ut = iis, /u,. Two results are shown
for each profile: one with the traditional x =0.41 and B=15.0 and
a second where x and B are found in the fitting process. Care was
taken to exclude wake region data for the curve fit. Using the
shear velocities shown in Table 3, the wall coordinate profiles for
velocity at the heat flux sensor positions are shown in Fig. 14.

The data are acquired at the streamwise (x) location of the three
heat flux sensors. Note that the v velocities are very small and
near the velocity resolution of the PIV measurements (thus, the
large uncertainty bands). The velocity profiles at the first, second,
and third heat flux sensor positions are included in the Supplemen-
tal results which are available under “Supplemental Data 13" tab
for this paper on the ASME Digital Collection containing the ve-
locity data over the first heat flux sensor position, Supplemental
results which are available under “Supplemental Data 14" tab for
this paper on the ASME Digital Collection over the second, and
Supplemental results which are available under “Supplemental
Data 15” tab for this paper on the ASME Digital Collection over
the third heat flux sensor position. The files contain columns of
data as follows: Position x, y, z in meters, the time-average veloc-
ities in the streamwise and wall-normal directions in m/s, u and v
respectively. The specific Reynolds stresses #/t//,v'v/, and /v are
also included. The uncertainty of these values are given along
with the upper (such as Uuup) and lower (such as Uuum) uncer-
tainty components of the Reynolds stresses.

The shear velocity is also an SRQ and is presented in Table 3.
The heat flux SRQ is contained in the Supplemental results which
are available under “Supplemental Data 16” tab for this paper
on the ASME Digital Collection. The columns in this file are
the position, the heat flux, the bias uncertainty of the heat flux
measurements, the precision uncertainty of the heat flux measure-
ment, and the total uncertainty of the heat flux.

Fig. 14 The wall coordinate profiles at each heat flux sensor
position using the variable x and B for the buoyancy-aided case

Journal of Fluids Engineering

Table 4 The buoyancy-opposed isothermal forced convection
heat flux results along with the Grashof to Reynolds number
ratio and the momentum thickness Reynolds number

x position (mm) Heat flux (W/m?)  Re,  Gr,/Re? &, (mm) Rey,

Pl1=162 1947 41,400  0.02 1.8 466
P2="778 1241 199,000  0.12 2.8 713
P3=1394 1442 357,000  0.22 32 813

4.3 Buoyancy-Opposed Case. The same heating conditions
and flow rate are considered with the wind tunnel rotated in such a
way that the forced flow is downward, opposing the effects of
buoyancy. The heated wall temperature BCs for the buoyancy-
opposed case are included in the Supplemental results which are
available under “Supplemental Data 17 tab for this paper on the
ASME Digital Collection. The top wall (y=12 in.) temperatures
are in the Supplemental results which are available under
“Supplemental Data 18” tab for this paper on the ASME Digital
Collection. The left (z = —6 in.) wall temperatures are in the Sup-
plemental results which are available under “Supplemental Data
19” tab for this paper on the ASME Digital Collection. The right
(z=061in.) wall temperatures are in the Supplemental results which
are available under “Supplemental Data 20" tab for this paper on
the ASME Digital Collection. The inlet temperature is provided in
the Supplemental results which are available under “Supplemental
Data 21” tab for this paper on the ASME Digital Collection. The
inlet flow field is provided in the Supplemental results which are
available under “Supplemental Data 27 tab for this paper on
the ASME Digital Collection. The file structure for the buoyancy-
opposed case BCs is identical to the buoyancy-aided case in
Sec. 4.2.

The heat flux, local Reynolds number, the ratio of the Grashof
to Reynolds number squared, the momentum thickness, and
momentum thickness Reynolds number are all tabulated in
Table 4. It is noted that the values for the convection ratio are
very similar to the buoyancy-aided case. The momentum thick-
ness and momentum thickness Reynolds number show a different
trend as a function of x position than the buoyancy-aided case.
The buoyancy-aided case had very similar values at the second
and third positions, whereas the buoyancy-opposed case shows an
increase. This suggests that the two flows will show a different
boundary layer development based solely on the influence of
gravity.

The heat flux is plotted in Fig. 15 and compared with the two
correlations presented previously. The subtle differences between
these results and the SRQs presented in Fig. 12 are discussed
further in Sec. 5.2.

Fig. 15 The measured heat flux and two correlations with the
Kays trend found from Eq. (12) and the Incropera trend from
Eq. (13) for the buoyancy-opposed case
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Fig. 16 The nondimensional boundary layer time-mean
streamwise velocity and Reynolds normal stress for the flow
over the three heat flux sensor positions with u.. = 4.56 m/s for
the buoyancy-opposed case

The boundary layer velocity profiles for the buoyancy-opposed
isothermal forced convection case are plotted in Fig. 16. Note that
the velocity profiles for the second and third positions are not as
similar as they are in the buoyancy-aided case. This demonstrates
that this forced convection flow has buoyancy effects and will be
discussed more in Sec. 5.2.

The wall shear velocities computed using the two methods
described above are tabulated in Table 5. Comparing the values
in Table 5 to those in Table 3, the values at the first position are
similar, but the second and third positions are not. The linear
method shows a larger difference between the two cases than the
Spalding fit method.

The SRQ data are included in the Supplemental results which
are available under “Supplemental Data” tab for this paper on the
ASME Digital Collection and the file structure is the same as the
aided case, so the description is not replicated. The velocity pro-
file over the first heat flux sensor is provided in the Supplemental
results which are available under “Supplemental Data 22” tab for
this paper on the ASME Digital Collection. The velocity over the
second and third heat flux sensors is contained in the Supplemen-
tal results which are available under “Supplemental Data 23
and 24” tab for this paper on the ASME Digital Collection,
respectively. The shear velocity is also an SRQ and is presented in
Table 5. The heat flux SRQ is presented in the Supplemental
results which are available under “Supplemental Data 25” tab for
this paper on the ASME Digital Collection.

5 Discussion

5.1 Repeatability. In this section, the repeatability of the
velocity measurement is considered, as suggested by Oberkampf

Table 5 The von Karman constant, intercept, shear velocity
from the Spalding fit, and the shear velocity from a linear fit
near the wall at the heat flux sensor positions for the buoyancy-
opposed isothermal forced convection case

Position K B u, Spalding i, linear
P1 0.41 5.00 0.244 0.184+0.016
P1 0.39 5.17 0.237

P2 0.41 5.00 0.220 0.176x0.015
P2 0.448 4.40 0.240

P3 0.41 5.00 0.210 0.137%0.017
P3 0.499 6.16 0.221

Note that k =0.41 and B = 5.0 are classical values not optimized in the fit.
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Fig. 17 The boundary layer streamwise velocity profiles for
the flow over the three positions for three repeats of the isother-
mal measurement

and Trucano [28]. Figure 17 shows the boundary layer velocity
for the several repeats of data at each position. Excellent repeat-
ability is found in all cases. We note that these measurements
were recorded several months apart, with a disassembly, reassem-
bly, and recalibration of the PIV equipment between the second
(r2) and third (r3) cases. A recalibration was performed between
the first (r1) and second cases (12). Note that a third measurement
was not done for P2 and P3. Both the inlet and the boundary layer
at the first position were found to be repeatable during the acquisi-
tion of the third measurement.

Figure 18 shows these profiles as a difference from the mean of
the data of all replications at each of the locations P1, P2, and P3.

Fig. 18 The boundary layer streamwise velocity residuals for
the flow over the three positions for three repeats of the isother-
mal measurement
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Fig. 19 The boundary layer streamwise velocity Reynolds
normal stress residuals for the flow over the three positions for
three repeats of the isothermal measurement

It is shown that three replications of the streamwise velocity over
the first heat flux sensor have an average residual level of 0.05
with larger values near the wall. The PIV data near the wall have
larger uncertainty. The large residual here could also result from
an error in the y position in the presence of the large velocity gra-
dient. The fact that the P2 and P3 trends are equal and opposite in
Fig. 18 is because there are only two replications used to compute
the average. The residuals for #'#/, included in Fig. 19, are small.

5.2 Gravity Effects. Figure 20 shows the boundary layer
velocity profiles for buoyancy aided and opposed isothermal
forced convection. Gravity is seen to have an effect at P2 and P3.
The relative difference (the difference between the buoyancy
aided and opposed velocity divided by the buoyancy-opposed
velocity, denoted dup; where F means forced and G means

Fig. 20 The boundary layer velocity comparison for the
isothermal forced convection buoyancy aided and opposed
cases. The relative difference between the cases is also plotted
as 51][:_6.
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gravity) for the isothermal forced convection is also shown in Fig.
20. The difference between the aided and opposed cases increases
with streamwise length, suggesting that gravity affects the devel-
opment of the boundary layer in these cases.

5.3 Buoyancy Influence on Heat Flux. Now we consider the
buoyancy influence on heat flux from the plate. Wang et al.
showed data comparing the effects of buoyancy on heat transfer
for buoyancy aided and opposed flow [17]. The Nusselt number is
divided by a forced convection Nusselt number and plotted as a
function of the special buoyancy parameter

Gr*

* J—
Bo® = Re3425p 08

15)

This is shown in Fig. 21 and is compared with the data presented
in Ref. [17].

In this analysis, the characteristic length of the Nusselt number
Nu is the hydraulic diameter of the test section (12 in.). The devel-
oping, variable property forced convection Nusselt number Nuy is

Ts —0.34
Nuy = C x 0.0228Re’”Pr?* (T—) (16)

o0

with
x —0.29 x
C=1.0 — —0.07—
" (Dh> exP( Dh)

as described in Ref. [17].

It is shown in the Wang et al. data and study [17] that the
buoyancy-aided flow experiences a suppression of heat transfer
followed by a recovery of the heat flux for an increase in buoy-
ancy effects. The data obtained in the present study show a similar
trend. For example, the buoyancy-aided case shows a decrease in
the Nusselt number ratio from position 1 to 2 and an increase
again from 2 to 3 (right to left in Fig. 21). The buoyancy-opposed
forced case shows a suppression of heat flux similar to the
buoyancy-aided case. The difference from unity at each position

5520 / x\ %7
0.69 + - [ =
oF Re (D;,) :|

a7

Fig. 21 A plot of the Nusselt number ratio versus the special
buoyancy parameter for the data in this study and the data pre-
sented in Ref. [17]
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is nearly the same for the two cases. The difference from unity at
the third position for the buoyancy-aided case is negligible. How-
ever, for the buoyancy-opposed case, there is an improvement of
heat transfer. This is due to the change in the direction of gravity.

5.4 Comparison of Classical Boundary Layer Shape
Factors. The shape factor H, which is the ratio of the displace-
ment thickness and the momentum thickness, is plotted in Fig. 22.
The shape factor is plotted as a function of a second shape factor,
n, which is defined as [29]

The #(H) term in Eq. (18) is the measured velocity at a distance H
from the wall. The expected trend for # as a function of H is [29]

(18)

H—1 17!
1)} (19)

Hexpected = 1 — L‘[(T

It is noted that for # > 0.46, a pressure rise exists in the flow [29].
From Fig. 22, we see that all of the buoyancy-aided cases are in
the adverse pressure range. The experimental measurements also
match trends shown in the data presented by Schlichting (see
Fig. 22.6 in Ref. [29]). The text also states that separation occurs
near ) = 0.8. However, the data show no signs of separation.

To help understand if one should expect heating to impact the
shape factor analysis, an unheated case is compared to a heated
case. An additional two datasets that are not part of the validation
dataset are now considered. They include an unheated and heated
flow at a Reynolds number (based on hydraulic diameter) of
13,400. This flow is much slower than the cases considered previ-
ously, having a free stream velocity of 0.7m/s. The buoyancy
effects on the flow are significant for this flow rate. The velocity
profiles for these additional cases are shown in Fig. 23. It is
obvious that the heating accelerates the boundary layer when
compared with the unheated case. In both cases, the Reynolds nor-
mal stress is small.

The corresponding shape factor correlation is included in
Fig. 22 labeled as heated, unheated, and heated max velocity.
Notice that when the free stream velocity is used to compute # in
the heated case (solid square), the resultant point is far different

Fig. 22 A comparison of the classic shape factor with the
expected trend as a function of the second shape factor 5 (see

Eq. (18))

011401-12 / Vol. 138, JANUARY 2016

Fig. 23 The boundary layer velocity profiles for an unheated
and heated low Reynolds number flow

from an expected trend. The free stream velocity is used in the lit-
erature and the other cases previously presented. However, if the
maximum velocity is used (heated max velocity, hollow square),
the point is closer to expected values. The unheated case is near
the expected trend as well (solid square). This suggests that the
boundary layers considered in this flow behave similarly to
unheated boundary layers considered in the classical literature.
Also, when discussing this shape factor trend, the maximum ve-
locity should be used, particularly when significant accelerations
are in the flow. The maximum velocity is higher than the free
stream velocity for the low Reynolds number case shown by Fig.
23.

6 Conclusions

This work describes a CFD validation experiment for turbulent
forced convection using guidelines described by Oberkampf and
Roy [6] and Oberkampf and Smith [1]. It represents a departure
from typical journal articles in that the aim of the study is not
discovery, but rather to carefully measure all inputs and outputs
of a CFD RANS simulation for the purpose of validation. A
database in the Supplemental results which are available under
“Supplemental Data” tab for this paper on the ASME Digital Col-
lection is used to make the data (boundary and inflow conditions
as well as system response) available digitally. This is the first in
a series of convection validation data experiments that will be
made available for CFD validation.
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Nomenclature

B = coefficient for wall coordinate profiles
dy = PIV data vector spacing
g = standard gravity constant
Gr, = Grashof number
h = convection coefficient
H = boundary layer shape factor, /9,
k = turbulent kinetic energy
k, = material property for radiation emission
n = index of refraction
Nu, = Nusselt number
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P = pressure
Pr = Prandtl number
Re, = Reynolds number
Res, = momentum thickness Reynolds number
St, = Stanton number
T = temperature
T, = clear Lexan wall temperature
T, = surface temperature
T, = free stream temperature
i = mean streamwise velocity
ilo, = free stream velocity
shear velocity
1’y = variance of u
ul = velocity at a point in the profile
u2 = velocity at a second point in the profile
Up = uncertainty of pressure
Ur = uncertainty of temperature
U, = uncertainty of dynamic viscosity
U, = uncertainty of kinematic viscosity
U, = uncertainty of density
Uaujay = uncertainty of the velocity gradient
U, = uncertainty of velocity at a point
U,» = uncertainty of velocity at a second point
U,, = uncertainty of shear velocity
#' = instantaneous velocity fluctuation
v = mean velocity normal to wall
V'V = variance of v
w = mean velocity normal to i# and v
w' = variance of w
x = direction parallel with flow
y = direction normal to plate
yo = correction for the wall location
= direction normal to x and y plane (right-handed system)
= the volumetric thermal expansion coefficient of air
d, = the momentum thickness of the boundary layer
¢ = turbulence dissipation rate
& = emissivity of Lexan wall
¢, = emissivity of nickel-coated plate
n = a secondary boundary layer shape factor
K = von Karman constant
u = dynamic viscosity
v = kinematic viscosity
p = fluid density
o = Stefan—Boltzmann constant

=
S
Il

= n
\

Appendix: CFD Sensitivity to Inlet &

The turbulence dissipation rate ¢ is a function of the spatial
derivatives of the fluctuating components of velocity (cf. Eq. (4)).
Since ¢ cannot be directly measured in this study, the sensitivity
of a RANS model to inlet ¢ was investigated. Four simulations
were run using several uniform distributions of ¢ at the inlet of the
test section; =0, 107°, 1072, and 10'. For more information
regarding the simulation parameters, see Ref. [21]. Additionally, a
distribution of ¢ was found using the measured & and the common
expression

3/2

e= 0.093/4¥ (20)

where [ is 0.07 times the equivalent pipe diameter [30,31]. The

equivalent pipe diameter can be computed from Heubscher’s
equation as [32]

(ab)0,625

)0,25

dog = 1.3
(a+b

@n

There is some controversy about this equation and there are sev-
eral other suggestions for computing the equivalent pipe diameter.
However, the differences result in similar values of e.

Journal of Fluids Engineering

Fig. 24 The streamwise velocity at the first heat flux sensor
position for several inlet ¢ treatments

Using these five profiles of &, the effects on a velocity profile
are shown in Fig. 24. Only the largest values of ¢ affect the simu-
lation results. Using Eq. (20) at the inlet yields an inlet turbulence
dissipation rate below 0.01. Profiles of other SRQs at the three
heat flux sensor locations show the same trend as Fig. 24, with
£=10" being the only case having significant influence on the
SRQ. This insensitivity of CFD to ¢ was noted by Wilcox [31, p.
148] who states that investing resources into accurately finding ¢
is unwise.
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